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BEFORE 
 

THE PUBLIC SERVICE COMMISSION OF 
 

SOUTH CAROLINA 
 

DOCKET NO. 2015-362-E - ORDER NO. 2016-191 
 

APRIL 26, 2016 
 
IN RE: Joint Application of Duke Energy Carolinas, 

LLC, Duke Energy Progress, LLC and South 
Carolina Electric & Gas Company for 
Approval of the Revised South Carolina 
Interconnection Standard 

) 
) 
) 
) 
) 
 

ORDER ADOPTING 
INTERCONNECTION 
STANDARD AND 
SUPPLEMENTAL 
PROVISIONS 

                                                                                                        

INTRODUCTION AND PROCEDURAL HISTORY 

This matter comes before the Public Service Commission of South Carolina (“the 

Commission”) on the Joint Application of Duke Energy Carolinas, LLC (“DEC”), Duke 

Energy Progress, LLC (“DEP” and together with DEC, “Duke”), and South Carolina 

Electric & Gas Company (“SCE&G”) (together, “the Utilities”) for approval of the Revised 

South Carolina Interconnection Standard required by S.C. Code Ann. Section 58-27-

460(A) of the South Carolina Distributed Energy Resource Program Act (“Act 236” or “the 

Act”).  The Joint Application was filed on October 9, 2015, for the purpose of meeting 

Section 6 of the Act, which requires the Commission to promulgate standards for 

interconnection of renewable energy facilities and other nonutility-owned generation with 

a generation capacity of 2,000 kilowatts (“kW”), measured in alternating current (“AC”), 

or less to an electrical utility’s distribution system. S.C. Code Ann. § 58-27-460(A).  

Section 6 of the Act also requires the Utilities to review renewable energy facilities’ and 

other non-utility generators’ interconnection requests and determine whether the customer-
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generator has met all Commission requirements for interconnection. S.C. Code Ann. § 58-

27-460(B).   

Petitions to Intervene were filed by the following parties:  South Carolina Coastal 

Conservation League (“CCL”) and Southern Alliance for Clean Energy (“SACE”); 

Interstate Renewable Energy Council (“IREC”); South Carolina Solar Development, LLC 

(“SC Solar Development”); South Carolina Solar Business Alliance (“SCSBA”); Solbridge 

Energy LLC (“Solbridge Energy”) and Sustainable Energy Solutions, LLC (“Sustainable 

Energy”).  CCL and SACE were represented by James Blanding Holman, IV, Esquire, and 

Lauren Joy Bowen, Esquire; IREC was represented by Robert Guild, Esquire, and Sky 

Stanfield, Esquire; SC Solar Development (“SCSD”) and Southern Current, LLC f/k/a 

Solbridge Energy and Sustainable Energy were represented by Richard L. Whitt, Esquire; 

SCSBA was represented by Timothy F. Rogers, Esquire; Duke was represented by Charles 

A. Castle, Esquire, Frank R. Ellerbe, III, Esquire, and E. Brett Breitschwerdt, Esquire; and 

SCE&G was represented by K. Chad Burgess, Esquire, and Matthew W. Gissendanner, 

Esquire.  The Petitions to Intervene were granted by the Commission.  ORS, automatically 

a party pursuant to S.C. Code Ann. § 58-4-10(B), was represented by Andrew M. Bateman, 

Esquire and Shannon Bowyer Hudson, Esquire. 

Over the past few months, the Office of Regulatory Staff (“ORS”) has worked with 

DEC, DEP, SCE&G, and numerous stakeholders, including the Electric Cooperatives of 

South Carolina, Inc., Central Electric Power Cooperative, Inc., SCSBA, The Alliance for 

Solar Choice, SACE, CCL, numerous solar developers, and  IREC regarding the proposed 
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South Carolina Generator Interconnection Procedures (“SCGIP”) in the Application filed 

with this Commission on October 9, 2015.  

The Application explains that the Proposed Standard was the product of a number 

of working sessions and meetings convened by ORS during which the Utilities and 

interested stakeholders reviewed and discussed the Utilities’ proposed South Carolina 

interconnection procedures.  The working group met on four occasions prior to the Utilities 

filing the Application, and consisted of representatives from over a dozen entities, 

including ORS, DEC, DEP, SCE&G, SCSBA, IREC, SACE, CCL, Electric Cooperatives 

of South Carolina, Inc., Central Electric Cooperative, Inc., The Alliance for Solar Choice, 

and renewable energy developers and installers.  The Application explains that the 

Proposed Standard incorporates significant input and contributions from the stakeholder 

group. 

Initial comments on the Application were filed by CCL/SACE and IREC on 

November 23, 2015.  CCL/SACE and IREC commended the collaborative working group 

process for making improvements to the Proposed Standard, as filed in the Application. 

However, these intervenors also argued that the Fast Track eligibility criteria and 

supplemental review process included in the Proposed Standard were overly conservative 

and restrictive compared to the FERC standards.  Therefore, they advocated for 

Commission consideration of certain, more granular reporting requirements and 

Commission adoption of the Fast Track eligibility criteria and Supplemental Review 

process adopted by the Federal Energy Regulatory Commission’s (“FERC”) Order No. 
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792, which is applicable to FERC-jurisdictional interconnections.  (These matters are 

further addressed infra.) 

On February 26, 2016, ORS filed a letter in support of the Proposed Standard, as 

filed in the Application, stating that the Standard furthers the goals of Act 236 and allows 

for safe and reliable interconnection of distributed energy resources in South Carolina.  The 

ORS noted that Duke had experienced a backlog in processing interconnection requests in 

North Carolina and South Carolina, and, in an effort to mitigate and resolve any backlogs 

in South Carolina, recommended that Duke be required to (1) institute an Interdependent 

Project Review Process – attached to ORS’s letter as Attachment A – for projects in their 

South Carolina queues; and (2) reduce the System Impact Study completion  timeframe by 

10% as set forth in Paragraph 17.0 of the System Impact Study Agreement (Attachment 8 

to the Proposed Standard) for projects with distribution impacts.  The ORS stated that the 

two recommendations should only apply to DEC and DEP, and that ORS will continue to 

monitor the status of SCE&G’s interconnection queue and make recommendations to the 

Commission if any changes become necessary.   

On March 2, 2016, Duke filed a letter in response to ORS, notifying the 

Commission of Duke’s concurrence with ORS’s supplemental recommendations.   

On March 8, 2016, two days before this Commission’s scheduled vote on the 

matter, SC Solar Development filed comments, requesting in part that the Commission 

carry over its consideration of the Proposed Standard to another Agenda meeting, as well 

as providing certain other comments on the Proposed Standard.  SCSD criticized the 

Proposed Standard’s uniform treatment of generators, asserting that larger capacity 
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generators should be afforded different treatment, such as reimbursement of system 

upgrade costs paid by the generator and an ability to suspend projects.  SCSD, which had 

intervened in the docket on November 23, 2015, further stated in its letter that its interests 

were not represented in this case because it did not participate in the discussions held with 

other parties in this Docket.    

On March 9, 2016, responses in opposition to SCSD’s comments and request to 

carry over were filed by ORS, DEC and DEP, and SCE&G.  On March 16, 2016, this 

Commission issued Order No. 2016-190, which denied the SC Solar Development request 

to carry over the item, and found that SCSD’s interests were represented, both by its 

membership in the Solar Business Alliance, LLC, and its own assertion in its Petition to 

Intervene that it had participated in discussions with the ORS regarding the new 

Interconnection Standard.  We determined that further delay of a vote on the 

Interconnection Standard would cause undue burden upon all the parties and potential 

participants for distributed energy resource programs in this State.   

On March 28, 2016, SCSD filed a petition for reconsideration of Order No. 2016-

190.  On April 13, 2016, this Commission denied SCS–D’s petition in Order No. 2016-

281, further addressing the representations SCSD had made in its motion to intervene, the 

opportunities it had had for involvement in the process, and the fact that it had in fact 

participated through the filing of comments as had other parties in the docket.  

DISCUSSION 

The Joint Application explains that the Proposed Standard is designed to apply to 

all South Carolina jurisdictional interconnections, in order to provide greater transparency 

ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
6
of132



DOCKET NO. 2015-362-E – ORDER NO. 2016-191 
APRIL 26, 2016 
PAGE 6   
 
 
and certainty to interconnection customers, and the Utilities themselves, regarding the 

standards and procedures applicable to connecting generating facilities to the Utilities’ 

electric grids.  Any parallel non-utility generator requesting to interconnect to a South 

Carolina utility’s system and to either net meter or sell its full output to the interconnecting 

utility would interconnect under the Proposed Standard.  

The Joint Application also states that the Proposed Standard is consistent with and 

furthers the purpose of Act 236, in that it provides different levels of interconnection study 

by the utility depending on the size of a generator to assure a safe and reliable 

interconnection.  The Proposed Standard includes a streamlined interconnection 

application process and simplified agreement for interconnecting inverter-based generators 

(i.e., solar photovoltaic systems) of 20 kW or less.  This 20 kW threshold corresponds with 

Act 236’s residential net energy metering availability and residential customer-generator 

leasing availability, as well as the Utilities’ proposed DER programs available to small 

customers. The Proposed Standard also includes reservations of circuit capacity for 

generators 20 kW or less to ensure that such smaller distributed energy resources have 

dedicated access to the utility system, up to certain levels of penetration, in order to further 

the goals of Act 236.  

The Proposed Standard incorporates an optional “Fast Track” screening review 

process for certified inverter-based generators that scales up to 1,000 kW regardless of 

location and 2,000 kW where the generator proposes to interconnect to a higher voltage 

distribution line (≥ 15 kilovolt (“kV”) and < 25 kV) and is located at a distance less than 

2.5 miles from the nearest substation.  The Application explains that the Fast Track process 
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included in the Proposed Standard aligns with the Utilities’ distribution system line 

voltages in South Carolina and tailors the eligibility for Fast Track to the distributed energy 

resource (“DER”) program and net energy metering eligibility caps in Act 236. 

For the larger and non-certified generators that do not qualify for Fast Track (or 

generators that fail to pass the Fast Track screens), the Proposed Standard provides a 

Section 4 “study process” consisting of a System Impact Study followed (if needed) by a 

Facilities Study to design the interconnection facilities and any upgrades required to safely 

and reliably interconnect a generating facility to the utility’s distribution system.  Notably, 

the Proposed Standard requires an interconnection customer to verify “site control” and to 

submit a $10,000 plus $1/kW deposit to fund the interconnection study process.  The 

deposit is designed to approximate the overall cost of the Utilities’ interconnection study 

process, which normally increases as the size and complexity of the generating facility 

increases.  After the necessary studies are completed, the interconnecting utility will 

proceed to executing an interconnection agreement and coordinate construction of 

interconnection facilities under Section 5 of the Proposed Standard.  Once the 

interconnection agreement is signed by the interconnection customer, the customer must 

then make payment and/or provide financial security to fund construction of required 

interconnection facilities and any upgrades to the utility’s system needed to interconnect 

the generating facility for safe and reliable parallel operations. 

The Utilities also agreed through the working group process to maintain a public 

interconnection queue, to be updated monthly on each of the utility’s websites.  This queue 

reporting would provide the Commission, ORS, and interested parties a snapshot of the 
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interconnection requests submitted to each of the Utilities, whether the interconnection 

request is being processed under the Fast Track or full study process, and locational 

information relating to circuit and substation to which each proposed generating facility 

seeks to interconnect.  According to the Application, the specific information that will be 

reflected in the interconnection queue update will be as follows: 

a. Queue number of the request; 

b. Operational status of the project; 

c. Fast Track status, if applicable; 

d. Capacity of the project; 

e. Energy source of the project; 

f. Feeder/circuit to which the project will be interconnected; and 

g. Substation to which the project will be interconnected. 

The Application further proposes that the Utilities will provide semi-annual reports 

to the Commission and the ORS (to be submitted on or before February 1 and August 1 of 

each year) that would include the following information: 

a. each interconnection request identified by Queue Number and fuel type;  

b. date of issuance of Queue Number; 

c. the interconnection request’s capacity; 

d. the substation to which the project will be interconnected; 

e. the feeder/circuit to which the project will be interconnected; 

f. the date the interconnection facilities (along with any required upgrades) 

were completed and available for operation; 
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g. any interconnection requests that have been denied or withdrawn. 

This Commission has jurisdiction over the Application, as the Utilities are electrical 

utilities under the laws of South Carolina and their operations are subject to the jurisdiction 

of this Commission.  The Utilities are also subject to the Act, which, in pertinent part, 

requires the Commission to promulgate standards for interconnection of renewable energy 

facilities and other nonutility-owned generation with a generation capacity of 2,000 kW 

AC or less to an electrical utility’s distribution system. S.C. Code Ann. § 58-27-460(A).  

Further, as noted by the Utilities’ Application and ORS, the Commission has jurisdiction 

over interconnections of renewable distributed energy resources up to 80 MW-AC that 

intend to either net meter or sell the generator’s full output to the interconnecting utility. 

Consistent with ORS’s recommendation, the Commission finds and concludes that 

approval of the Proposed Standard is consistent with the purpose and intent of the Act and 

will allow for safe and reliable interconnection of distributed energy in South Carolina.  

Further, the Application’s requirement that the Utilities will maintain updated and publicly-

accessible interconnection queues and also provide semi-annual reports to the Commission 

and the ORS on the status of their interconnection queues will provide reasonable 

transparency and Commission oversight of the interconnection process.  The Commission 

also finds and concludes the ORS’s supplemental provisions, as agreed to by Duke, that 

are applicable to DEC and DEP are in the public interest and should be approved.  The 

Commission believes that ORS’ recommendations are reasonable measures to assist in 

mitigating and resolving backlogs in processing interconnection requests in DEC’s and 

DEP’s South Carolina interconnection queues. 
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 As discussed supra, CCL/SACE and IREC had originally proposed different 

reporting requirements and adoption of the FERC Order No. 792 Fast Track eligibility 

criteria and Supplemental Review process which are applicable to FERC-jurisdictional 

interconnections.  As stated in ORS’ February 26, 2016, review letter, those parties, along 

with many others, worked with ORS regarding the proposed Interconnection Standards.  

ORS further acknowledged the “numerous stakeholders and varying viewpoints working 

together to modify the current interconnection process.”  No additional arguments or 

positions have been forthcoming from those parties since the filing of the ORS letter 

supporting the proposed SCGIP, and the Fast Track proposal described by the Utilities and 

proposed for adoption aligns with the Utilities’ distribution system line voltages in South 

Carolina and tailors the eligibility for Fast Track to the distributed energy resource 

(“DER”) program and net energy metering eligibility caps in Act 236.  ORS has also 

proposed, and we have adopted, methodologies to reduce backlogs in the DEC and DEP 

interconnection queues.  For these reasons, we believe that the Fast Track eligibility and 

review criteria proposed by the Utilities are appropriate for adoption.  Similarly, we hold 

that the proposed reporting requirements are appropriate for adoption.  

Also, as discussed supra, SCSD took part in ORS discussions on the development 

of the Interconnection Standard which led to a consensus on that Standard, and provided 

Comments to this Commission.  Several of SCSD’s newly expressed positions are in direct 

conflict with the Interconnection Standard proposed in this docket after many months of 

“numerous stakeholders and varying viewpoints working together to modify the current 

interconnection process.”  SCSD’s newly expressed positions must be rejected.   
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In addition to these matters, we originally reserved the right to revisit the language 

contained in Section 6.12.1 of the SCGIP, which provides for liability insurance coverage 

for residential customers in the amount of at least $100,000 per occurrence.  The case 

before this Commission in Docket No. 2015-424-E concerned an identical section 

contained in the previously approved Model Interconnection Standard in Section 4.9 of 

that Standard.  The controversy revolved around the meaning and possible ramifications of 

the term “$100,000 per occurrence.”  However, after further review, this Commission, in 

a Directive dated April 14, 2016, inter alia, declined to revisit Section 6.12.1 of the SCGIP.   

IT IS THEREFORE ORDERED THAT: 

1. The Proposed Standard (attached hereto as Order Exhibit 1) is a reasonable 

resolution of the issues in this case, is in the public interest; and is therefore, approved. 

2. That, consistent with the Application, DEC, DEP, and SCE&G shall (1) 

publish updated South Carolina interconnection queue information on their respective 

websites on a monthly basis, beginning no later than the end of the first full month after 

the date of issuance of this Order; and (2) shall file semi-annual reports with the 

Commission and the ORS providing the information identified in the Application on or 

before February 1 and August 1 each year for the prior six-month period ending December 

31 and June 30, respectively.  

3. DEC and DEP shall (1) institute the Interdependent Project Review Process 

supported by the ORS for projects in their South Carolina queues (attached hereto as Order 

Exhibit 2); and (2) reduce the System Impact Study completion timeframe, as set forth in 
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Paragraph 17.0 of the System Impact Study Agreement (Attachment 8 to Order Exhibit 1) 

for projects with distribution impacts by 10%. 

4. This Commission has declined its reservation to revisit Section 6.12.1 of 

the Standard in its Directive in Docket No. 2015-424-E. 

5. This Order shall remain in full force and effect until further Order of the 

Commission. 

BY ORDER OF THE COMMISSION: 
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EXHIBIT 1
Joint Application of Duke Energy Carolinas, LLC, Duke Energy Progress, LLC, And

South Carolina Electric IL Gas Company for Approval of Revised South Carolina
Interconnection Standard

Docket No. 2015- -E

SOUTH CAROLINA
GENERATOR INTERCONNECTION PROCEDURES,

FORISS, AND AGREEIIENTS

For State4urfsdlctfonel Interconnections

Effective ~~01 6

hope.adams
Typewritten Text

hope.adams
Typewritten Text

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 1 of 114

hope.adams
Typewritten Text



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
15

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 2 of 114

TABLE OF CONTENTB

Page No.

Section 1.

1.1
1.2
1.3
1.4
1.5
1.6
1.7

2.1
2.2
2.3
2.4
2.5
2.6

Section 3.

3.1
3.2
3.3
3.4

Sec5on 4.

4.1
4.2
4.3
4A

Section 5.

5.1
5X

Sec5on 6.

6.1
6.2
6.3
6.4
6.5
6.6
6.7
6.8
6.9

General Requirements ...............................
Applicability ..
Pre-Application Report .......
Interconnection Request ..
Modi5cation of the Intemonnectlon Request

....... 1

2
.......6
.......7

Sits Control........,............................................7
Queue Number................................................8
Interconnection Requests Submitted and Interconnection Agrsemsnts
Executed Prior to the Effsctive Date of these Procedures........
Optional 20 kW Inverter Process for Certi5sd Invetter-Based
Generating Facilities No Larger than 20 kW.

Applicability

.......8

.......8

..... 8
Interconnection Request
Cet5ficate of Comple5on
Contact Information
Ownership and Lessor fnfonnatlon

10

12
UL 1741 Usted 12
Optional Fast Track Process for Certified Generk5ng Facilities ..............12
Applicability.....................,.............12
Fast Track Review 13
Customer Options Meeting .. ....... ........... 1 8
Supplemental Review.......................................17
Study Process. ......1 8

Appfhabfffty.
Scoping Meeting
Syslsm impact Studies...........................
Facfli5es Study
Interconnection Agieemera and Scheduling..

.18

.18
19

....20

Construction Planning Meeting ...........................20
Interconnection Agreement ............................................21
Provisions that Apply to A5 fnterconnec5on Requests .............................22
Reasonable Efforts.. 22Disputes.....................................,..........22
Withdrawaf of An Intetconnsc5on Request....... 22
Interconnection Metering................ - ...............................23
Commissioning..........,.................................................,........23
Confidendafity...................,.................................................23
ComparabiHty..........................................................................24
Record Retention .............................................................24
Coordination with Affected Systems.............,.................................24

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 2 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
16

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 3 of 114

8. 10 Capacity of the Generagng Facility
8.11 Sale of a Generation Facility.
8.t2 Insurance.
8.13 Certification Codes and Standards.
tL14 CertNcation of Generator Equipment Packages ......

....... 25

....... 27

.......27

Attachment 1 — Glossary of Terms

Attachment 2- Pre-Application Report Request Form

Atlachment 3- Interconnec5on Request Application Form

Attachment 4- Sample Site Control VerNcation Form

Attachment 5 — CertNcation Codes and Standards
Attachment 8- Certifhation of Generator Equipment Packages
Attachment 7- Interconnecdon Request, CerINcate of Comple8on, and Terms and

CondNons for CertNed Inverter~ Generating Feei(Nes No Larger
than 20 kW

Atlachment 8- System Impact Study Agreement
Attachment 8- FaciTtdes Study Agreement
Attachment 10 — Interconnectkm Agreement

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 3 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
17

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 4 of 114

Secgon 1. General Requirements

1.1 Applicability

This Standard contains the requirements, in addition to applicable tariffs
and senses fegulafions, for the interconnecfion and parallel operation ol
Generating Factlifies with Utifity Systems in South Can&fina. These
procedures apply to Generafing Facfiities that are Interconnecfing to Utility
Systems in South Carolina whem the Interconnscfion Customer is not
sefiing the output of its Gensra5ng Facfiity to an enfity olher than the U5lity
to which it is interconnecting. These procedures do not apply to state-
jurisdicfional Generating Facilities that are requesting Network
Resource Interconnecfion Service. At the time the interconnection
Request is submitted, a Generafing Facility must inform the U5lity to which
it plans to Interconnect that lt is requesting Network Resource
Intsrconnecfion Senilcs, and the U5lity will apply the FERC Large
Generator lnterconnec5on Process kt pktce at the time ths Interconnection
Request kt submitted. The Public Service Commission of South Carolina
retains jurisdiction over the appficafion and processing of these requests
for Network Resource Interconnection Service.

Interconnection Requests for new Generating FaclTlties shall be submitted
to the Ufility for approval at the final design stage and prior to the
beginning of construction.

Ths subfnission of a written request for a Secbon 1,2 Pre-Applicafion
Report is encouraged to identify potential interconnec5on issues
unforeseen by the Interconnection Customer.

Revkred Interconnection Requests for equipment or design changes
should be submitted pursuant to Section 1.4.

Motmcafion by the Intetconnecfion Customer to the Utility of change of
ownership or change In control must be submitted pursuant to Section
6.11.

1.1.1.1 A request to interconnect a certified inverter-based Generating
Facility no larger than 20 kW shall be evaluated under the
Section 2, 20 kW lnvetter Process. {See Attachments 5 and 6
for cer5fiication criteria.)

1.1.12 A request to interconnect a certwed Generating Fatfifity no
larger than the capacity spectfied in Section 3.1 shafi be
evaluated under the Section 3 Fast Track Process. (See
Attachments 6 and 6 for certTica5on criteria.)

SG Generator interconnection Procedures
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1.1.2

1.1.3

1.1.4

1.1.1.3 A mquest to interconnect a Generating Facility larger than the
capacity stated in Section 3.1, or a Genera5ng Fadlity that does
not quaiify for or pass the Fast Track Process or qualify for the
20 kW Inveiter Process, in maifimum rated capacity shall be
evaluated under the Sec5on 4 Study Process.

Capitalized terms used herein shall have ths meanings spa@fied in the
attached Glossary of Terms In Attachment 1 or the body of these
procedures.

Neither these procedures nor the requirements Included hereunder apply
to Generating FacilNes interconnected prior to the effective date of these
procedures.

Prior to submit5ng its Intsrconnec5on Request, the Interconnection
Customer may ask the Utility's interconnection contact employee or oNce
whether the proposed interconnec5on fs subject to these procedures. The
Udllty shall respond within 10 Business Days.

Infrastructum security of electdc systein equipment and operations and
control hardware and software is essential to ensure day-today reliability
and operational security. All USNss are expected to meet basic standards
for ekictric system Infrastructure and operational security, infduding

hyslcal, operational, and cyber-security prac5ces. The Interconnection
uatomsr is responsible for reviewing the NERD registradon

requirements, registering when applicable and complying with the
appgcable Electric ReliaMity Organization (ERO) fellahin standarda

1.1.6 The Utility shall designate an employee or oNce from which information on
the app5catlon process can be obtained through informal requests from
the Interconnection Customer presenting a proposed project for a specmc
site. The naine, telephone number, and fHnail address of such contact
employee or oNce shali be made available on the U55IIA Internet wsb
site.

12 Prs-AppHca5on Report

An Intsiconnec5on Customer may submit a formal written Pm-Appllca5on
Report request form (sse Attachment 2) along with a non-refundable fes
of $500 for a Pre-'Application Report on a proposed project at a specific
site. The Utility shall provide the Pre-Applica5ion data described in Sec5on
1.2.2 to the Intsrconnecdon Customer within twenty (20) Business Days of
receipt of the completed mquest form and payment of the $500 fee. The
Pre-Appgca5on Report produced by the U5lily is non4inding, does nct
confer any rights, and the Interconnec5on Customer must still successfully
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apply to interconnect to the Utility's system and to obtain a Queue
Number. The written Prs-App5cation Report request form shall indude
the information in Sections t2.1.1 through 1.2.1.8 below to clearly and
sufficiently identify the location of the proposed Point of Interconnsctke.
Any one developer shall have no mors than ten (10) requests for Pre-
Applhation Reports in the Pfs-Appllcatkn Report queue at ons time.

12.1.1 Project contact information, including name, address, phone
number, and email address.

1,2.1.2 Project location (street address, location map with nearby cross
streets and town, etc).

1.2.1.3 Meter number, pole number, loca5on msp or other equivalent
Information identifying proposed Point of interconnection, if

available.

12.1.4 Generator Type (s.g. ~ solar, wind, combined heat and power,
etc.)

1.2.1.5 Size (alternating current kW).

12.1.8 SIngle or three phase generator configuration.

1.2.t,y Stan~one generator (no onsite toad, not Including station
servhe- Yes or Not)

12.1.8 Is new senrlce requsstsdy Yes or No'/ If there is existing
servhe, Include the customer account number, sits minimum
and nuudmum current or proposed eisctdc loads in kW (If

available) and specify if the load is expected to change.

1.2.2. Using the information provided by the Intefconnecgon Customer in the
Pre-Appihatlon Report request form in Ssotlon 1.2.1, the Utility shall
Identify the substathn/area bus, bank or circuft I%sly to serve the
proposed Point of interconnection. This selection by the Utility does not
n csssarily indicate, after applhation of the screens and/or study, that this
would be the circuit the project ultimately connects to. The Interconnection
Customer must request additional Pre-Application Reports I information
about multiple Points of Interconnection is requested. Subject to Sscffon
1.2.8, the Pre-Application Report shall include the following information:

SC Generator internennenlon Procedures 3
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1.2.2.'I Total capacity (in MW) of substation/area bus, bank or circuit
based on normal or operating ratings likely to serve the
proposed Paint of Interconnection.

122.2 Existing aggregate generation capacity (in MW) intemonnected
to a substation/ares bus, bank or circuit (i.e., amount of
generation online) likely to serve the proposed Point of
Interconnection.

1.2.2.3 Aggregate queued generation capacity (ln MW) for a
substation/area bus, bank or circuit (Le., amount of generation
in the queue) likely to serve the proposed Point of
Interconnection.

1.2.2,4 Substation nominal distributhn voltage and/or transmission
nominal voltage if applicable.

12.2.5 Nominal distribution circuit voltage at the proposed Poht of
Interconnection.

Approxknate circuit distance between the p~sed Point of
Interconnection and the substatfon.

1.22.y Relevant line section(s) actual or estimated peak ktad and
minimum load data, Including daytkne minimum load and
absolute minimum load, when available.

12.2.8 Number and rating ol protec5ve devices and number and type
(standard, bi&rectionai) of voltage regulating devices between
the proposed Point of Interconnemfon and the subshttion/area.
Identify whether the substatfon has a load tap changer.

1.2.2.9 Number of phases availabkr at the proposed Point of
interconnection. If a single phase, distance from the three-
phase circuit.

122.10 Limiting conductor ratings from the proposed Point of
Interconnection to the rgstrtbutlon substatlon.

SC Generator Interconnection P ccedaree 4
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1.2.2.11 Whether the Point of interconnection is ktcsted on a spot
network, grid network, or radial supply.

122.12 Based on the proposed Point of Intsrconnec5on, existing or
known constraints such as, but not limited to, electrical
dependencies at that location, short circuit interrupting capacity
issues, power quagty or stability issues on the ckcuit, capacity
constraints, or secondary networks.

122.13 Other informagion regarding an Affected System ths Utility
deems relevant to the lnterconnec5on Customer.

1.2.3 The Pre-Applics5on Report need only include existing data. A Pre-
Applica5on Report request does not obligate the UtHity to conduct a study
or oker analysis cf the proposed generator in the event that data is not
readily available. if the UtiTity cannot complete all or some of the Prs-
Application Report due to lack of available data, the Utility shall provide
5te Interconnection Customer with a Pre-Application Report that Incktdes
the data that is readily avaiktble. Notwithstanding any of 5ts provisions of
this ssc5on, the Ugtlity shall, in good faith, incktde data in the Prs-
Appllcation Report that represents the best availabkt information at the
time of rspordng. Further, 5te total capacity provided in Secbon 1.2.2.1
does not Indicate that an interconnec5on of aggregate genera5on up to
this level may be completed without impacts sInce there are many
variables studied as part of the interconnection review process, and data
provided in the Prs-Application Report may become outdated at the 5ms
of the submission of the complete lnterconnec5on Request.

1.3 interconnection Request

1.3.1 The Interconnection Customer shail submit its Interconnection Request to
the Utility, and the U5iity shall no5fy the Interconnec5on Customer
confirming receipt of the Interconnection Request within three (3)
Business Days of receiving the Intemonnec5on Request.

The Interconnection Request Applica5on Form shall be date- and time-
stamped upon receipt of the following:

1.3.1.1 A substantially complete Interconnecdon Request Application
Form contained in Attachment 3 submitted by a valid legal ert5ty
mglstered with the South Carolina Secretary of State, and
signed by the Interconnection Customer.

tD.1.2 The applicabie fee or Interconnection Request deposit. The
applicable fee kt specified In the Interconnection Request

Sc Generator interconnection procahnm S
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Appfication Form and applies to a car!mad inverter+ased
Genera5ng Facility no larger than 20 kW mviewed under
Secfion 2 and to any certmed Generating Facfiity no larger than
the capacity spedfied in Section 3.1 to be evaluated under the
Section 3 Fast Track Process.

For all Generating Facilities that do nct qualify for the 20 kW
Inverter Process or the Fast Track Process, or fail the Fast
Track screens and are to be evaluated under the Section 4
Study Process, an interconnection Request deposit ls required
in addffion to any fee previously paid. The Interconnecfion
Request deposit shall equal $10,000 plus $ 1 per kWac of
capacity specified in the Interconnec5on Request Applicabon
Form. The Interconnection Request deposit is intended to cover
the Ufilfty's reasonably anficfpated costs for conducting the
System Impact Study and the Facilifies Study. Such deposit
shall, however, be app8cable towards the cost of all studies,
Upgrades and Interconnection Facilifies.

1.3.1.3 Demonstration of site control as defined in Section 1.6.

13.1.4 A sfie plan indicsfing the locadon of the project, the property
lines and the desired Point of Interconnecfion.

19.1.5 An electrical one-line tfiagram for the Generating Facility.

1.3.1.8 Inverter sp dficafion sheets for the interconnection Customer'
equipment that will be umlzsd, if applicable.

1.3.2 The odglnal date- and fime4rbunp applied to the Intetconnscfion Requesl
AppHca5on Form shall be accepted as the qualifying date- and5m'orthe purposes of establishing Queue Posifion and any 5rnetabie in these
procedures.

1.3.3 The Utility shall nofify the Interconnection Customer within ten (10)
Business Days of the receipt of the Interconnecfion Request Application
Form as to whether the Form and initial supporfing documentation
specfiied in Sections 18.1.1 through 1.3.1.6 ars complete or incomplete.
An Interconnection Request wlfi be deemed complete upon submission of
the fisted information in Seodon 1.3.1 to the Utility.

1.3.4 lf the Interconnection Request Applicsfion Fcen andror the initial
supporting documentation is incomplete, the Ufility shall provide, along
with nofice that the infonnafion Is incomplete, a written list detailing afi
information that must be provided. The Interconnection Customer wfil have
ten (10) Business Days after receipt of the no5ce to submit the fisted
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1.4

information. If the Intemonnec5on Customer does not provide the listed
informa5on or a request for an extension of time, not to exceed ten (10)
addmonal Business Days, within the deadline, the Interconnec5on
Request will be deemed w5hdrawn.

Modification of the lnterconnec5on Request

To the extent Interconnection Customer proposes to modify any information
provided in the Interconnection Request deemed complete by the Utility, the
Interconnec5on Customer shall submit any such modigca5ons to the U5lity in
wrI5ng. If the U5lity determines that the proposed modi5cation(s) constitutes a
Material Modifica5on, the UtHity shali notify the Intemonnection Customer In
writing within ten (10) Business Days that the modmcation is a Material
Modigca5on and the Interconnection Request shall be withdrawn from the Queue
unless the Interconnec5on Customer withdraws the proposed Material
Modification in wridng within ten (10) Business Days of receipt of the Utility's
written no55ca5on. If the modigcation is determined by the Utility not to be a
Material Modmcation, then the U55ty shall notify the Interconnsctkxi Customer in
writing that the modification has been accepted and that fhe Interconnection
Customer shall rebdn its Queue Number. Any dispute as to the U55ty's
determina5on that a mmfificadon constitutes a Materhl Modmcatlon shall
proceed in accordance with Sec5on 6.2 below.

1.5

Documentation of site control shall be submitted to the utility with the
Interconnection Request using ths sample Site Control Verwcadon Form
Included In A5achment 4.

Site control may be demonstrated through:

Ownership of, a leasehold interest in, or a dight to develop a site for the
purpose of constructing the Generating Facility;

2. An exclusive option to purchase or acquire a leasehold site for such
purpose;oi'.

An exclushrity or other business relationship between the Interconnection
Customer and the entity having the fight to sell, lease, or grant the
Interconnsc5on Customer the right to possess or occupy a site for such
purpose.

Should the interconnection Customer's site control lapse at any point in time plfor
to Interconnection and such lapse is brought to the atten5on of Utility, the Utility
shall notify the Interconnec5on Customer in wrmng of the alleged lapse in site
control. The Inte connectfon Customer shall have tsn (10) Business Days from

SC Generator tnteracnnecaan procedures 7
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ths posted date on the notice from the Utility to cure and submit documentation
of ~stablished site control, where failure to cure the lapse will result in Ihe
Interconnection Request being deemed withdrawn.

1.6 Queue Number

1.6.1 The Utility shall assign a Queue Number pursuant to Section 1.3.2. The
Queue Number of each interconnection Request shall be used to
determine the cost responsibility for lhs Upgrades necessary to
accommodate the Interconnecgon.

1.62 Subject to the provisions of Sections 13, 1.4, and 15, Generating
Facilies shall retain the Queue Number assigned to their initial
Interconnection Request throughout the review process, including where
moving through the processes covered by Sections 2, 3, and 4.

1.7 Interconnec6on Requests Submitted and interconnection Agreements Executed
Prior to the Effscgve Date of these Procedures

Nothing in this Standard affects an Interconnection Customer's Queue Position
assigned before the effective date of thh Standanf. The Udlity shall complete
work pursuant to any intercennection study agreement executed prior the
effec5ve date of this Standard in accordance with the terms and cond5ons of
that interconnection study agreement. Any new studies or other addional work
requested by an Interconnecdon Customer after the effective date of this
Standard will be completed pursuant to Nis Standard. The Interccnnecthn
Customer shall comply with the Section 1.3.1 requirements for a compktted
Interconnection Request under this Standard prior to the UtiTty completing a new
study or additional work. Proposed modications to any lnterconnecbon Request
will be reviewed under Section 1.4. The Utility and the Interconnecdon Customer
shall also be bound by the terms and condithns of any Interconnection
Agreement exectdsd by both Parbes prior to the effecthre dale of this Sanded,
except that Section 1.4 shall govern any modifhation to the Generating Facility.

Section2. Optional 20 kW fnverter Process for Certified Inverter~sed
Generating Faoglttes No 4uger than 20 IW

2.1 Applicability

The 20 kW Invsrter Process ie available to an Interconnection Customer
proposing to interconnect its inverter-based Generating Fadlity with the Utility's
System If the Generating Facility is no larger than 20 kW and if the
Intsmonnection Customer's proposed Generagng Facility meets the codes,
standards, and certification requirements of Attachments 6 and 6 of these
procedures, or the Utility has reviewed the design or tested the proposed
Generating Facmty and kt satbtfied that it is safe to operate.
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The UIINy shall resenre circuit capaciTies peciTictdly designated for Generating
FaciINes that meet the critena for Inclusion in the 20 kW Inverter Process. These
projects will be streamlined and not require a study process, unless it is deemed
necessary by the LNIity. Once a reserved circuit phase capacity is exceeded,
any subsequent Generator Interconnection Requests on that circuit will follow the
defined Seclon 3 Fast Track Procesa The table below lists the circuit voltage
levels and the associated reserved capacNes.

SG Generator Inlerconnecaon Prnnedurne 9

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 12 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
26

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 13 of 114

2X Interconnection Request

The interconnection Customer shalt complete the Interconnection Request
Application Form for a certNsd inverter-based Genera5ng Fadly no larger than
20 kW in Ihe form provided in Attachment 7 and submit it to the Utility, together
w5h the non-refundable processing fes specified in the Interconnec5on Request
Appgcation Form and the documenta5on required pursuant to Section 1.3.1.

2.2.1 The Utility shel! verify that the Gsnera5ng Facility can bs interconnected
safely and reliably using the reserved circuit capacNes presented in
Sec5on 2.1 or if aggregate 20 kW and under projects exceed the reserved
capachy per phase, then by applying the screens contained in the Fast
Track Process. (See Sec5on 3.2.1.) The LN5ty has 15 Business Days to
complete this proces Unkrss the Utility determines and dem nstrates
that the Gsnera5ng Fac5Ity cannot be interconnected safely and reliably,
the Utgity shall approve the Interconnection Request upon fulfglment of a5
requirements in Sec5on 1.3 and return the Intsrconnec5on Request
Application Form to the Interconnection Customer.

2.2.1.2 If the proposed interconnection passes the screens but the
iNllty determines that minor UI5ity construc5on Is required to
interconnect the Genera5ng Facility to the Ublity's system, the
lnterconnec5on Request shall be approved and the Utility will
provide the Inta connection Customer a non+!ndlng good faith
estimate of the cost of interconnection along with the
Interconnec5on Request Applhstion Form within 15 Suslness
Days after the determina5on.

2.2.1.3 If the proposed Interconnection passes the screens, but the
costs of Interconnec5on Including Upgrades and Intsrconnec5on
Facilities cannot be determined without further study or review,
the Utility vdll notify the Interconnection Customer within 15
Business Days of receiving ths complete Interconnec5on
Request that the Utility will need to complete a Facilities Study
under Sec5on 4.4 to determine the necessary costs of
Interconnec5on.

SC Generalor lntercnnnenlon Pncedtnss 10

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 13 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
27

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 14 of 114

222 Screens failure: Despite the failure cf one or more screens, the Utility, at
its sole option, may approve the interconnection provided such approval is
contdstent with safety, re5ability, and power quality standards. It the U55ty
cannot determine that the Generating Fadlity may be interconnected
consistent with safety, reliabgity, and power quality standards, the U5lity
shall provide the Interconnec5on Customer with detailed informa5on on
the reasons for failure in wi5ng within 15 Business Days of receiving the
complete Interconnection Request. In addition, the U5Ttty shall otter to
continue evaluating the intertztnnec5on Request under the Sec5on 4
Study Process.

2.3 CertTicate of Completion

2,3.1 After installa5on of the Generating FaciTity, the Interconnec5on Customer
shall submit the Certificate cf Completion in the form provided in
Attachment 7 to the Utllty.

2.3.2 The Utility may inspect the Generating Facility for compliance with
Commission standards to assure safety and relbtbi5ty of the
interconnected Generator Incfuding a witness test. The U5iity is obligated
to complete this witness test within ten (10) Business Days of the ieoelpt
of the Cer55cate of Compfedon. If the U55ty does not inspect within ten
(10) Business Days or by mutual agreemsnt of the Par5es, the witness
test is deemed waived. If the witness test is not sa5sfactory, the Ut5ity has
the right to disconnect the Genera5ng Facility, and the Interconnection
Customer has no right to operate in pamf!el with the U5Ttty until the
witness test de5ciencfes have been corrected.

2.3.3 Prior to parallel operation, the U5lity shall noNy the Interconnection
Customer in wtt5ng that interconnec5on and energlza5on of the
Genera5ng Facility is authorized and will schedule an appropdate
metering replacement if necessary within ten (10) Business Days from
successful completion, or waiver, of the witness test. Interconnec5on
Customer is nol authorized to energize the Generating Facility until this
no5ce Is received. Interconnec5on and paragel operation of the
Generating FaciNy is subject to the Terms and CondiTions stated in
Attachment 7 of these procedures.

2.4 Contact Information

The Interconnec5on Customer must provide its contact informa5on. If another
entity Is responsible for interfacing with the UtiTity, that contact informa5on must
also be provided on the Interconnsc5on Request Appgca5on Form.
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2.5 Ownership and Lessor Information

The Interconnecdon Customer shall provide the legal name(s) of the owner(s) of
the Genera5ng Facility on the Attachment 7 Interconnection Request. If the
Generating FaciTty is leased to the Interconnec5on Customer pursuant to the
ktasing program authorized under S.C. Code g 58-27-2600, et seq., the
Interconnec5on Customer shall ptovide the lessor's name and cettScate number
Issued by the ONce of Regulatory Staff.

UL 1741 Listed

The Underwriters'aboratories (UL) 1741 standard (Inverters, Converters,
Controllers and Interconnecbon System Equipment for Use With Distributed
Energy Resources) addntsses the electdcal interconnecgon design of varhus
forms of genera5ng equipment. Many manufacturers submit 5telr equtpment to a
natkmagy recognized testing hboratory that verSes compliance with UL 1741.
This 'listfng's then marked on the equipment and supporting documentation.

Section 3. Opttonat Fast Track Process for ertified Generating Facigtles

3.1 Applicability

The Fast Track Process is avathbie to an Interconnection Customer proposing to
interconnect its Generating Facility with the Utility's System if the Generating
Facility's capachy does not exceed the size limits iden5fied in the tabkt below.
Generating FaciTities below these 5mits are eligible for Fast Track review,
However. Fast Track eligibiTity is dts5nct from the Fast Track Process itself, and
eligibility does not imply or indicate that a Genera5ng Facility w51 pass the Fast
Track screens In Section 3.2 below.

All Generating Facili5es requesting interconnection with a Distribution Secondary
Area Network System are ineligible for 5te Fast Tmck Process regardless of tdze.
These type intetconnec5on requests wHI be reviewed under the Section 4 Study
Process due to the highly technical nature of the Area Network grid setup.

Fast Track eligibility ls delermined based upon the generator type, the size cf the
generator, voltage of the line and the location of and the type of line at the Point
of Interconnection. Ag Generating Facilities connecting to lines greater or equal
to 25 kilovolt (kV) are Ineligibkr for the Fast Track Process regardless of size.
Only cert5ied inverter-based systems are eligible for the Fast Track Process snd
the size limit vedas according to the voltage cf the line at the proposed Point of
Interconnection. Cer55ed inverter-based Genera5ng Faclll5es located within 2.5
electdcal circuit miles of a substa5on and on a mainline (as defined In the tabh
below) are eligible for the Fast Track Process under the higher thresholds set
forth in the table below. In addition to the size threshold, the Interconnection
Customer's proposed Genera5ng Facility must meets the codes, standards, and
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certification ntqulrements of Attachments 5 and 6 of these procedures, or the
Utility has to have reviewed the design or tested the proposed Genera5ng FacIty
and be satlsged that it is safe to operate.

3X Fast Track Revktw

Within 20 Business Days after ths Utility no55es the Interconnection Customer it
has received a complete Interconnection Request pursuant to Section 1.3, the
Utility shall perform an ini5al review using the screens set forth below, shall noSy
the Interconnec5on Customer of the results, and intxude with the no55ca5on
copies of the analysis and data underlying the U5I~ determinations under the
screens.

3.2.1 Screens

3.2.1.1 The proposed Generating Facility's Point of Interconnection
must be on a portion of the Ut!Iity's Dtstrlbu5on System.

3.2.12 For interconnection of a proposed Generating Facility to a radial
distribution circuit, the aggregated generation, intduding the
proposed Generating Facility, on the circuit shall nol exceed
15% of the gne secdon annual peak load as most recently
measured at the substation. A line section is that portion of a
U55ty's System connected to a customer bounded by eutoma5c
secdonalizlng devices or the end of the distribution line.

32.1.3 For intsmonnection of a proposed Generating Facility to the
load side of spot network protectors, the proposed Generating
Fac5lty must utilize ttn invsrter+ased equipment package and,
together with the aggregated other inverter-based generation,
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shall not exceed the smaller of 5% of a spot network's matdmum
load or 50

kW.'.2.1.4

32.1 S

3.2.1.6

The proposed Generating Facility, in aggrega5on vdlh other
generation on the distribution circuit, shall not contribute more
than 10% to Ihe distribution circuit's maximum fault current at
the point oa Ihe Idgh voltage (primary) level nearest the
proposed point of change of ownership.

The proposed Generating Facgity, in aggregate with other
generation on the dislribution circuit, shall not cause any
tgstdbugon prob.cgve devices and equipment (!nciuding, but not
gmited to, substa5on breakers, fuse cutouts, and line rechsers),
or Interconnection Customer equipment on the system to
exceed 87.5% of the short circuit Interrupting capability; nor
shall the Intemonnectlon be proposed for a ckcult that akeady
exceeds 87.5% of the short circuit Interrupgng capability.

Using the table below, determine the type of interconnecgon to
a primary distribution line. This screen indudes a review of the
type of electrical service to be provided to the Interconnecgon
Customer, Including line conflgura5on and the ransfonner
connection for the purpose ol 5milfng the poten5al for craagng
over-voltages on the Utility's System due to a loss of ground
during the operating time of any antWslanding func5on.

3.2.1.7

3.2.1.8

If the proposed Generating Facglty is to be interconnected on a
singl~hase shared secondary, the aggregate Genera5ng
Facgity capacity on the shared secondary, Intdudfng the
proposed Generating Facility, shall not exceed 65% of the
transformer nameplate rating.

If the proposed Generating Facgity is angle-phase and is to be
Interconnected on a center tap neutral of a 240 volt service, its

' spot netwwk kr a type cf dheibutfon system found withhr modem commerctat bugdings lo pnwkte high
rettabtgty of seNtce lo a single customer. (standard Handbook for lecclfcal Engineers, 11th edition,
Donald Rnk, htcGraw Hllf Book Company.)
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additke shall not create an Imbalance between the two sides of
the 240 volt service of more than 2(P/o of the nameplate rating of
the senftce transformer,

3.2.1.9 The Generating Facility, in aggregate with other generation
interconnected to the transmission side of a substation
transformer feeding the t5rcuit where the Generating Facility
proposes to interconnect shall not exceed 10 MW in an area
where there are known, or posted, transient stability limitations
to genera5ng units located in the general electrical vicinity (e.g.,
three or four transmission busses from the point of
intarconnecgon).

3.22 Screen Results

3.22.1 lf the proposed interconnection passes the screens and requires
no construc5on by the Utility on its own System, the
lnterconnecbon Request shall be approved and the Ulity will
provide the Interconnec5on Customer an executable
Interconnection Agreement within ten (10) Business Days after
notifying the Intemonnec5on Customer of the determinatfon in
Section 32.

3,22.2 If the proposed interconnec5on passes the screens and the
Utility Is able to determine without further study or review that
only minor UtiHty construction is required to Interconnect the
Genela5ng Facgity to the Utility's system, the Interconnection
Request shaH be approved and the Ullty will provkle the
Interconnection Customer a non-binding good faith estimate cf
the cost of intemonnectlon along with an executable
Interconnecbon Agreement within 15 Business Days after
notifying the Interconnecdon Customer of the determination In
Sec5on 3Z.

3.22.3

3.2.2.4

If the pmposed intarconnec5on passes the screens, but the
costs of interconnection Induding System Upgrades and
Interconnection Facili5es cannot be determined without further
study or review, the Utlgty will noNy the Interconnection
Customer when It provides its determlna5on In Section 32 that
the Utgity will need to complete a FacHI5ee Study under Section
4.4 to determine the necessary costs cf inteiconnec5on.

if the proposed interconnection fails the screens, but the Utility
determines that the Generating Facility may nevertheless be
interconnected consistent with safety, reliabigty, and power
quality standards, and requires no construction by lhe Utilhy on

15
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its own System, the Utllty shall provide the Interconnection
Customer an executable Interconnecfion Agreement within ten
(1 0) Business Days after the determination.

3Z2.5 If the proposed interconnection fails the screens, but the Ufility
determines that the Generafing Fadlity may nevertheless be
interconnected conshtent with safety, reliability, and power
quality standards and the Ufility is able to determine without
further study or review that only minor Nility construcfion is
required to interconnect with the Generafing Faci7tty, the
Interconnection Request shall be approved and the UNity wN
provkle the interconnec5on Customer a non-binding good faith
esfimate of the cost of interconnecfion along with an executable
Intetconnecfion Agreement within 15 Business Days after the
determination.

3.2.2.8 If the proposed interconnection fails the screens, and the UNity
does not or cannot determine from fite Wifial review that the
Generating Facility may nevertheless be interconnected
consistent with safety, reliability, and power quality standards
unless the Intsrconnecfion Customer is wfiling to consider minor
mtxSications or further study, the Ufillty shall provide the
interconnecfion Customer with the opportunity to attend a
customer options meeting as described in Secfion 3.3 below.

3.3 Customer Opfions Meeting

If the Utility determines the Interconnection Request cannot be approved without
(1) minor modiTtcafions at minimal cost, (2) addifional studies or acfions, or (3)
incurring slgnNcant cost to address safety, reliability, or power quafity problems,
the Ufility shall nofify the Interconnection Customer of that determination within
five (5) Busktess Days after the determination, and provide copies of afi data and
analyses underlying its corxdusion. Within ten (I0) Business Days of the Ufifity's
determina5on in Secfion 3N, the UNity shall offer to convene a customer opfiions
meefiing to review possible Interconnecfion Customer facfiity modificafions or the
screen analysis and related results, to determine what further steps are needed
to permit the Genera5ng Fatfifity to be connected safely and reliabl. At the fime
of nofificafion of the U5lity's determination. or at the customer opfions meefing,
the Utility shall:

3.3.1 Offer to perform a supplemental review under Sec5on 3.4 if the Utility
condudes that supplemental review might determine that the Generafirig
Facility coukl confinue to qualify for interconnechon pursuant to the Fast
Track Process, and provide a non-binding good faith estimate of the costs
cf such review. The Utifity's cost es5mate wfil be based upon a rate per
hour of $ 'l60 appfied to the time, not to exceed 30 hours, that the Utility

sc Generator Interconnection procedure 16
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esllmates will be required for Utility personnel to complete the
supplemental review. The interconnection Customer shall have ten (10)
Business Days to accept the Utility's offer to perform a Supplemental
Review and post any deposit requirement for the Supplemental Review or
the IntefconnecIon Request shall be deemed to be withdrawn; or

3.3.2 Offer to continue evaluaffng the Interconnection Request under the
Section 4 Study Process if the UIity determines that the time required to
complete supplemental review would exceed 30 hours. The
Interccnnedion Customer shall have ten (10) Business Days to agree In
wrlffng to its Interconnection Request continuing to be evaluated under the
Section 4 Study Process, and post any deposit mquirement for the Study
Process, or the Interconnection Request shall be deemed to be
withdrawn.

3.4 Supplemental Review

If the Interconnection Customer agrees to a supplemental review, the
Interconnecffon Customer shall agree in wNng within 15 Business Days of the
offer, and submit a deposit for Ihe estimated costs or the request shall be
deemed to be withdrawn. The interconnection Customer shall be responsible for
the UtiTlty'S aCtual costs for conducting the supplemental review. The
Interconnec5on Customer must pay any revhw costs that exceed the deposit
within 20 Business Days of receipt of the invoice or fesolutkfn of any dispute. If
the deposit exceeds the invoiced coals, the UIity will return such excess
within 20 Business Days of the invoice without interest.

3.4.1 Within ten (10) Business Days following receipt of the deposit for a
supplemental review, the Utilfty will determine if the Generating
Facflily can be interconnected safely and reliably.

3.4.1.1 tf so, the Utility shall forward an executable Interconnection
Agreement to the Interconnection Customer wftfwt ten (10)
Business Daya

3.4.1.2 lf so, and Interconnection Customer facility moditicagons are
required to allow the Generating Facility to be (nterconnectsd
consistent with safety, reliability, and power quality standards
under these procedures, the Uglily shall forward an ~le
Interconnection Agreement to the Intefconnectlon Customer
within fffteen (15) Business Days after confirmation that the
Interconnection Customer has agreed to make the necessary
modrfications at the Interconnection Customer's cost.

3.4.1B If so, and minor modiTications to the Uffltty's System are
required to allow the Generating Facility to be Interconnected
consistent with safety, reliabiIty, and power quality standards
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under these procedures, the Utility shall forward an executable
Intercormec5on Agreement to the Interconnec5on Customer
within ten {10) Business Days that requires the Interconnec5on
Customer to pay the costs of such System modifica5ons pfior
to interconnec5on.

If not, the Interconnec5cn Request will continue to be evaluated
under the Secdon 4 Study Process, provided the
Interconnec5on Customer indicates it wants to proceed and
submits the required depos5 within 15 Business Days.

Secdon 4. Study Process

4.1 Applicability

The Study Process shall be used by an interconnection Customer proposing to
interconnect its Generating Fac5tty with the U5lity's System if the Genera5ng
Fadgty exceeds the size limits for the Sec5on 3 Fast Track Process, is not
certified, or Is cer5Tfed but did not pass the Fast Track Process or the 20 kW
Inverter Process. The Interconnection Customer may be required to submit
additional documentagon, as may be requested by the U5lity in wd5ng, duttng the
Study Process.

4.2 Scoping Mee5ng

4.2.1 A scoping meeting will be held within ten (10) Business Days after the
Interconnection Request is deemed complete, or as otherwise mutually
agreed to by the Par5es. The Utility and the Interconnec5on Customer will
bring to the meeting personnel, Indudlng system engineers and other
resources as may be reasonably required to accomplish the purpose of
the meeting. The scoping meeting may be omitted by mutual agreement in
wrl5ng.

422 The purpose of the scoping meeting is to discuss the Interconnec5on
Request and review existing studies relevant to the Interconnection
Request. The Pardes shall further discuss whether the UtiTCy should
perform a System Impact Study, a Fadlkies Study, or proceed direc5y to
an Interconnec5on Agreement

42.3 If the Utility, after consultation with the interconnection Customer,
determines that the project should proceed to a System Impact Study or
Facgi5es Study, the Nility shall pmvide the Intetconnec5on Customer, no
later than ten (10) Business Days after the scoping meeting, either a
System Impact Study Agreement (Attachment 8) or a Facilities Study
Agreement (Attachment g), as appropriate, Including an outline of the
scope of the study or studies and a nonbinding good faith es5mate of the
cost to perform the study or studies, which cost shall be subtracted from
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4.2.4

the deposit outlined in Section 1.3.1.2.

If the Parties agree not to perform a System impact Study or Facilities
Study, but to proceed directly to an Interconnection Agreement, the
Parties shall proceed to the ConstrucBon Planning IVieetlng as called for in
Section 5.

4.3 System impact Study

4.3.1

4.3.2

In order to retain its Queue Position, the Interconnection Customer must
return a System Impact Study Agreement signed by the Interconnection
Customer within fifteen {15) Business Days of reorivlng an executable
System Impact Study Agreement

The scope of and cost responsibilities for a System Impact Study are
described in the System Impact Study Agreement. The time allotted for
completion of the System Impact Study shall be as set forth in the System
Impact Study Agreement.

4.3.3 The System Impact Study shall identify and detail the electric system
impacts that would resull if ths proposed Generating Facility were
interconnected without project modfTfcatfons or electric system
modIcallons, or to study potential impacts, Including, but not limited to,
those idsntiTisd in ths scoping meeting. The System Impact Study shali
evaluate the impact of the proposed intemonnectlon on ths reliability of the
electric system, including the distribution and transmission systems, if
required.

4.3.4

4.3.5

4.3,6

The System Impact Study report will provide the preliminary estiinated
Interconnection Facilities charge, which is a preliminary nbn-binding
indication of ths cost and length of time that would be necessary tc
provide the Intemonnectlon Facilities.

After receipt of ths System Impact Study report, the Intenxenectfon
Customer shall Inform the Utility in writing within 30 Business Days if It
wishes to withdraw the Interconnecdon Request and to request an
accounting of any remaining deposit amount pursuant to Section 6.3.

At the time the System Impact Study Report Is provided to the
Interconnection Customer, the UtHity shall also deliver an executable
Fadlfiies Study Agreement to ths Interconnection Customer. After receipt
of the System impact Study report and Facilities Study Agreement, when
the Interconnection Customer is ready to proceed with the design and
construction of the Upgrades and Interconnection Fadlities, the
Interconnecgon Customer shall return ths signed Facilldes Study
Agreement to the Utility ln accordance with Secbon 4.4.1 below
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4.4 Facilities Study

4.4.1 The Interconnection Customer must request a FacIINes Study by
returning the signed Facffifies Study Agreement wilhin 30 Business Days
of receiving an executable FacilNes Study Agreement. Fafiure to return
the signed FadMes Study Agreement within the foregoing applhsble
time period will result in the Interconnec5on Request being deemed
WNldiawil.

4.4.2 The scope of and cost responsibilities for the FadlNes Study are
described in the FacIMes Study Agreement. The time allotted for
comple5on of the Fadfifies Study is described in the Facilities Study
Agreement.

4A.3 The Facilities Study report shafi specify and estimate the cost of the
equipment, engineedng, procurement and consbuction work (including
overheads) needed to knplement the System Impact Studies and to alhw
the Generating Facifity to be interconnected and operated safely and
reliably.

4.4A The Utility shall design any required Intelconnecfion Facifities and/or
Upgrades under the Facfiifies Study Agreement. The Utility may contract
with consultants to perform acfivNes required under the FatdINes Study
Agreement. The Interconnection Customer and the U5lily may agree to
allow the Interconnec5on Customer to separately arrange for the design of
some of the Interconnecfion Fadli5es. In such cases, faciTifies design wgl
be reviewed andlor modified prior to acceptance by the U55ty, under the
provisions of the FatdlNes Study Agreement. If the Parfies agme to
separately arrange for design and construction, and provided that critical
infrastructure security and ccnfidenfiality requirements can be met, the
U55ty shall make sufficfent infonna5on available to the Intelconnecfion
Customer in acconfance with confidentiality and crNcal infrastructure
reqtdmments to permit the Interconnecfion Customer to obtain an
independent design and cost estimate for any necessary fadlNes.

Secdon 5 Interconnecdon Agreement and Scheduling

5.1. Construcfion Planning Meefing

5.1.1. Within ten (10) Business Days of receipt of the Fatfilfiy Study report, the
lnterconnecthn Customer shall request a Conslruction Planning Mee5ng,
where failure to comply shall result in the Inteiconnecdon Request being
deemed withdrawn. The Construc5on Planning Meeting request shall be
in writing and shall include the Interconnecfion Customer's reasonably
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requested date for complstktn of the construc5on of the Upgrades and
Interconnection Facfilles.

5.12. The Consbuction Planning Mee5ng shall be scheduled within ten (10)
Business Days of the Secdon 5.1.1 request from the Interconnec5on
Customer, or as otherwkte mutually agreed to by the parlles.

5.1.3. The purpose of the Construction Planning Meeting kt to identify the tasks
for each parly and discuss and determine the milestones for the
construcdon of the Upgrades and Interconnecgon Facilities. Agreed upon
milestones shall bs specf5c as to scope of action, responsible party, and
date of deliverable and shall bs reconfed in the Interconnection
Agresmsnt (see Appendh 4 to Attachment 10) to be developed by the
utility and provided to Interconnection Customer pursuant to Section 5.2.1
below.

5Z. Interconnection Agreement

5.2.1. Within fifteen (15) Business Days of the C nstruction Planning Meeting,
the Uglily shall provide an executable Intsrconnecbon Agrssmsnt
containing Ihe detailed esgmatsd Upgrade charges, detailed estimated
Interconnectkxt Facility charge, Appendix 4 (Construction Milestone and
payment schedule listing tasks, dates and the party responsible for
compkrttng each task), and other appropriate information, requirements,
and charges.

5.2P Within ten (10) Business Days of receiving the Interconnec5on
Agreement, the Interconnection Cuslomer must execute and return the
Interconnectktn Agreement, where failure to comply results in the
Interconnection Request being deemed withdrawn.

5.2D. After the Parties execute the interconnection Agreement, the Utility shall
return a txtpy of the Interconnec5on Agreement to the Interconnecthn
Customer and intsrconnecgon of the Generating Facility shell proceed
under the provisions of the Interconnection Agreement.

5.2.4. The Interconnecdon Agreement shall specify milestones for payment and
financial security that are required prior to the start of design, equipment
procurement and constructhn of Upgrades and Interconneclion Facilities.
Payment and Rnancial Security must bs received by dose of business
forty@vs (45) Budness Days after the date 1he Interconnection Agreement
ls signed by the Interconnectkxt Customer, where failure to comply results
ln the Inteeonnectfon Request being deemed withdrawn.

SC Generator tnteroonneoaon prooeduree

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 24 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
38

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 25 of 114

Section 6. Provisions that Apply to All Interconnecdon Requests

6.1 Reasonable Efforts

The U5lity shall make reasonable efforls to meet all time frames provided in
these procedures unless ths Udlity and the Interconnec5on Customer agree to a
different schedule. If the Utility cannot meet a deadens provided herein. it shall
no5fy the Interconnection Customer, expktin Ihe reason for the failure to meet the
deadline, and provide an estimated time by which it will compkfte the appHcable
Interconnec5on procedure in the process.

8.2 Disputes

82.1 The Par5es agree to attempt to resolve all fgsputss arising out of the
interconnection process according to the provisions of this section.

6.2.2 In the event of a dispute, either Party shall provide the other Party with a
written ncdce of dispute. Such notice shall describe in deta5 the nature cf
the dispute.

8.2.3 If the dispute has not been resolved within ten (10) Business Days after
fscslpt of the notice, either Party may contact the Office of Regulatory
Staff for assistance in informally resolving the dispute. If the Parties are
unable to informally resolve the dispute, either Party may then 5le a formal
compkdnt with the Commission.

62a Each Party egress to conduct ag nego5ations in good faith.

6.3 Withdrawal of An Intemonnec5on Request

6.3.1 An Interconnec5on Customer may withdraw an lnterconnec5on Request at
any time prior to executing an Interconnec5on Agreement by provkling the
Utility with a written request for withdrawal. An interccnnecbon Customer
that applies under the Section 2.0 Op5onal 20 kW Process may withdraw
sn Intsmonnsc5on Request by providing the U5lity with a wriaen request
for withdrawal in lieu of providing the A5achment 7 CertiTicats of
Completion.

6.32 An Intemonnec5on Request shall be deemed wfthdrawn if the
Intsrccnnecdon Customer fails to meet its obligations spec5fed In the
Interconnection Procedures, System Impact Study Agreement or Facility
Study Agreement or to take advantage of any express opporlun5y to cure.

8.3.3 Within 60 Susiness Days of any voluntary or deemed withdrawal of the
Interconnsc5on Request, the U5lity will provide the Intemonnec5on
Customer with a final accounting report of any difference between (1) the
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Interconnection Customer's cost responsibility for the actual coat of such
work performed, and (2) the Intsrconnecfion Customer's Secfion 1.3
Interconnection Request deposit submitted to the Ufility to pay for such
work. If the interconnection Customer's cost responsibility exceeds its
previous aggregate payments, the Ufility shall invoice the Interconnection
Customer for the amount due and the Interconnection Customer shall
make payment to the U51Ity within 20 Business Days. If the
Interconnection Customer's previous aggregate payments exceed its cost
responsibility under this Agreement, the Utility shall refund to the
Interconnecfion Customer an amount equal to the difference within 20
Business Days of the final accounting report.

6.4 Interconnection Metering

Any metering necessfiated by the use of the Generating Facmty shall be Installed
at the Interconnection Customers expense in accordance with all applicable
regulatory requirements or the Utility's specificafions.

6.6 Commissioning

Commissioning tests of the interconnection Customs& installed equipment shall
be performed pursuant to applicable codes and standards. If the Interconnecfion
Customer Is not proceeding under Section 2.3.2, the Uhlity must be given at least
ten (10) Business Days whiten no5ce, or as otherwise mukiafly agreed to by the
Parties, cf the tests and may be present to witness the commissioning testa

8.6 Confidsnfiafity

6.8.1 Confidenfial Information shall mean any confidential andlor proprietary
information provided by one Party to the other Party that hi ckiarly marked
or otherwise designated 'Confidenfiai.'or purposes of these procedures
ail design, operating speciTications, and metering data provided by the
Intarconnecfion Customer shall be deemed Confidential Information
regardless of whether it Is clearly marked or otherwise designated as
such.

6.62 Confldenfial information does not fnclude Informa5on previously in the
public domain, required to be publicly submitted or divulged by
Governmental Authorilles (after notice to the other Patty and after
exhausting any opportunity to oppose such publicauon or release), or
necessary to be divuiged in an action to enforce these procedureL Each
Party receiving Confidenfiai Informafion shall hold such informafion in
confidence and shall not dlsckwe it to any third party nor to the public
without the pdor wdtten uthorizafion from the Party pmviding that
Informafion, except to fuifiil obligations under these procedures, or to fuififi
legal or regulatory requirements.
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6.6.2.1 Each Party shall employ at least the same standard of care to
protect ConMentlal Infoimaffon obtained from the other Party as
it employs to protect its own Confidenffal Information.

6.6.2,2 Each Party is entitled to equitable relief, by injunction or
otherwise, to enforce its rights under this provision to prevent
the release of ConMsntiai!nformation without bond or proof of
damages, and may seek other remedies available at law or in
equity fcr breach of this provision.

L6.3 lf information is requested by the Commission from ons of the Parffes that
is otherwhe required to be maintained in conffdence pursuant to these
procedures, the Party shall pnwlde the requested information lo the
Commission within the time provided for in the request for information. In
provit5ng the information to the Commission, the Party may request that
the informa5on be treated as confidential and n~ubilc in accordance
with South Carolina law and that the information be withheld from public
disclosure.

6.7 Comparabl5ty

The U55ty shall receive, process, and analyze all Interconnecffon Requests
received under these procedures in a timely manner, as set forth In these
procedures. The U5Tity shall use the same reasonable efforts in processing and
analyzing Interconnec5on Requests from sll Interconnection Customers, whether
the Gsneraffng Facwty is owned or operated by the Ufflity, Its subsfdiades or
affiliates, or others.

6$ Record Reten5on

The U55ly shall maintain for three {3) years records, subject to audit, of all
Interconnection Rsquefds received under these procedures, the times required to
complete Interconnection Request approvals and disapprovals, and justmcation
for the ac5ons taken on the Interconnec5on Requests.

6.9 Coordination with Affected Systems

The Uffffty shall coordinate the conduct of any studies required to determine the
Impact cf the Interconnection Request on Affected Systems with Affected System
operators and, if possible, Include those results {If avaikfble) In its applicable
studies within the 5me frame specffisd in these procedures. The Utility will make
reasonabh efforts to include such Affected System operators in aff meetings heki
with the Interconnection Customer as required by these procedures. The
Interconnection Customer will cooperate with the Utility in a5 matters rehted to
the conduct of studies and the determination of modiffcaffons to Affected

SC Generator Infereonnecffon Procedurse 24
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Systsma A Uglily which may be an Affected System shall cooperate with the
U5llty with whom interconnection has been requested in ag matters related to the
conduct of studies and the determination cf modiffcations to Affected Systems.

6.10 Capacffy of the Generating Facility

6.10.1 If the interconnection Request Is for a Genemting Facility that includes
multiple energy pnxluc5on devices at a site far which the Interconnection
Customer seeks a single Point of [nterconnec5on, the Interconnecgon
Request shall be evaluated on ths basis of the aggregate capacity of ths
multiple devices, unless otherwise agreed to by the Utility and the
Interconnec5on Customer.

6.10.2 The krtsrconnscffon Request shall be evaluated using the maximum
rated capacity AC of the Generating Facility, unless otherwise agreed to
by the U55ty and the Interconnscffon Customer.

6.11 Sakr of a Generation Facility

6.11.1 The Interconnection Customer shall notify the Utility of the pending sale
of a proposed Generation Facility in wri5ng. The Interconnec5on
Customer shell provide the Utiflty with information regarding whether the
sale is a change of ownership of the Generation Fadliiy to a new legal
en5ty, or a change of control of the exis5ng legal entity.

The interconnection Customer shall promptly no5iy the UtiTity of the flnal
data of sale and transfer date of ownership In wrNng. The purchaser of
the Generation Facility shall confirm to the Ufflity the final date of sale
and transfer date of ownership in wriTing, and submit an Interconnecgon
Request requesting transfer of control or change of ownership together
with the change of ownership fee listed in Attachment 3.

6.11.2 Exis5ng Interconnec5on Agreements are non-transferable. If the
Generaffon Facility is sokf to a new legal entity, a new Interconnectke
Agreement must be executed by the new legal entity prior to the
interconnection or for the con5nued intsrconnectkm of the Generating
Facility to the Uffility's system. The UNity shall not withhold or delay the
executke of an Interconnec5on Agreement with the new owner provided
the Genera5on facility or proposed Genera5on fac5lty compiles with
requirements of 6.11.1.

6.11.3 The technical requirements in the interconnection Agreement shall be
grandfathered for subsequent owners as long as (1) the Generating
Facility's maximum rated capacky has not been changed; (2) the
Genera5ng Fac5ity has not been modified so as to change its electrical

sc Generator Inferexxvwcson pracahms 25
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characteristics; and (3) the Interconnecbon Facgities has not been
modified.

8.12 Insurance

The Interconnection Customer shall obtain and retain, for as long as the
Generating Facility is Interconnected with the U5iity's System, NaMIty insurance
which protects the Interconnection Customer from claims for bodily injury andlor
property damage. The amount of such Insurance shall be su5ident to insure
against aN reasonably foreseeable direct IktbNI5es given the size and nature cf
the generating equipment being interconnected, the interconnection itself, and
the characteris5cs of the system to which the interconnsc5on is made. This
insurance shell be primary for aN purposea The Interconnection Customer shall
provide certmcates evidendng this coverage as requimd by the U55ty. Such
insurance shall be obtained from an insurance provider authorized to do
business ln South Carogna, The U5iity reserves the right to refuse to estab5sh or
continue the intemonnsctlon of the Genera5Ag Facility with the U5lity's System, If
such insurance is not in effect.

8.'l2.1 For an lntemonnection Customer that is a residential cutdomer of the
U5lity proposing to interconnect a Generating Facility no larger than 280
kW, the required coverage shaN be a standard homeowner's insurance
policy with liability coverage in the amount of at hast $100,000 per
occurrence.

8.12M For an Interconnec5on Customer that is a non-residen5al customer of
the UtiTity proposing to interconnect a Generetirig Facility no larger than
280 kW, the required coverage shall be comprehensive general Nability
insurance with coverage in the amount of at least $300,000 per
occurrence.

8.128 For an Interconnec5ton Customer that is a nc~en5af customer of
the UNlity proposing tc interconnect a Generating Facility greater than
280 kW, the required coverage shall be comprehensive general Nabgity
insurance with coverage in the amount of at least $1,000,000 per
occurrence.

8.12.4 An interconnection Customer of suffitNent credit-worthiness may propose
to provide this insurance via a se5lnsurance program if It has a self-
insurance program established in accordance with commercially
acceptable risk management practices, and such a proposal shall not be
unreasonably rejected.
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6.13 Certification Codes and Standanfs

Attachment 6 specwes codes and standards Ihe Generating Facility must comply
lltrlth.

6.14 Certification of Generator Equipment Pacftages

Attachment 6 specifies the certification requirements for the Generating FaciTtty.
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Athchmsnt 1

Glossary of Terms

25 kW Inverter Process — The procedure for evaluating an Interconnection
Request for a certIed knrerter-based Generating Facility no larger than 20 kW
that uses the Secfion 2 screens. The application process uses an all-In~ne
document that includes a simpfified Interconnection Request Applicafion Form,
simplified procedures, and a brief set of Terms and Condlons. (See Attachment
7.)

Affected System — An electdc system other than the Utility's System that may
be affected by the proposed interconnec5on. The owner of an Affected System
might be a Party to fife Interconnection Agreement or other study agreemerds
needed to Interconnect the Generating FaciTrty.

Applicable Laws and Regukrdons — Ail duly promulgated applicable federal,
state and local laws, regulations, rules, ordinances, codes, decrees, judgmenbr,
dlrecfives, or judicial or administrafive orders, permits and other duly authortxed
acfions of any Governmental Authority.

Auxiliary Load — The term "Auxiliary Load'hall mean power used to operate
auxiliary equipment in the facility necessary for power generafion (such as
pumps, blowers, fuel peparation machinery, exciters, etc.).

Business Day- Monday through Friday, excluding State Holidays.

Commission — The Public Service Commission of South Carolina

Default - The failure of a breaching Party to cure its breach under the
Interconnecfion Agreement.

Dfstribu5on Syslem — The UIity's fadlifies and equipment used to transmit
elechicfiy to ul5mate usage points such as homes and industries from nearby
generators or from Interchanges with higher voltage transmission networks whhh
transport bulk power over longer distances. The voltage levels at which
Distribu5on Systems operate differ among areas.

Distdbutlon Upgrades — The additions, modifications, and upgrades to the
Ufilittra Distribufion System at or beyond the Point of Interconnection to facilitate
Intsrconnscfion of the Generating Faofiity and render the service necessary to
allow the Generating Facility to operate ln parallel with the Ufiilty and to inject
electricity onto the Ufiiity's System. Distribution Upgrades do not include
Interconnecfion Facififies.

Emergency Condition — The tenn Emergency Cpndition" shall mean a
condition or sfiuafion: (f) that in the judgment of the Party maMng the claim is

SC Glossary ct Terms
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imminently Hksly to endanger life or property; or (2) that, in the case of the Utility,
Is imminently likely (as determined in a non-discriminatory manner) to cause a
material adverse effect on the security of, or damage to the UNitIVs System, the
Uffiity's Interconnection Facili5es or the systems of others to which the Utility's
System is directly connected; or (3) that, in the case of the Interconnec5on
Customer, Is imminently likely (as determined in a ncrhdiscrfminatory manner) to
cause a material adverse effect on the security of, or damage to, the Generaffng
Fafrility or the Irrierconnecffon CustomeVs Interconnec5on Fac8ltlse.

Fast Track Process — The procedure for evaluating an Interconnecffon Request
for a certified Generating Facility that meets the eligibility requirements of Section
S.t.

FERC- The Federal Energy Regulatory Commission.

Generating Facility — Ths Interconnection Customer's device for the production
and/or storage for later injection of electrkrity kfsnffffed in the Interconneoffon
Request, but shali not include the Intefconnecffon Customer's Interconnection
Faciliffes.

Good Utility Pracffce — Any of the pracffces, methods and acts engaged in or
approved by a significant porffon of the electric industry during the relevant 5me
period, or any cf the practices, methods and acts which, in the exercise cf
reasonable Judgment in Hght of the facts known at the time the decision was
made, could have been expected to accomplish the desired result at a
reasonable cost consistent with good business practices, reliability, safety and
expediffon. Good Ufflhy Practice is not Intended to be limited to the optimum
pracffce, method, or act to the exfriuslon of all others, but mther to be acceptabkf
practices, methods, or acts generally accepted in the region.

Governmental Authority — Any federal, state, local or frihsr govemrnental
regulatory or administrative agency, court, commission, department, board, or
other governmental subdlvkrion, legislature, rulemaking board, tribunal, or other
governmental authority having jurisdfcffon over the Parties, their respective
facffitbs, or the respective services they provide, and exercising or enffffed to
exenrise any adminisbathre. execudve, police, or taxing authority or power,
provided, however, that such term does not include the interconnection
Customer, the Utility, or any afiiffate thereof.

brterconnection Agreement — Means the South Carolina Generator
Interconnecffon Agreement (See Attachment 10).

In-Service Oats — The date upon which the construction of the Utiiity's faciffffes
is completed and the facili5es are capable of being placed into service.

lnterconnecdon Customer — Any valid legal entity, including the Utility, that
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proposes to interconnect its Generating Facttity with the U55ty's System.

Interconnecgon Faclliges — Collec5vely, the UIity's Interconnection Facilities
and the Interconnec5on Customer's Interconnection Facgles. Cogec5vely,
interconnecgon FactTities Include all facilities and equipment between the
Generating Facility and the Point of interconnection, Including any modification,
additions or upgrades that are necessaty to physlcagy and electrlcagy
interconnect the Generating Facility to ths Utility's System. Interconnection
Facilities are sole use facgitkts and shall not int5ude Upgrades.

interconnection Facgitles Delivery Date - The Interconnec5on Facgilles
Delivery Date shall be the date upon which the Utility's interconnection Facilities
are first made opera5onal for the purposes of receiving power from the
interconnection Customer.

fnterconnection Request — The Interconnection CutaomeA request, in
accordance with Ihese procedures, to interconnect a new Generating Fac5Ity, or
to increase the capacity of, or make a Matedal Modigcation to, an exis5ng
Generagng Facility that is interconnected with the U5lity's System.

INaterial Igodi5catlon — A modiTication to machine data or equipment
congguratke or to the interconnec5on site of the Generating Facility that has e
matedal impact on the cost, 5mktg or design of any tnlerconnecgon Fac5I5es or
Upgrades. Matetfai Modigcatlons Include project revisions proposed at any time
after receiving notigcation by the Udlity of a complete Interconnec5on Request
pursuant to Section 1.3.3 that 1) alters the size or output characteris5cs of the
Generating Facility from its UI~pproved Interconnec5on Request submission;
or 2) may adversely impact other Interconnection Requests with higher Queue
Numbers.

Intgckt of a Material Modificagon, Include, but are not limited to:

~ A change in Point of Interconnec5on (POI) to a new loca5on, unless
the change in a POI Is on the same circuit less than two (2) poles
away from the original location, and the new POI is within the same
protec5on zone as the orfginal lpca5on;

~ A change or replacement of generating equipment such as
generator(s), inverter(s), transformers, relaying, controls, etc. that is
not a direct substltu5on in size, rs5ngs, Impedances, eNt5sncies or
capsbtl55ee cf the equipment spec5fed in the original or preceding
Interconnecbon Request;

~ A change from oertwed to no~r55ed devices ("ceitwed'eans
certified by an OSHA recognized Nationally Recognized Test
Laboratory (NRTL), to relevant UL and IEEE standards, authorized
to perform tests to such standards);

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 33 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
47

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 34 of 114

~ A change of transformer connection(s) or grounding from that
originally proposed;

~ A change to certified Inverters with different specifications or
different inverter control seecfkudions or set-up than originally
proposed;

~ An increase of the AC output of a Generating Facility; or
~ A change reducing the AC output of the genera5ng facility by more

than IOk

The following are not indicia of a Material Modification:

~ A change kt ownership of a Generating Facility; the new owner,
however, will be required to execute a new Interconnection
Agreement and study agreement(s) for any study which has not
been completed and the report ktsued by the Utility.

~ A change or replacement of generating equipment such as
generator{a), inverter(s), solar panel(s), transformers, rsktying,
controls, etc. that is a direct substitution in size, ratings,
impedances, efficiencies or capabilities of the equipment specified in
the original or preceding interconnecdon Request;

~ An increase in the DC/AC ratio that does not increase the mtudmum
AC output capability of the generating facility;

~ A decrease in the DC/AC ratio that does not reduce the AC output
capability of the generating facility by more than 10%.

Maxbnum Physical Export Capablgty Requested — The term shall mean the
maximum continuous electrical output of the Generating Facility at any time at a
power factor of approximately unity as measured at the Point of Intefoonnecthn
and the maximum kW delivered to the UNity during any metering period.

Ilonth — The term "Month" means the period intervening between readings for
the purpose of routine billing, such readings usually being taken once per month.

Nameplate Capacity - The term "Nameplate Capacity" shall mean the
manufacturer's nameplate rated output capability of the generator, based on
alternating cunent (AC). For muib-unit generator facTidies, the 'Nameplate
Capacity" of the facility shall be the sum of the indlvkfual manufacturer's
namepktte rated output capabilities cf the generators. For inverter4ased
Generating Facilmes, the matdmum rated capacity or "Nameplate Capacity" shall
be the sum of the inverlers maximum rated capacity AC in megawatts.

Net Capacity — The tenn 'Net Capadty'hall mean the Nameplate Capacity of
the interconnection CustomeCs generating facilities, less the portion of that
capacity needed to serve the Generadng Facility's Atccliary Load.
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Net Power- The term Net Power'hall mean the total amount of elsctdc power
produced by the Interconnection Customer's Generating Facility less the pottion
cf that power used to supply the Generating Facility's Auxiliary Load.

Network Resource Interconnection Service — An interconnection
Service that allows the Interconnection Customer to integrate its
Generating Facility with the Transmission Provider's System (1) in a
manner comparable to that in which the Transmission Provider integrates
its generating facilities to serve native load customers; or (2) in an RTO or
ISO with market based congestion management, in the same manner as
Network Resources. Network Resource Interconnection Service in and of
itself does not convey transmission service.

Network Upgrades — Additions, modifications, and upgrades to the UttTtty's
Transmission System required to accommodate gts Intetconnection of Ihe
Generating Facility to the Utility's System. Netwoik Upgrades do not include
Distribution Upgrades.

ONce of Regulatory Staff — The Office of Regulatory Staff of South Carolina.

Operating Requirements — Any operating and technical requirements that may
be applicable dus to Regkmal Reiiablity Organization, Independent System
Operator, contrei area, or the Utimy's requirements, Including those set forth In
the Interconnection Agreement.

Party or Partkss — The Ufiiity, lntsrconneclon Customer, snd possibly the owner
of an Affected System, or any combinatian of the above.

Point of Interconnscdon — The point where the Interconnection Facilities
connect with the Utility's System.

Queue Number — The number assigned by the Utility that establishes an
IntsrconnsctiOn Customer's Interconnection Request's position in the study
queue relsgve to ati other valid lnterconnecbon Requests. A lower Queue
Number will be studied pdor to a higher Queue Number. The Queue Number af
each Interconnecbon Request shall be used to determine the cost responwbility
for the Upgrades necessary to accommodate the Interconnection.

Queue Position — The cider of a valid Intstconnscthn Request, relative to sll
other pending valid Interconnection Requests, based on Queue Number.

Reasonable Efforts — With respect to an action required to be attempted or
taken by a Party under the Interconnection Agreement, efforts that are timely and
consistent with Good Utility Practice and ars otherwise substantially equivalent to
those s Party would use to protect Its own interests.
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South Carolina Generator Interconnection Procedures — The tenn South
Caroiina Generator interconnection Procedures shall refer to the South Carolina
Generator Interconnection Procedures, Forms, and Agreements for State-
Jurisdicticnai Generator Interconnec5cns as approved by the Public Service
Commission of South Carolina.

Standard — The interconnection procedures, forms and agreements approved by
the Commission for interconnec5on of Genera5ng Facilities to U5IIty Systems in
South Carolina.

Study Process — The procedure for evaluating an Interconnec5on Request that
Includes the Section 4 scoping meeting, system impact study, and facilities study.

System — The fatrilitles owned, conbolled or operated by the Udlity that are used
to provide electric service in South Carolina.

Utility — The entfly that owns, controht, or operates faci55es used for providing
electric senrice in South Carolina.

Transmission System — The fac5I5es owned, controlled or operated by the
U5lity that are used to transmit electric5y in South Carolina.

Upgrades - The required atk55ons and modifications to lhe Utility's System at or
beyond the Point of Intefccnnecdon. Upgrades may be Network Upgrades or
Dfstribu5on Upgrades. Upgrades do not intriude Interconnection Facilities.
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Attenfvnent 2

Preamble snd lnsbuctions
An Interconnection Customer who requests a Pre-Application Report must submit this Pre-
Appftcatktn Request by hand delivery, mail, s-mail, or fax to the Utility along with the non-
refundable fee of $500.

DISCLAIMER: Se aware that the Pre-Application Report is simply a snapshot In dme and Is non-
binding. System condmons can and do change frequently.

Q Check here if payment is enclosed. Fee is required lor application to be considered complete.

Interconnecting Customer Name (print):

Contact Person:

Mailing Address
City.

Telephone (Daytime):

E-Mail Address:

Zip Code:

Alternative Contact Information (e.g., system installation contractor or coordinating company)
Name (print):

Role:

Contact Person:

Mailing Address:

City:

Telephone (Daytime):

E-Mail Addrestn

State:

Fadiriy Informathn:

I) Proposed Facility Locatktn

Address (or cross-roads):

City. State: Zip Code:
Q Site Map provided (Google, MspQuest, etc.)
Q Grid Coordinates - Latitude: Longitude:
Q Pole orTower number if available:

SC Generator tnteroonneethn Request
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2) Primary Energy Source
Choose one:

3) Prime Mover
Choose one:

4) Type of Generator
Choose one:

5) Size:

6) Generator Configuration:

Q Single-phase Q Three Phase

SC Generator Intenmnnectlon Rettueet a
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7) Intisrconnectlon Configuration

0 New Generation

0 Stand-alone

0 Addition to exkriing commercial or industrial customer's delivery

Customer's Electric Utility account number.

Customer's Electric meter number:

Is Customer's kW had going to Increase or decrease?
0 No

0 Yes, Detstls

Proposed Point of Interconnection on Customer&de of Utility meter

0 Addition to exhkng generation

0 Stanrhdone

0 Addition to existing commenrial or industrfal customer's delivery

Customer's Electric Utility account number.
Customer's Electric meter number.

Is Customer's kW load going to increase or decrease'

0 No

0 Yes, Details

Type of Existing Generation:

Size of Exlssng Generation: kWttc

Proposed Point of Interconnection on Customer-side of Utility meter
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Attachment 3

SOUTH CAROUNA
INTERCONNECTION REQUEST APPUCATION FORIII

Designated Utility Contact:

E-Ma5 Address:

Mailing Address:

Telephone Number.

Ffuc

An Interconnec5on Request Applica5on Form is considered complete when it provides all
applicable and correct Informathn required below.

Preamble and Instructfons

An Interconnec5on Customer who requests a Public Servhe Commission of South Carolina
jurisdic5onal interconnec5on must submit thts tnterconnection Request Application Form by
hand delivery, mail, e-mail, or fax to the Utility. Your Utility may akro allow you to complete
your Interconnec5on Request Application Form by ekrctronic enro5ment on its website.

Request for. Fast Track Process Study Process
(All Genera5ng Fac5itles larger than 2 MW must use the Study PfocesL)

Processing Fee or Deposit

F o — -R ssin

— If the Generating Fadiily is 20 kW or smaller, the fee is $100.
— If the Generating Facility is larger than 20 kW but not larger than 100 kW, the fee

is $250.
— If the Genera5ng Facigty Is larger than 100 kW but not larger than 2 MW, the fee

kf $500.

u — D o

If the Inlerconnec5on Request is submitted under the Study Process, whether a new
submission or sn Interconnection Request that dtd not pass the Fast Track Process, the
interconnection Customer shall submit to the UI5ity an Interconnection Facilities Deposit
Charge of $10,000 pius $ 1 per kW4c Inclusive of a $ 1000 fee to administer the
Intercnnection Request study process.
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Chn ein e - - u bl in ee

If the Intennnnection Request is submitted solely due to a transfer cf ownership or
change of control oi the Generating Facility, the fee is $50.

Interconneodon Customer Information

Legal Name of the Interconnection Customer (or, if an indMdual, individual's name)

Name:

Contact Name:

Title:

E4llall Address:

Maiiing Address:

City: State: ZIP:

County.

Telephone (Day):

Fax
(Evening)

Facility Location (if difierent from above):

Address:

City: State:

County:

Title:

Office of Regulatory Staff Cettiffcate Number (if applicable):

E-Mail Address:

Alternative Contact InformattorvrOwnsr/Lessor (if different from the Interconnection
Customer)

Contact Name:

Mailing Address:

City:

Telephone (Oay):

Fax:

State:

(Evening):

Application is for. New Generating Facility

Capacity Change to a Proposed or Existing Generating
Facility

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 41 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
55

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 42 of 114

Change of Ownership of a Proposed or Existing
Generating Facility to a new legal entity

Change of Control of a Proposed or Exis5ng
Genera5ng Facility of the existing legal en5ty.

If capacity addIon to stds5ng Genera5ng Facgity, phase describe:

Will the Genera5ng Facility be used for any of ths fogowing?

Net Metering? Yes

To Supply Power to the Interconnection Customer? Yss

To Supply Power to the Utllty? Yes

To Supply Power to Others? Yss

(If yes, discuss with the U55ty whether the Interconnec5on
is covered by the SC Interconnection Standard.)

Requested Point of Interconnection:

Requested In+ervfce Date:

No

No

No

For installations at locations with exis5ng electric service to which the proposed
Generating Facility will interconnect, provide:

Local Efectric Servide Provider':

Exisging Account Number:

/To be provided by the Intsrconnecdon Customer if the local electdc service provider is
different from the Utility]

Contact Name:

l t5e:

E-Mail Address.

Mailing Address:

City:

Telephone (Day):

Fax:

State:

(Evening):

SC Generator itnniccnnecaan Request

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 42 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
56

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 43 of 114

Ge e Facig In ation

Data apply only to the Generaging Facility, not the Interconnecgon Faciliges.

Data applkts only to the Generating Fadlty, not Ihe Irderccnnecdon Facitias.

Prime Mover. Photovoltaic (PV) Fuel Cell Retdptocating Engine

Gas Turtdne Seam Turbine Mtcroasblns

Other

Enetgy Source:
Ehnttmmbla

0 Sohtr- Photcvobdc
0 Sohr- thsnmd
Q Semess - hndllll gas
0 Semess — manure digester gas
0 Bhmass- directed blogss
0 Somsss — solid waste
0 Semess - sewage digester gas
0 Somass — wood
Q Somass — other (speedy behw)
0 Hydro pcwel'ln of dver
0 Hydro power - storage
0 Hydro power- tidal
0 Hydro power- wave
0 yiftnd
0 Geothermal
0 Other (specify btdcw)

55bEhngfttt(lift
0 Fossil Fuel - Diesel
0 Fossil Fusi - Natural Gas (nct waste)
0 Fossil Fuel- Oil
8 Foss5 Fuel- Coal
0 Fossil Fuel -Other (specify behw)
0 Other (specify behw)

Type of Generator. Synchronous Induc5on Invertsr

TOISI tmoera!Or taamaolate Rett O. kWm Kmro koato

kWAC (If none, so state)

kWAC

Interconnection Customer or Customer~ Load:

Interconnection Customer Generator Auxilary Load:

Typical Reactive Load (if known): kVAR

Maximum Physical Export Capabigty Requested: kN)e
(Ths maximum continuous elecbfcal output of the Generating Fadlity at any 5me
at a power factor of approximately unity ss measured at the Point of

SC Gerteratcr tntetccnnecaon Reqceet
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Intetconnectknt and the maximum kW delivered to the Utity during any
metering period.)

Ust components of the Generating Facility equipment package that are currently
carttftstk

Number Equipment Type Certifying Entity

Generator (or solar panel information)

Manufacturer, Model Name, & Quantky:

Nameplate Output Power Rating in kWac. Summer Winter

Nameplate Output Power RaNng In kVA: Summer Winter

Individual Generator Rated Power Factor. Leading Lagging

Tohtl Number of Generators in wind farm to be interconnected pumuant to this
Interconnection Request (if applicable): Elevation:

lnverter Manufacturer, Model Name, lt Quantity gf used):

Note: The utility may request a completed Power Systems Load Row data sheet
be supplied as a supplement the Interconnsc5on Request.

For solar projects provide the following information:

Latitude: Degrees Minutes North

Longitude: Degrees Minutes West

Orientation: Degrees (Due South=180')

Fixed Tilt Array C3 Single AxLt Tracing Array p Double Axis Tracking Array
Cl

Rxed Tilt Angle:

SC Generator interconnection Request
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Impedance Diagram - If Interconnecting to the Utglty System at a voltage of 44-
kV or greater, provide an Impedance Diagram An Impedance Dktgram may be
required by the Utility for proposed interconnections at lower interconnectke
vokages. The Impedance Dlagnun shall provkfe, or be ~nled by a gst
that shall pmvfde, ths cogsctor system impedance of the generagon pianL The
cogectcr system Impedance data shag include equivalent impedances for ag
components, starting whh the invader tmnsformerfs) up to the uglily level
Genemtor Step-Up transformer.

Load Flow Data Sheet - It Interconnecting to the Utgity System at e vcllage of
44-kV or greater, provkfe a completed Power Systems Load Flow data sheet A
Load Flow dale sheet may be required by the Utility for proposed
interconnecgons at lower interconnecgon voltages.

Excfbdton and Governor System Data for Synchronous Generators - if
inteiconnecgng to the Wlky System at a voltage of 44-kV or greater, provide
appropriate IEEE model block dkrgram of excltatkm system, governor system
and power syslem staMizer tPSS) in accordance wkh the reghnal mliabggy
counc5 criteria. A PSS may be requtwd at lower interconnec5on voltages. A
copy of Ihe manufacturer's block diagram may nct be subsgtuterL

SC Generator Intsaxlnecscn Request
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F il ha stic ma

Max design fault contribution current Instantaneous or RMS

Harmonics Characteristics:

Starts requirement:

In r Short&lrcuit IIodel Data

Model and parameter date required for shortwircuit analysis is specific to each
PV inverler make and model. All data to be provided in per-unit ohms, on the
equivalent Inverter MVA base.

Values below are valid for initial 2 to 6 cydes:

Inverter Equivalent MVA Base: MVA
Short-Circuit Equivalent Pos. Seq. Resistance (R1): p.u.
Short&ircuit Equivalent Pos. Seq. Reachtnce (XL1): p.u.
Short&ircult Equivakint Zero. Seq. R sistance (R2) cycles: p.u.
Short&ircuit Equivalent Neg. Seq. Reactance (XL2), valid for Initial 2 to 6 cycles:

p.u.
Special notes regarding shortwircuit modeling assumptions;

Generatin Fa il C aractsri for tatf machi

RPM Frequency:

Q Neutral Grounding Resistor (if applicable):

DIrect Axis Synchronous Reactance, Xd: P.U.
Direct Axis Transient Reactance, Xc: P.U.
Direct Axis Subbanslent Reacbtnce, )4: P.U.
Negative Sequence Reactance, )I's : P.U.
Zero Sequence Reactance, Xc. P.U.
KVA Bastx
Field Volts:
Field Amperes:
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Motoring Power (kW):
ls t or K (Heating Time Constant):
Rotor Resistance, Rn
Stator Resistance, Rs:
Stator Reactance, Xs:
Rotor Reactance, Xn
Magnebzing Reactance, Xm:
Short Circuit Reactance, Xd:
Exciting Current:
Temperature Ristx
Frame Size:
Design Letter.
Reactive Power Required In Vars (No l.oad):
Reactive Power Required In Vers (Full Load):
Total Rolating Inertia, Ht Per Unit on kVA Base

Note: Please contact Ihe Ublity prior to submflng the Interconnecbon Request to
determine if the specified information above fs required.

SC Generator Interconnection Request
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ion Facil I

Will more than one transformer be used between the generator and the point of
common couplingy

Yes No (If yes, copy this section and provide the Information for each
transformer used. Thhr information must match gte single-line drawing and
tr&nsforlrler spscNcrdfon sheets.)

WI the transformer be provided by the Interconnecdon CustomerT Yes No

I fs I

ICVAIs the transformer. Single phase Three phase Size:

Transformer Impedance: qa on ftVA Sass

If Three Phase:

Transformer Primary Winding Voas,

0 Delta 0 WYE, grounded neutral 0 WYE, ungrounded neutral

Primary Wiring Connscuon
0 S4rrfre 0 ~, grounded neutral

Trsrtsformer Secondary Winding Volts,

Q Delta 0 WYE, grounded neutral 0 WYE, ungrounded neutral

Secondary Wring Connecthn
0 3-wfrs 0 4-wire, grounded neutral

Tnmsfonnsr Terdary Winding Voila,
0 Della QWYF„groundedneutral QWYE,ungroundsdneulral

a Icsb e Inter nectfon Cuslo
fttLr
(Aaach copy of fuse manufacturer's Minhnum Mrdt and Total Qeadng TfmeCurrsnt
Cunfes)

Manufacturer. Type: Size: Speed:

Manufacturer. Type:

Load Rating (Amps): Interrupting Rating (Amps): Trip Speed (Cycles):

SC Generator Inta~ Request
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Interconnectl P tectl Rela lf Ilesble

Ust of Functions and Adjustable Setpoints for the protective equipment or
software:

Setpotnt Function Minimum Maximum

3.

4.

5.

6.

{Enclose Copy of any Proposed TtmeOvercurrent Oaotttnagon Cunres)

Manufacturer Type: Style/Ctdahg No. Proposed
Setting

Cu ran r Data tt bte

{Ertctose Copy of Manufactuter's Excitation and Ratio Conectlon Curves)

Manufacturer.

Type:
Connection:

Manufacturer.

Accuracy Class: Proposed Ratio

SG Generator Internonnecgon Request tg
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Type:
Connec5on:

Accuracy Ciastr. Proposed Ra5o

Pote I n r if s I

Manufacturer.

Type:
Connec5on:

Accuracy Class: Proposed Ratio

Manufacture n

Type:
Connection:

Accuracy Glass: Proposed Ratio

t. ~Oe-I ~df gram
En@one site electrkal one-line diagram showing the configura5on of all Genera5ng
Fa&$5ty equipment, current end potential drcults, and protecbon and control
schemes.

The one4ine tfiagram should include the project owner's name, project
name, project address, model numbers and namepktte sizes of equipment,
including number and nameplate electrical size informatke for solar panekt,
inverters, wind turbines, disconnect switches, latitude and longitude of the
project location, and St angle and orienta5on of the photovolbdc array for
solar projects.
The diagram should also depict ths metering anangement required whether
Installed on the customer skfe of an ettts5ng meter Qet meteringtbllling") or
dirsc5y connected to ths grid through a new or separate de8very point
requiting a separate meter.
Ust of adjustabkt set points for the protective equipment or software
should be ireluded on the eiectrical one-line drawing.
This ~ine diagtam must be signed and stamped by a licensed
Professional Engineer if ths Generating Fatzgty Is larger than 50 kW.
ls One-Une Diagram Enclosed? Yes No

2 ~
Enclose copy of any site documentation that indicates the precise physical
ktca5on of the proposed Generating FaciTtty (e.g., Latitude and Longftude
Coonfinatese and USGS topographic map. or other diagram or
documentagon) and the proposed Point of lnterconnec5on.
Proposed location of ptotec5ve interface equipment on property include
address if d5ferent from the Interconnection Customer's address)

Is Site Plan Endosed2 Yes No
Is Site Control VerI5ca5on Form Enchsed2 Yes No

3 E 'c s
Induds equipment specyfca5on information (product literature) for the solar
pane/s and invetter(s) that provides technical informa5on and cer55ca5on
information for the equipment to be Installed with the applica5on.

SC Generator tnteconneche Rnqnest 11

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 50 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
64

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 51 of 114

Are Equipment Specifications Enclosed? Yes No
4. Protection and Control Schemes

Enclose copy of any tdte documentation that describes and details the
operation of the protection and control schemes.
br Available Documenlatlon Enclosed? Yes No
Enclose copies of schematic drawings for all protection and control
circuits, relay cunent circuits, relay potential circuits, and alarm/monltoring
circuits (if applicable).
Are Schematic Drawings Enchsed? Yes No

I hereby certify that, to the best of my knowledge, all the Information provided in
this Interconnection Request Application Form ls true and correct.
For Interconnecthn Customer.

Signature
(Authorized Agent of the Legal Entity)

Print Name

Dale:
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Attachtnent 4

AIR E SITE CONTROL RIRCA NFOR

ln the Itsatter of the Application of )
[Developer Name] for an )
IIERIRCATION

SITE CONTROL

Interconnection Agreement )

with [Utility Name] )

I, [Authorized Signatory Name), [l1tle] of [Developer Name], under penalty of
perjury, hereby certify that, [Developer Name] or its affiliate has executed a
written contract with the landowner(s) noted behw, concerning the pmperty
described be)ow. I further certify that our written contract with the landowner(s)
specifies the agreed rentai rate or purchase price for the property, as applicable,
and allows [Developer Name] or its affiliate to construct and operate a
renewable energy power generation fattltty on the property described below.

This verigcatton ls provided to [Utgity Name] In support of our application for an
Interconnection Agreement.

landowner Name(s):

Land Owner Contact information (Phone or e-mali):

Parcel or PIN Number:

County:

Site Address:

Number of Acres under Contract (state range, if applicable):

Date Contract was executed

Tenn of Contract
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[Authorfzed Signatory Name]

[Authorized Signatory Name], being grst duly sworn, says that [he/she] has read the
foregoing verlgcation, and knows the contents thereof to be true to [his/har] actual
knowledge.

Swm A b 1~i hf thh dy f 201.

re

[Authorized Signatory Name]

[fftfe], [Developer Name]

tu ofN

Notary Pubgc

Name of Notary Publk [typewritten or
printed]

My Commission expires
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Attachment 6

Certification Codes and Standards

ANSI C84.1-1995 Electric Power Systems and Equipment - Voltage Ratings (80
Hart?)

IEEE 1547, Standard for Interconnecting DIstnbutsd Resources with Electttc
Power Systems (indudlng use of IEEE 1547.1 testing protocols to
establish conformity)

IEEE Std 100-2000, IEEE Standard Dictionaty ol Electrical and Hectntnlc Tenne

IEEE Std 519-1992, IEEE Recommended Practices and Requirements for
Harmonic Control in Bectrical Power Systems

IEEE Sld C37.108-1989 (R2002), IEEE Guide for the Protection of Network
Transformsm

IEEE Std C37.90.1-1989 (R1994), IEEE Standard Surge Withstand Capability
(SWC) Tests for Protective Relays and Relay Systems

IEEE Std C37.90.2 (1995), IEEE Standard Withstand Capability of Relay
Systems to Radiated Electromagnetic Interference from Transceivsrs

IEEE Std C57.12.44-2000, IEEE Standard Requirements for Secondary Network
Protectors

IEEE Std C62.41.2-2002, IEEE Recommended Practice on Characterlza8on of
Surges ln Low Voltage (1000V and Less) AC Power Circuits

IEEE Std C62.45-1992 (R2002), IEEE Recommended Practice on Surge Testing
for Equipment Connected to Low-Vollage (1000V and Less) AC Power
Chcuits

NEMA MG 1-1988, Motors and Small Resources, Revision 3

NEMA MG 1-2003 (Rev 2004), Motors and Generators, Revision 1

NFPA 70 (2002), National FJectdcal Code

UL 1741, tnverters, converters, Controllers and Interconnection System
Equipment for Use With Distributed Energy Resources

SCC~ Codes and Standards
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A5faohfamt S

1.0

2.0

3.0

4.0

5.0

Certificagon of Generator Equipment Packages

Generating Fac5lty equipment proposed for use separately or packaged
with other equipment in an interconnec5on system shall be considered
certified for intemcnnected operation if (I) it has been tested in
accordance with industry standards for continuous u55ty interac5ve
operation in compliance with the appfopdate codes and sbmdards
referenced below by any Nationsgy Recognized Testing Laboratory
(NRTL) recognized by the United States Occupa5onal Safety and Health
Administration to test and cer5fy interconnec5on equipment pursuant to
the relevant codes and standards listed in Attachment 5 of the South
Carolina Generator Interconnec5on Procedures, (2) it has been labeled
and is publicly listed by such NRTL at the 5me of the Inlerconnectlon
Request, and (3) such NRTL makes readily avagable for verification ag
test standards and procedures it uIized In performing such equipment
cer55ca5on, and, with consumer approval, the test data itself. The NRTL
may make such infonna5on avafktble on its website and by encouraging
such information to be Included in the manufacturer's literature
accompanying the equipmenL

The Intsrconnecbon Customer must verify that the intended use of the
equlpmsnt falls within the use or uses for which the equipment was tested,
labeled, and listed by the NRTL

Cer55ed equipment shall not require further type-test review, testing, or
additional equipment to meet the requirements of this interconnec5on
procedure; however, nothing hefekf shall preclude the need for an once
commissioning test by the Par5es to the intemonnec5on nor fogcw-up
produc5on testing by the NRTL

It the certfitsd equipment package includes only Inteffsce components
(switchgear, invsfters, or other interface devices), 5wn an lntsrconnec5on
Customer must show that the generator or other electric source being
uliTized wlh the equipment package is compa5bkr with the equipment
package and is consistent with the testing and lis5ng specified for this type
of Interconnec5cn equipment.

Provided the generator or electric source, when combined with the
equipment package, is within the range of capabgi5es for which it was
tested by, the NRTL snd does not violate the interface components'abe5ngand listing performed by the NRTL, no further design review,
testing or additional equipment on the Interconnection Customer's side of
the point of common coupling shall be mquired to meet the requirements
of the South Carogna Generator Interconnec5on Procedures.

8.0 An equipment package does not include equipment provkfsd by the Utility.

SC Cefakaiicn af Gesfabr qulpmsrZ padsges I
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Attactvrtent 7

tnterconnecdon Request Application Form
for Interconnecting a Certified Inverts&)seed

Generating Facility No Larger than 20 kW

This Interconnecffon Request Applicaffon Form is considered complete when it
provides all applicable and correct information ntquired behw. Additional
information to evaluate the Intsrconnecthn Request may be required.

A non-refundabie processing fee of $100 must accompany this Inta connection
Request Appffcation Form.

If the Interconnecffon Request Is submitted solely due to a transfer of ownership
of the Generating Facility, the fee kt $50.

Name:

Contact Person:

E-Mail Address:

Address:

City:

County:

Telephone (Day):

Fax:

s-

State:

(Evening):

Customer)

Name:

E-Mall Address:

Address:

I ati n/Owne /L (ff dtffetent from Interconnection

City:

Telephone (Day):

Fax:

State:

(Evening):

Owner(s) cf the Generating Factlittr.

ONce of Regulatory Staff Cerbficate Number (if applicable):
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G ac I

State

Facility Location (if different from above):

Addrestc

City:

County:

Utility:

Account Number.

Invefter Manufacturer.

Nameplate Sating:

Model

(kVA) (AC Volts)

System Design Capacity: (kW)

Single Phase Three Phase

Prime Mover. Photovoltaic P Reciprocating Engine 0 Fuel Ceil 0
Turbine Cj Other

(kVA)

Is the equipment UL 1741 Usted? Yes No

If Yes, attach manufacturer's cut-sheet showing UL 1741 listing

Estimated Installation Date: Estimated In-Service Date:

Energy Source: SolarCIWindP HydroP DieselCl Natural GasH
Fuel Oil P Other (describe)

The 20 kW Inverter Process Is available only for inverter4ased Generating
Factlitkrs no larger than 20 kW that meet the codes, standards, and cerdftcation
requirements of Attachments 5 and 6 of the South Carolina Generator
Interconnection Procedures, or the iATity has retdewed the design or tested the
proposed Generating Facility and is satktfled that it is safe to operate.
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List components of the Generatkig Faculty equipment package that are cunentiy
certified:

hlumber Equipment Type Certifying Entity

I n onC o r atu

I hemby certify that, to the bast of my knowledge, fhe Informathn provided ln this
Interconnecthn Request Application Form is true. I agree to abide by the Tenne
and CondIons for Interconnec5ng a Certified love/ter~sad Generating Factlity
ffo Larger than 20 kW and return the CertTrtcate of Completion when the
Generabng Fadlity has been instaged.

A ro pin e F oUt

interconnection of the Generating FacTtty ls approved contingent upon the Terms
and Conditions for Intsmonnecting a CertIed Inverter-Isased Generating Facimy
No Larger than 20 kW and return of the CertiTtcate of Cenpletfon.

interconnection Request ID number.

Utility waives Inspection/witness tesP Yes No
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Certificate of Compkrtlon
for Interconnecting a Certified Inverter~ed

Generating Facility No Larger tftan 20 kW

Is the Generating FaciNy owner-installed? Yes No

terco o C sto er

Name:

Conte@ Petson:

E-Mail Address:

Address:

City:

County:

Telephone (Day):

Fax:

(Evening):

Location of the Generating Facility (if different from above)

Address

City: State: Zip:

County:

Company:

E-Mail Address:

City:

Telephone (Day):

Frcc

License Number.

State:

(Evening):

Date Approval to Install Generating Facility granted by the Utility:

Interconnection Request ID Numben
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lmgftg(Igg.:

The Generating Facility has been installed and inspected in compliance with the
local buiMing/electrical code of

Signed (Locai electrical wiring inspector, or attach signed electrical Inspection):

Signature:

Print Name: Date:

As e condition of interconnection, you are required to send/email/fax a copy of
this form along with a copy of the signed electrical permit to (insert Utility
information below):

Utlity Name:

Attention:

E-Mail Address:

Address:

City State:

I he 6 in scil'

Energizing the Genending FacTTrty Is approved contingent upon the Terms and
Conditions for Interconnecting a Certified Inverter-Based Generating Facility No
Larger than 20 kW.

UNity Signature:

Date:
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1.0

Terms and Condidons
for Interconnecting a Certlged Inverter~sed

Generating Facility I5o Larger than 20 k55

The Intsrconnecdon Customer (Customer) may proceed to construct (including
opera5onal testing not to exceed two hours) the Generating Facility when the
Nility approves the Interconnection Request and returns it to the Customer.

The Customer shalt install a manual ioad4reak disconnect switch or safety
switch as a dear viskle Indlca5on of switch position between the Utility System
snd the Interconnection Customer. The switch shall be installed immediately
adjacent to the ulility's meter, uftless otherwise agreed to and approved by the
Utility.

2.0 rc Io and O e on

The Customer may interconnect the Generating Facility with the U5ilty's System
and operate in parallel with the Udlity's System once all of the following have
occurred:

2.1 Upon completing conskuc5on, 5te Customer will cause Ihe Genera5ng
Facil5y to be inspected or otherwise certi5ed by the appropriate local
eiscbical wiYing inspector with judstfictton, and

2.2 The Customer returns the Cerdgcate of Compledon to the Utility, and

2.3 The U5lity has either.

2.3.1 Completed its inspecdon of the Generating Faciflty to ensure that all
equipment has been appropriately Instaged and that all eiecbical
connections have been made kt accordance with applhabie codes.
All inspec5ons must be conducted by the U5llty, at its own expense,
within tsn Business Days after receipt of the Certificate of
Comple5on and shall take place at a fime agreeable to the Parties.
The UtiTfty shall provide a written statement that the Genera5ng
Facility has passed inspec5on or shall notify the Customer of what
steps it must take to pass inspsc5on as soon as prac5cable after
the inspecaon takes place; or

2.3.2 If the Utgity does not schedule an inspection of the Genera5ng
Facity within ten Business Days after receding the Cer55cate of
Completion, the witness test is deemed waived (unless the Parties
agree otherwise); or
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2.3.3 The UIIty waives the right to inspect the Generating Facility.

2.4 The Udlity has the right to disconnect the Generating Facility in the event
of improper Installatktn or failure to return the Certmcate of Completion.

2.5 Refrenue quality metering equipment must be installed and tested in
accordance with applicable American Nafional Standards Institute (ANSI)
standards and all applicable regulatory requirements.

3.0 Safe ns i e

The Customer shall be fully responsible to operate, maintain, and repair the
Generating Facility as required to ensure that It compiles at all times with the
intemonnection standards to which It has been certmed.

4.0

'The Utility shall have access to fhe disconnect switch (if a disconnect switch is
required) and metering equipment of the Generating Faciiity at all times. The
Ufility shall provide reasonable notice to the Customer, when possible, ptfor to
using its right of access.

5.0 Qsggftggctlog

The Utility may temporarily disconnect the Generating Facility upon the following
corldttions:

5.1 For scheduled oulages upon reasonable nolice.

5.2 For unscheduled outages or emergency conditions.

5.3 For maintenance work where generator creates a possible hazanf for
utility workers.

5.3 If the Generating Facility does not operate in a manner consistent with
these Terms and Condidons.

5.4 The Utility shall inform the Customer in advance of any scheduhd
disconnection, or as soon as is reasonable after an unscheduled
disconnecticn.

B.O jf5LenZigjgttbbttt

The Parties shall at all dmes indemnify, defend, and save the other Party
harmless from, any and all damages, losses, ckdms, induding claims and actions
relating to injury to or death of any person or damage to property, demand, suits,

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 62 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
76

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 63 of 114

recoveries, costs and expenses, court costs, attorney fees, and all other
obggations by or to third paCes, arising out ol or resulting from the other Party'
acNon or inactions of its obligaffons hereunder on behalf of the Indemnifying
Parly, except in cases of gross negligence or intentional wnxtgdolng by ths
indemniNed Party.

7.0 ~nsu gelt

Ail insurance pogcies must be maintained with insurers authorized to do business
in South Carolina. The Interconnection Customer shall provide certificates
evidencing the required coverage as required by the Utt@y. The Parties agree to
the foNowing insurance requirements:

7.1 If the Customer is a residential customer of the Utility, the required
coverage shali be a standard homeowner's insurance policy with NabNIqf
coverage in the amount of at least $100,000 per cccurrsncs.

72 For an Interconnectke Customer that Is a non-resldenNal customer cf the
UNiity proposing to interconnect a Generating Facility no larger than 20
kW, the required coverage shaN be comprehensive general IiabNlty
insurance with coverage in the amount of at least 3300,000 per
occurrence.

7.3 The Cuslomer may provide this insurance via a seNdnsurance program N it
has a seNkeurance program established In acconfance with commercially
acceptable risk management practices,

8.0

Each Party's liability to the other Party for any loss, cost, claim, injury, or
expense, Including reasonable attorney's fees, reladng to or arising fnxn any act
or omission hereunder, shall be limited to the amount of direct damage acluagy
incurred. In no event shall either Party be liable to the other Party for any indirect,
special, Incidental, consequential, or punlNve damages of any kind.

9.0 ~Termi a ign

Ths agreement to intenennect and operate in parallel may be terminated under
the following conditions:

9.1 BLfbLCGggtg@

8y providing written notice to the Utility and physically and permanently
disconnecting the Generating Facility.

9.2 Qg the USHtN
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If the Generagtng Facility faiLs to operate for any conecutlve 12~nth
period or the Customer fails to remedy a violation of these Terms and
Conditions.

9.3 P anen Disco on

ln the event this Agreement Is terminated, the U55ty shall have the right to
disconnect its facliiiiss or direct the Customer to disconnect its Generating
Facility.

9.4 BuruLN5I~RI h

This Agreement shall continue in effect after termination tc the extent
necessary to agow or require either Party to fum5 rights or obllga5ons that
arose under the Agreement

10.0 Ass e sfero e hi he

10.1 This Agreement shaii not survive the transfer of ownership of the
Genera5ng Facgity to a new owner.

10.2 The new owner must complete and submit a new Interconnection Request
agreeing to abide by these Terms and Conditions for interconnecgon and
parallel operations within 20 Business Days of the transfer of ownership.
The Utility shall achnowiedge receipt and return a signed copy of the
Interconnection Request Application Form within ten Business Days.

10.3 The Uglity shall not study or inspect the Genera5ng FacHity unhtss the new
owner's tnterconnection Request Applica5on Form indicates that a
Material ModiTtcatkm has occutred or ls proposed.

SC tststtostssast Rsttttsst 20W Isststsr Ptttssss 9
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ASschment 8

System Impact Study Agreement

THtS AGREEINENT (Agreemenfj is made and entered into this day of
20 by and between

a
organized and existing under the laws of the

State of , ("Interconnec5on
Customer, ) and a

existing under the brwe of the State of
, ~5li~. The Interconnection

Customer and the Utility each may be referred to as a Party," or collectively as
the Parties.

WHEREAS, Ihe Intefconnsc5on Customer is proposing to develop a Generating
Fadlhy or generating capacity addition to an exls5ng Generating Facility
consistent with the Interconnec5on Request completed by the interconnection
Customer, Dated and received by the UtiThy on

; and

WHEREAS, the Interconnec5on Customer desires to interconnect the
Generating Facility with the U5iity's System; and

WHEREAS, the Interconnecbon Customer has requested the Utlity to perform a
system impact study to assess the impact of interconnecting the Generating
FaciNty with the U5lity's System, and of any Affected Systems;

NOW, THEREFORE, ln consideration of and subject to the mutual covenants
contained herein the Par5es agree as follows:

1.0 When used in this Agreement, with inl5al capitalization, the terms
ape@fied shag have the meanings Inr5cated or the meanings specmed
in the South Carolina Generator Interconnection Pmcedures.

2.0 The Interconnec5on Customer elects and the U5Tfty shall cause to be
performed a System Impact Study consistent with the South Carolina
Generator Interconnec5on Procedures.

3.0 Ths scope of the System Impact Study shell be subject to the
assumptions set forth in Appendix A to this Agreement,

4.0 A System Impact Study will be based upon the technical information
provided by Interconnection Customer in the Interconnec5on Request.
The U5lity reserves the right to request addi5onat technical infonna5on
from the Interconnecdcn Customer as may reasonably become
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5.0

8.0

7.0

8.0

necessary consistent with Good Utility Practice during the course of
the System Impact Study.

In performing the study, the UNIIty shall rely, to the extent reasonably
practicable, on etds5ng studies of recent vintage. The IntemonnecNon
Customer shall not be charged for such exis5ng studies; however, the
Interconnec5on Customer shall be responsible for charges assockrted
with any new study or modmcations to exis5ng studies that are
reasonably necessary tc perform the feasibgity sludy.

The System Impact Study report shall provide the fogowlng analyses
for the purpose of idenNfying any potential adverse system impacts
that would result from the interconnection ef the Generating FaciTity as
proposed.

6.1. initial iden55ca5on of any circuit breaker short circuit capability
limits exceeded as a result of the interconnection;

6.2. Initial identificagion of any thermal overload or voltage hmit
vtola5ons resul5ng from the interconnection;

6.3. Inl5al review of grounding requirements and electric system
protac5on.

The System Impact Study shall model the impact of the Genera5ng
Facility regardless of purpose in order to avoid Nte further expense and
interrup5on of operation for reexaminatke of feasibNIty and impacts If
the Interconnection Customer later changes the purpose for which the
Generating Facgity is being installed.

The study shall include the feasibility of any interconnection at a
proposed pro)ect site where there could be mul5ple potential Points of
Interconnec5on, as requested by the Interconnection Customer and at
the interconnec5on Customer's cost.

8.0

10.0

A System Impact Study shaN consist of a short circuit analysis, a
stability analysis, a power flow analysLs, voltage drop and flicker
studies, protecdon and set point coordina5on studies, and groundktg
reviews, as necessary.

The System Impact Study will also include an analysis of dlstrtbu5on
and transmktslon impacts as may be necessary to understand the
impact of the proposed Generation Facility on electric system
operation.
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11.0 A System Impact Study shall stats the assumptions upon which it is
based, slate the results of the analyses, and provide the requirement
or poten5al impediments to providing the requested interconnection

12.0

13.0

14.0

15.0

16.0

The System impact Study will provide the Upgrade Charge, which is a
preliminary indicaffon of the cost and length of tbne that would be
necessary to correct any System problems idenffffed ln those analyses
and implement the interconnection

The System Impact Study w51 provide the Interconnection Faciiiffes
charge, which is a preliminary indication of the cost and length cf time
that would be necessary to provide the Interconnec5on Facilities.

A distribution System impact Study shall Incorporate a distribu5on load
flow study, an analysis of equipment interrupffng rakngs, protec5on
coortftna5on study, voltage drop and flicker sktdtes, protection and set
point coordinaffon studies, grounding reviews, and the impact on
electric system operaffon, as necessary.

Affected Systems may participate in the preparation cf a System
Impact Study, with a division of costs among such en55es as they may
agree. Aff Affected Systems shall be afforded an opportunity to review
and comment upon a System impact Study that covers potential
adverse system impacts on their electric systems, and the Utility has
20 additional Business Days to complete a system bnpact study
requiring review by Affected Systems.

if the Utility uses a queuing procedure for sorting or priorNzlng projects
and their associated cost respontdbiliffes for any required Network
Upgrades, the System Impact Study shall conskfer all generating
facillffes and any idenffffed Upgrades assotriated with such higher
queued interconnec5on Ihat. on the date the system bnpact study is
commenced-

17.0

16.1. Are directly interconnected with the Utility's electric system; or

16.2. Are Interconnected with Affected Systems and may have an
Impact on the proposed interconnec5on; and

16.3. Have a pending Interconnec5on Request to interconnect with
the Utility's electric system with a lower Queue Number.

The System Impact Study shall be completed within a total of 65
Business Days if Transmission System impacts are studied, and 50
Business Days 5 Distribution System impacts are studied, but in any

SC System lrttpeet Study Aeetereent
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18.0

19.0

case, shall not take longer than a total of 66 Business Days unless the
study involves Affected Systems. The period of time for the UtHity to
complete the System Impact Study shall be tolled dudng 'any period
that the Utility has requested informathn in writing from the
Interconnection Customer necessary to complete the Study and such
request is outstanding.

Any study fees shall be based on the Utility's actual costs and wili be
deducted from the Interconnectktn Facilities study deposit made by the
Interconnection Customer at the dme of the interconnection Request

The Interconnection Customer must pay any study costs that exceed
the interconnection Request Deposit without interest within 20
Business Days of receipt of Invoice. If the Interconnec5on Facilities
study deposit exceeds the Invoiced fees and the Interconnection
Customer withdraws the Interconnecthn Request, the Utility shall
refund such excess in accordance with Section 69.3 of the Standard.

20.0 Gcvemn Law Re lat A o and les

21.0

The validity, interpretation and enforcement of this Agreement and
each of its provktions shall be governed by the laws of the State cf
South Carolina, without regard to its conflicts of law principles. This
Agreement is subject to all Applicable Laws and Regulations. Each
Party expressly reserves the right to seek changes in, appeal, or
otherwise contest any laws, orders, or regulations of a Governmental
Authority.

hmeeltflgent

22.0

The Par!isa may amend this Agreement by a written instrument duly
executed by both Partiea

N ird- a nell

23.0

This Agreement is not intended to and does not create rights,
remedies, or benefits of any character whatsoever in favor of any
persons. corporafions, assoctafions, or entities other than the Parties,
and the obligations herein assumed are solely for the use and benefit
of the Parties, their successors in interest snd where permitted, their
assigns.

Waiver

23.1. The fagure of a Party to this Agreement to insist, on any
occasion, upon stdct performance of any provision of this

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 68 of 114



ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
82

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 69 of 114

24.0

Agreement wi5 not be considered a waiver of any obiiga5on,
right, or duty of, or imposed upon, such Party.

23.2. Any waiver at any time by either Party of its rights with respect
to this Agreement shall not be deemed a continuing waiver or a
waiver with respect to any other failure to comply with any other
obligation, right, duty of this Agreement. Termina5on or default
of this Agreement for any reason by Interconnection Customer
shall not constitute a waiver of the lnterconnec5on Customer's
legal rights to obtain an interconnection from the Ut5ity. Any
waiver of this Agreement shall, it requested, be plovided in
wrl5ng.

This Agreement may be executed in two or more counterpart, each of
which is deemed an original but ag cons5brte one and the same
instrument.

25.0 5~P~eig
This Agreement shall ret be interpreted or construed to create an
assoda5on, joint venture, agency rela5onship, or partnership between
the Parties or to impose any partnership obligation or partnership
5abgity upon either Party. Neilher Party shag have any right, power or
authority to enter Into any agreement or undertaking for, or act on
behalf of, or to act as or be an agent or rspresentalive of, or to
otherwise bind, the other Party.

26.0 SgvVealQiiY

lf any provision or porlion of this Agreemsnt shall for any reason be held
or adjudged to be invalid or illegal or unenforceable by any court of
competent Jurisdicdon or other Governmental Authority, (1 ) such portion
or pmviston shag be deemed separate and independent, (2) the Par5es
shall nego5ate ln good faith to restore insofar as prac5cabie the benel5s
to each Party that warn affected by such ruling, and (3) the remainder of
this Agreement shall remain in full force and effect.

27.0 Qg~tftLctoca

Nothing in this Agreement shall prevent a Party from u5lizing the
services of any subcontractor as it deems appropriate to perform its
obliga5ons under this Agreement; provided, however, that each Party
shall require its subcontractors to comply with all applicable terms and
conditions of this Agreement in providing such services and each Party

SC Syslem Impact Study Agruemeut
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shall remain primarily Iktble to the other Party for the performance of
such subcontractor.

28.0

27.1. The crea5on of any subcontract relationship shali not relieve the
hiYing Party of any of its obgga5ons under %is Agreement. The
hiring Party shall be fully responsible to the other Party for the
acts or omissions of any subcontractor the hinng Party hires as
if no subcontract had been made; provided, however, that in no
event shall Ihe U5I5y be liabkt for the actions or inactions of 5te
interconnection Customer or its subcontractors with respect to
obltga5ons of the Intetconnscdon Customer under this
Agreement. Any applicable obligation imposed by this
Agreement upon the hiring Party shall be equally binding upon,
and shall be construed as having appllca5on to, any
subcontractor of such Party.

27.2, The obligations under this aNcie will not be limited in any way
by any gmita5on of subcontractor's insurance.

The U55ty shall have the dght to make a unilateral 5ifng with the
Commission to modify this Agteement with respect to any rates, Icons
and condi5ons, charges, or classlcagons of service, and the
Interconnec5on Customer shall have the right to make a urulateral Sing
with the Commission to modify this Agreement; provided that each
Parly shall have the dght to pttttest any such 5ling by the other Party
and to participate fully in any proceeding before the Commission in
which such modirica5ons may be considered. Nothing fn this
Agreement shall limit the dghts of the PSNss except to the extent that
the PaNes otherwise agree as provided herein.

SC System Impact Study Agreement
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IN WITNESS WHEREOF'the Parties have caused this Agreement to be duly
executed by their duly authorized officers or agents on the day and year first
above written.

insert name of Utility]

Signed

Name (Printed):

Signed

Name (Printed}:

Title

SC System Impact Study Agraemeot
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Agreement 

Appendix A 

A s s u m p t i o n s  U s e d  i n  C o n d u c t i n g  t h e  S y s t e m  I m p a c t  S t u d y  

The System Impact Study shall be based upon the Interconnection Request, 

subject t o  any modifications in accordance with the Interconnection Procedures, 

and the following assumptions: 

1 ) Designation o f  Point of Interconnection and configuration t o  be studied . 

2) Designation of alternative Points of Interconnection and configuration. 

1) and 2) are to be completed b y  the Interconnection Customer. Other 

assumptions (listed below) are t o  be provided by the Interconnection Customer 

and the Utility. 

SC System Impac t Study Agr e ement 8 
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System Impact Study Agreement
Appendix A

Assumptions Used in Conducting the System Impact Study

The System Impact Study shall be based upon the Interconnection Request,
subject to any modifications in accordance with the Interconnection Procedures,
and the following assumptions:

I) Designation of Point of Interconnection and configuration to be studied.

2) Designation of alternative Points of Interconnection and configuration.

1) and 2) are to be completed by the Interconnection Customer. Other
assumptions (listed below) are to be provided by the Interconnection Customer
and the Utility.

SC System Impact Study Agreement
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F a c i l i t i e s  S t u d y  A g r e e m e n t  

T H I S  A G R E E M E N T  ("Agreement") is made and entered into this _ _  d a y  of 

2 0 _  by and between 

-----------------~' a 
------------ organized and existing under the laws of the 
State of -------------------' ("Interconnection 
Customer,") and , a 

existing under the laws of the State of 
----------------' ("Utility''). The Interconnection 
Customer and the Utility each may be referred to as a "Party," or collectively as 
the "Parties." 

RECITALS 

WHEREAS, the Interconnection Customer is proposing to develop a Generating 
Facility or generating capacity addition to an existing Generating Facility 
consistent with the Interconnection Request Application Form completed by the 
Interconnection Customer, Dated and received by the Utility 
on ; and the single-line drawing provided by the 
Interconnection Customer, dated and received by the 
Utility on and 

WHEREAS, the Interconnection Customer desires to interconnect the 
Generating Facility with the Utility's System; and 

WHEREAS, the Utility has completed a System Impact Study and provided the 
results of said study to the Interconnection Customer (this recital to be omitted if 
the Parties have agreed to forego the system impact study); and 

WHEREAS, the Interconnection Customer has requested the Utility to perform a 
Facilities Study to specify and estimate the cost of the equipment, engineering, 
procurement and construction work needed to implement the conclusions of the 
system impact study and/or any other relevant studies in accordance with Good 
Utility Practice to physically and electrically connect the Generating Facility with 
the Utility's System; 

NOW, THEREFORE, in consideration of and subject to the mutual covenants 
contained herein the Parties agree as follows: 

1.0 When used in this Agreement, with initial capitalization, the terms 
specified shall have the meanings indicated or the meanings specified in 
the South Carolina Generator Interconnection Procedures. 
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Attachment 9

Facilities Study Agreement

THIS AGREEMENT ("Agreement") is made and entered into this day of
20 by and between

I

organized and existing under tho iawe of the
Itato of .. (slntofoonnootion
Customer,") and 8

existing under the laws of the State of
; ("Utility"): Tho Interoonnootion

Customer and the Utility each may be referred to as a "Party," or collectively as
the "Parties."

RECITALS

WHEREAS, the Interconnection Customer is proposing to develop a Generating
Facility or generating capacity addition to an existing Generating Facility
consistent with the Interconnection Request Application Form completed by the
interconnection Customer, Dated and received by the Utility
on ; and the single-line drawing provided by the
interconnection Customer, dated and received by the
Utility on and

WHEREAS, the Interconnection Customer desires to interconnect the
Generating Facility with the Utility's System; and

WHEREAS, the Utility has completed a System Impact Study and provided the
results of said study to the Interconnection Customer (this recital to be omitted if

the Parties have agreed to forego the system impact study); and

WHEREAS, the Interconnection Customer has requested the Utility to perform a
FaciTities Study to specify and estimate the cost of the equipment, engineering,
procurement and construction work needed to implement the conclusions of the
system impact study and/or any other relevant studies in accordance with Good
Utility Practice to physically and electrically connect the Generating Facility with
the Utility's System;

NOW, THEREFORE, in consideration of and subject to the mutual covenants
contained herein the Parties agree as follows:

1.0 When used in this Agreement, with initial capitalization, the terms
specified shall have the meanings indicated or the meanings specified in
the South Carolina Generator Interconnection Procedures.
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The Interconnection Customer elects and the Utility shall cause t o  be 

performed a facilities study consistent with the South Carolina Generator 

Interconnection Procedures . 

3.0 The scope of the Facilities Study shall be subject t o  data provided in 

Appendix A t o  this Agreement. 

4.0 The Facilities Study shall specify and estimate the cost of the equipment, 

engineering, procurement and construction work (including overheads) 

needed t o  implement the conclusions of the System Impact Studies. The 

Facilities Study shall also identify (1) the electrical switching configuration 

o f  the equipment, including, without limitation, transformer, switchgear, 

meters, and other station equipment , (2) the nature and estimated c o s t  of 

the Utility's Interconnection Facilities and Upgrades necessary t o  

accomplish the interconnection, and (3) an estimate o f  t h e  construction 

t i m e  required t o  complete the installation o f  such facilities. 

5 . 0 T h e  Utility may propose t o  group facilities required f o r  more than one 

Interconnection Customer in order to minimize facilities costs through 

economies o f  scale, b u t  a n y  Interconnection Customer may require the 

installation o f  facilities required f o r  its own Generating Facility i f  i t  is willing 

t o  pay the costs o f  those facilities 

6.0 A deposit of the good faith estimated Facilities Study costs is required 

from the Interconnection Customer. If the unexpended portion o f  the 

Interconnection Facilities study deposit made f o r  t h e  Interconnection 

Request exceeds the estimated cost o f  the Facilities Study, no payment 

will be required of the Interconnection Customer . 

7.0 In cases where Upgrades are required, the Facilities Study must be 

completed within 45 Business Days of the Utility's receipt o f  this 

Agreement. In cases where no Upgrades are necessary, and the required 

facilities are limited to Interconnection Facilities, the Facilities Study must 

be completed within 30 Business Days. T h e  period o f  time f o r  the Utility t o  

complete the Facilities Study shall be tolled during any period that the 

Utility has requested information in writing from the Interconnection 

Customer necessary to complete the Study and such request is 

outstanding . 

8 . 0 Once the Facilities Study is completed , a facilities study report shall be 

prepared and transmitted to the Interconnection Customer . 

9.0 Any study fees shall be based on the Utility's actual costs and will be 

deducted from the Interconnection Request study deposit made by the 

Interconnection Customer at the time of the Interconnection Request. After 
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2.0 The Interconnection Customer elects and the Utility shall cause to be
performed a facilities study consistent with the South Carolina Generator
Interconnection Procedures.

3.0 The scope of the Facilities Study shall be subject to data provided in
Appendix A to this Agreement.

4.0 The Facilities Study shall specify and estimate the cost of the equipment,
engineering, procurement and construction work (including overheads)
needed to implement the conclusions of the System Impact Studies. The
Facilities Study shall also identify (1) the electrical switching configuration
of the equipment, including, without limitation, transformer, switchgear,
meters, and other station equipment, (2) the nature and estimated cost of
the Utility's Interconnection Facilities and Upgrades necessary to
accomplish the interconnection, and (3) an estimate of the construction
time required to complete the installation of such facilities.

5.0 The Utility may propose to group facilities required for more than one
Interconnection Customer in order to minimize facilities costs through
economies of scale, but any Interconnection Customer may require the
installation of facilities required for its own Generating Facility if it is willing
to pay the costs of those facilities

6.0 A deposit of the good faith estimated Facilities Study costs is required
from the Interconnection Customer. If the unexpended portion of the
Interconnection Facilities study deposit made for the Interconnection
Request exceeds the estimated cost of the Facilities Study, no payment
will be required of the Interconnection Customer.

7.0 In cases where Upgrades are required, the FaciTities Study must be
completed within 45 Business Days of the Utility's receipt of this
Agreement. In cases where no Upgrades are necessary, and the required
facilities are limited to Interconnection Facilities, the Facilities Study must
be completed within 30 Business Days. The period of time for the Utility to
complete the Facilities Study shall be tolled during any period that the
UtiTity has requested information in writing from the Interconnection
Customer necessary to complete the Study and such request is
outstanding.

8.0 Once the Facilities Study is completed, a facilities study report shall be
prepared and transmitted to the Interconnection Customer.

9.0 Any study fees shall be based on the Utility's actual costs and will be
deducted from the interconnection Request study deposit made by the
Interconnection Customer at the time of the Interconnection Request. After
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completed the Utility shall d e l i v e r  a summary of professional 

time. 

10.0 The Interconnection C u s t o m e r  m u s t  pay any s t u d y  costs t h a t  exceed the 

d e p o s i t  without i n t e r e s t  within 20 Business Days of receipt of invoice. If 

the d e p o s i t  exceeds the invoiced fees, and the Interconnection Customer 

withdraws the Interconnection Request, the Utility shall refund such 

e x c e s s  in accordance with Section 6.3.3. of the Standard. 

1 1 . 0  Governing Law. Regulatory Authority. and Rules 

T h e  validity, interpretation a n d  enforcement o f  t h i s  Agreement and each of 

i t s  p r o v i s i o n s  shall be governed by the laws of the State of South Carolina, 

without regard t o  i t s  c o n f l i c t s  of l a w  principles. T h i s  Agreement i s  subject 

to all Applicable Laws a n d  Regulations. Each Party expressly reserves the 

right t o  s e e k  c h a n g e s  in, appeal, o r  otherwise c o n t e s t  a n y  laws, orders, o r  

regulations of a Governmental Authority. 

1 2 . 0  Amendment 

T h e  Parties m a y  amend this Agreement b y  a written instrument duly 

executed by both Parties . 

1 3 . 0  No T h i r d - P a r t y  Beneficiaries 

T h i s  Agreement is n o t  i n t e n d e d  t o  and does not create rights, remedies, o r  

benefits o f  a n y  c h a r a c t e r  whatsoever i n  f a v o r  o f  any persons, 

corporations, associations, o r  entities o t h e r  than the Parties, and the 

obligations herein assumed are s o l e l y  f o r  the use and b e n e f i t  o f  the 

Parties, t h e i r  successors in i n t e r e s t  and where permitted, t h e i r  assigns. 

1 4 . 0  W a i v e r  

14.1 . T h e  failure of a Party t o  this Agreement to insist, on any occasion, 

upon strict performance o f  any provision of this Agreement will not 

be considered a waiver of any obligation, right, or duty of, or imposed 
upon, such Party. 

14.2. Any waiver at any time by either Party of its rights with respect to 
this Agreement shall not be deemed a continuing waiver or a 
waiver with respect to any other failure to comply with any other 
obligation, right, duty of this Agreement. Termination or default of 
this Agreement for any reason by Interconnection Customer shall 
not constitute a waiver of the Interconnection Customer's legal 
rights to obtain an interconnection from the Utility. Any waiver of 
this Agreement shall, if requested, be provided in writing. 
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the study is completed the Utility shall deliver a summary of professional
time.

10.0 The Interconnection Customer must pay any study costs that exceed the
deposit without interest within 20 Business Days of receipt of invoice. If

the deposit exceeds the invoiced fees, and the Interconnection Customer
withdraws the Interconnection Request, the Utility shall refund such
excess in accordance with Section 6.3.3. of the Standard.

11.0 Governin Law Re ulato Author'nd Rules

The validity, interpretation and enforcement of this Agreement and each of
its provisions shall be governed by the laws of the State of South Carolina,
without regard to its conflicts of law principles. This Agreement is subject
to all Applicable Laws and Regulations. Each Party expressly reserves the
right to seek changes in, appeal, or otherwise contest any laws, orders, or
regulations of a Governmental Authority.

12.0 Amendment

The Parties may amend this Agreement by a written instrument duly
executed by both Parties,

13.0 No Third-Part Beneficiaries

This Agreement is not intended to and does not create rights, remedies, or
benefits of any character whatsoever in favor of any persons,
corporations, associations, or entities other than the Parties, and the
obligations herein assumed are solely for the use and benefit of the
Parties, their successors in interest and where permitted, their assigns.

14.0 Waiver

14.1. The failure of a Party to this Agreement to insist, on any occasion,
upon strict performance of any provision of this Agreement will not
be considered a waiver of any obligation, right, or duty of, or imposed
upon, such Party.

14.2. Any waiver at any time by either Party of its rights with respect to
this Agreement shall not be deemed a continuing waiver or a
waiver with respect to any other failure to comply with any other
obligation, right, duty of this Agreement. Termination or default of
this Agreement for any reason by Interconnection Customer shall
not constitute a waiver of the Interconnection Customer's legal
rights to obtain an interconnection from the Utility. Any waiver of
this Agreement shall, if requested, be provided in writing.
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Multiple Counterparts 

T h i s  Agreement m a y  be executed in two o r  more counterparts , each of 

which i s  deemed an original but all constitute one and the same 

instrument. 

16 . 0 No Partnership 

T h i s  Agreement shall not be interpreted o r  construed t o  create an 

association, j o i n t  venture, agency relationship, o r  partnership between the 

Parties o r  t o  impose any partnership obligation o r  partnership l i a b i l i t y  upon 

e i t h e r  Party . N e i t h e r  Party shall have a n y  right, p o w e r  o r  a u t h o r i t y  t o  enter 

into a n y  agreement o r  undertaking f o r , o r  a c t  on behalf of, o r  t o  a c t  a s  o r  

be an agent o r  representative of, o r  to otherwise b i nd, the o t h e r  Party . 

17 . O Severability 

I f  any provision o r  portion of this Agreement shall f o r  any reason be held o r  

adjudged t o  be invalid o r  illegal o r  unenforceable b y  a n y  court of competent 

jurisdiction o r  other Governmental Authority, (1) such portion o r  provision 

shall be deemed separate and independent, (2) the Part i es shall negot i ate 

in good faith to restore i n s o f a r  as practicable the benefits t o  each Party t h a t  

were affected by such ruling, and (3) the remainder of this Agreement shall 

remain in full force and effect. 

18.0 Subcontractors 

Nothing in this Agreement shall prevent a Party from utilizing the services 

o f  a n y  s u b c o n t r a c t o r  as i t  deems appropriate to perform i t s  obligations 

u n d e r  t h i s  Agreement ; provided, however , t h a t  each Party shall require its 

s u b c o n t r a c t o r s  t o  comply with all applicable t e r m s  a n d  conditions o f  t h i s  

Agreement in providing such services and each Party shall remain 

p r i m a r i l y  liable to the other Party f o r  the performance of such 

subcontractor. 

18.1 . T h e  creation of a n y  subcontract relationship shall n o t  relieve the 

hiring P a r t y  of any of i t s  obligations u n d e r  t h i s  Agreement. The 

hiring Party shall be fully responsible t o  t h e  o t h e r  Party f o r  the acts 

o r  omissions of any subcontractor the hiring P a r t y  hires as i f  no 

subcontract had been made ; provided, h o w e v e r , t h a t  in no e v e n t  

shall t h e  Utility be liable f o r  the actions o r  inactions of the 

Interconnection Customer o r  i t s  s u b c o n t r a c t o r s  with respect t o  

obligations o f  the Interconnection C u s t o m e r  u n d e r  this Agreement. 

Any applicable obligation imposed b y  t h i s  Agreement upon the 

hiring Party shall be equally binding upon, and shall be construed 

as having application to , a n y  s u b c o n t r a c t o r  of s u c h  Party. 
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15.0 Multi le Counte arts

This Agreement may be executed in two or more counterparts, each of
which is deemed an original but all constitute one and the same
instrument.

16.0 ~Ne Parinerehi

This Agreement shall not be interpreted or construed to create an
association, joint venture, agency relationship, or partnership between the
Parties or to impose any partnership obligation or partnership liability upon
either Party. Neither Party shall have any right, power or authority to enter
into any agreement or undertaking for, or act on behalf of, or to act as or
be an agent or representative of, or to otherwise bind, the other Party.

17.0 ~Severabili

If any provision or portion of this Agreement shall for any reason be held or
adjudged to be invalid or illegal or unenforceable by any court of competent
jurisdiction or other Governmental Authority, (1) such portion or provision
shall be deemed separate and independent, (2) the Parties shall negotiate
in good faith to restore insofar as practicable the benefits to each Party that
were affected by such ruling, and (3) the remainder of this Agreement shall
remain in full force and effect.

18.0 Subcontractors

Nothing in this Agreement shall prevent a Party from utilizing the services
of any subcontractor as it deems appropriate to perform its obligations
under this Agreement; provided, however, that each Party shall require its
subcontractors to comply with all applicable terms and conditions of this
Agreement in providing such services and each Party shall remain
primarily liable to the other Party for the performance of such
subcontractor.

18.1. The creation of any subcontract relationship shall not relieve the
hiring Party of any of its obligations under this Agreement. The
hiring Party shall be fully responsible to the other Party for the acts
or omissions of any subcontractor the hiding Party hires as if no
subcontract had been made; provided, however, that in no event
shall the Utility be liable for the actions or inactions of the
Interconnection Customer or its subcontractors with respect to
obligations of the Interconnection Customer under this Agreement.
Any applicable obligation imposed by this Agreement upon the
hiring Party shall be equally binding upon, and shall be construed
as having application to, any subcontractor of such Party.
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o b l i g a t i o n s  u n d e r  t h i s  a r t i c l e  w i l l  n o t  b e  l i m i t e d  in a n y  w a y  b y  

a n y  l i m i t a t i o n  o f  s u b c o n t r a c t o r ' s  i n s u r a n c e . 

19.0 Reservation of Rights 

The Utility shall have the right to make a unilateral filing with the 
Commission to modify this Agreement with respect to any rates, terms and 
conditions, charges, or classifications of service, and the Interconnection 
Customer shall have the right to make a unilateral filing with the 
Commission to modify this Agreement; provided that each Party shall 
have the right to protest any such filing by the other Party and to 
participate fully in any proceeding before the Commission in which such 
modifications may be considered. Nothing in this Agreement shall limit the 
rights of the Parties except to the extent that the Parties otherwise agree 
as provided herein. 

IN WITNESS WHEREOF, the Parties have caused this Agreement to be duly 
executed by their duly authorized officers or agents on the day and year first 
above written. 

[Insert name of Utility] pnsert name of Interconnection Customer] 

Signed ---------- Signed -----------

Name (Printed): Name (Printed): 

Title Title 
-----------~ 
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18.2. The obligations under this article will not be limited in any way by
any limitation of subcontractor's insurance.

19.0 Reservation of Ri hts

The Utility shall have the right to make a unilateral filing with the
Commission to modify this Agreement with respect to any rates, terms and
conditions, charges, or classifications of service, and the Interconnection
Customer shall have the right to make a unilateral filing with the
Commission to modify this Agreement; provided that each Party shall
have the right to protest any such filing by the other Party and to
participate fully in any proceeding before the Commission in which such
modifications may be considered. Nothing in this Agreement shall limit the
rights of the Parties except to the extent that the Parties otherwise agree
as provided herein.

IN WITNESS WHEREOF, the Parties have caused this Agreement to be duly
executed by their duly authorized officers or agents on the day and year first
above written.

[Insert name of Utility] insert name of tsasrconnection Custotner]

Oignlf]

Name (Printed): Name (Printed):

Title Title
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Agreement 

Appendix A 

Data t o  B e  P r o v i d e d  b y  t h e  I n t e r c o n n e c t i o n  C u s t o m e r  

w i t h  t h e  F a c i l i t i e s  S t u d y  A g r e e m e n t  

Provide location plan and simplified o n e - l i n e  diagram of the plant and station 

facilities. F o r  staged projects, please indicate future generation, circuits, etc. 

On the one-line diagram, indicate the generation capacity attached a t  

each metering location. (Maximum load on CT/PT) 

On t h e  o n e - l i n e  diagram, indicate the location o f  auxiliary power. 

(Minimum load on CT/PT) Amps 

One s e t  of metering is required f o r  each generation connection to the n e w  ring 

bus o r  existing Utility station. N u m b e r  of generation connections : 

Will an alternate source o f  auxiliary p o w e r  be available d u r i n g  C T / P T  

maintenance? Yes No ---
Will a transfer bus on the generation side of the metering require that each meter 
set be designed for the total plant generation? Yes No __ _ 
(Please indicate on the one-line diagram). 

What type of control system or PLC will be located at the Generating Facility? 

What protocol does the control system or PLC use? 

Please provide a 7.5-minute quadrangle map of the site. Indicate the plant, 
station, distribution line, and property lines. 

Physical dimensions of the proposed interconnection station: 
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Facilities Study Agreement
Appendix A

Data to Be Provided by the Interconnection Customer
with the Facilities Study Agreement

Provide location plan and simplified one-line diagram of the plant and station
facilities. For staged projects, please indicate future generation, circuits, etc.

On the one-line diagram, indicate the generation capacity attached at
each metering location. (Maximum load on CT/PT)

On the one-line diagram, indicate the location of auxiliary power.
(Minimum load on CT/PT) Amps

One set of metering is required for each generation connection to the new ding
bus or existing Utility station. Number of generation connections:

Will an alternate source of auxiliary power be available during CT/PT
maintenance? Yes No

Will a transfer bus on the generation side of the metering require that each meter
set be designed for the total plant generation? Yes No
(Please indicate on the one-line diagram).

What type of control system or PLC will be located at the Generating Facility?

What protocol does the control system or PLC use?

Please provide a 7.5-minute quadrangle map of the site. Indicate the plant,
station, distribution line, and property lines.

Physical dimensions of the proposed interconnection station:
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Utility's System . 

Tower number observed in the field (Painted on tower leg)*: 

Number of third party easements required for lines*: 

* T o  be completed in coordination with Utility. 

Is the Generating Facility located in Utility's service area? 

Yes _ _ _  No _ _ _  If No, please provide name of local provider: 

Please provide the following proposed schedule dates: 

Begin Construction Date : - - - - - - - - - - - - - - - - -

Generator Step - up Transformers 

Receive Back Feed Power D a t e : - - - - - - - - - - - - - - -

Generation Testing D a t e : - - - - - - - - - - - - - - - - -

Commercial Operation D a t e : - - - - - - - - - - - - - - - -
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Bus length from generation to interconnection station:

Line length from interconnection station to Utility's System.

Tower number observed in the field (Painted on tower leg)*:

Number of third party easements required for lines*:

* To be completed in coordination with Utility.

Is the Generating Facility located in Utility's service area?

Yes No If No, please provide name of local provider:

Please provide the following proposed schedule dates:

Begin Construction Date:

Generator Step-up Transformers
Receive Back Feed Power Date:

Generation Testing Date:

Commercial Operation Date:
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SOUTH CAROLINA 

GENERATOR INTERCONNECTION AGREEMENT 

SCGIP Interconnection Agreement 
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SOUTH CAROLINA

GENERATOR INTERCONNECTION AGREEMENT

Attachment 10

SCGIP Interconnection Agreement
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2 0 _ ,  by 

("Utility"), and 

("Interconnection Customer'') each hereinafter sometimes referred to individually 

as "Party" o r  both referred to collectively as the "Parties." 

Utility Information 

Utility: 

Address: 

State: Zip: 

Phone: ______ _ Fax: ------------

Email: --------

Interconnection Customer Information 

Interconnection Customer: 

Attention:----------------------

Address: 

City:--------- State: Zip: __ _ 

Phone: ______ _ Fax: 
-----------~ 

Email: --------

Interconnection Request ID No: _____ _ 

In consideration of the mutual covenants set forth herein, the Parties agree as 
follows: 
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This Interconnection Agreement ("Agreement") is made and entered into this
day

("Utility"), and

("Interconnection Customer" ) each hereinafter sometimes referred to individually
as "Party" or both referred to collectively as the "Parties."

Utility Information

Utility:

Attention:

Address:

City: State: Zip:

Fax:

Interconnection Customer Information

Interconnection Customer.

Address:

State:

Fax:

Interconnection Request ID No:

In consideration of the mutual covenants set forth herein, the Parties agree as
follows:
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1. S c o p e  a n d  L i m i t a t i o n s  o f  A g r e e m e n t  

1 .1 Aoplicability 

This Agreement shall be used f o r  all Interconnection Requests submitted 

under the South Carolina Generator Interconnection Procedures except 

f o r  those submitted under the 20 kW Inverter Process in Section 2 of the 

Standard. 

1.2 Puroose 

T h i s  Agreement governs the t e r m s  and conditions under which the 

Interconnection C u s t o m e r ' s  Generating Facility will interconnect with, and 

operate in parallel with, the Utility's System. 

1.3 No Agreement t o  Purchase or Deliver Power or RECs 

This Agreement does n o t  constitute an agreement t o  purchase o r  deliver 

the Interconnection Customer's p o w e r  o r  Renewable Energy Certificates 

{RECs). T h e  purchase o r  delivery of power, RECs t h a t  might result from 

the operation of the Generating Facility, and o t h e r  services t h a t  the 

Interconnection Customer may require will be covered under separate 

agreements, i f  any. T h e  Interconnection Customer will be responsible f o r  

separately making all necessary arrangements (including scheduling) f o r  

delivery of electricity with the applicable Utility. 

1.4 Limitations 

Nothing in t h i s  Agreement is intended to affect any other agreement 

between the Utility and the Interconnection Customer. 

1.5 Responsibilities o f  t h e  Parties 

1.5.1 The Parties shall perform all obligations of this Agreement in 

accordance with all Applicable Laws and Regulations, Operating 

Requirements, and Good Utility Practice. 

1.5 . 2 The Interconnection Customer shall construct, interconnect, 

operate and maintain its Generating Facility and construct, operate, 

and maintain its Interconnection Facilities in accordance with the 

applicable manufacturer's recommended maintenance schedule, 

and in accordance with this Agreement, and with Good Utility 

Practice. 
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Article 1. Scope and Limitations of Agreement

t.1 A~licabilit

This Agreement shall be used for all Interconnection Requests submitted
under the South Carolina Generator Interconnection Procedures except
for those submitted under the 20 kW Inverter Process in Section 2 of the
Standard.

1.2 Puruose

This Agreement governs the terms and conditions under which the
Interconnection Customer's Generating Facility will interconnect with, and
operate in parallel with, the Utility's System.

1.3 No A reement to Purchase or Deliver Power or RECs

This Agreement does not constitute an agreement to purchase or deliver
the Interconnection Customer's power or Renewable Energy Certificates
(RECs). The purchase or delivery of power, RECs that might result from
the operation of the Generating Facility, and other services that the
Interconnection Customer may require will be covered under separate
agreements, if any. The Interconnection Customer will be responsible for
separately making all necessary arrangements (including scheduling) for
delivery of electricity with the applicable Utility.

1.4 Limitations

Nothing in this Agreement is intended to affect any other agreement
between the Utility and the Interconnection Customer.

1.5 Res onsibilities of the Parties

1.5.1 The Parties shall perform all obligations of this Agreement in
accordance with all Applicable Laws and Regulations, Operating
Requirements, and Good Utility Practice.

1.5.2 The Interconnection Customer shall construct, interconnect,
operate and maintain its Generating Facility and construct, operate,
and maintain its Interconnection Facilities in accordance with the
applicable manufacturer's recommended maintenance schedule,
and in accordance with this Agreement, and with Good Utility
Practice.
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Utility shall construct, operate, and maintain its System and 

Interconnection Facilities in accordance with this Agreement , and 

with Good Utility Practice. 

1 .5.4 T h e  Interconnection Customer agrees to construct its facilities o r  

systems in accordance with applicable specifications that meet o r  

exceed those provided by the National Electrical Safety Code, 

National Electrical Code, the American National Standards Institute, 

IEEE , Underwriters' Laboratories, and Operating Requirements in 

effect a t  the time of construction and other applicable national and 

state codes and standards . T h e  Interconnection Customer agrees 

t o  design, install, maintain, and operate its Generating Facility so as 

t o  reasonably minimize t h e  likelihood o f  a disturbance adversely 

affecting o r  impairing the System o r  equipment of the Utility and 

any Affected Systems. 

1 .5.5 Each Party shall operate, maintain, repair, and inspect, and shall be 

fully responsible f o r  the facilities t h a t  i t  now o r  subsequently may 

own unless otherwise specified in t h e  Appendices to this 

Agreement. Each Party shall be responsible f o r  the safe 

installation, maintenance, repair and condition o f  t h e i r  respective 

lines and appurtenances on t h e i r  respective s i d e s  o f  the p o i n t  o f  

change of ownership. The Utility and the Interconnection Customer , 

as appropriate, shall provide Interconnection Facilities that 

adequately protect the Utility's System, personnel, and o t h e r  

persons from damage and injury. The allocation of responsibility f o r  

the design, installation, operation, maintenance and ownership of 

Interconnection Facilities shall be delineated in the Appendices to 

this Agreement. 

1 . 5.6 The Utility shall coordinate with all Affected Systems to support the 

interconnection. 

1 . 5.7 T h e  Interconnection Customer i s  responsible f o r  reviewing the 

NERC registration requirements, registering when applicable and 

complying with the applicable Electric Reliability Organization 

(ERO) reliability standards. 

1 . 6 Disconnect Switch Required 

The interconnection Customer shall install a manual load-break 

disconnect switch o r  safety switch as a clear visible indication o f  switch 

position between the Utility System and the Interconnection Customer. 

The switch must have padlock provisions f o r  locking in the open position. 

T h e  switch must be visible to, and accessible t o  Utility personnel. T h e  

switch must be in visible sight of where the Utilities' interconnection 
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1.5.3 The Utility shall construct, operate, and maintain its System and
Interconnection Facilities in accordance with this Agreement, and
with Good Utility Practice.

1.5.4 The Interconnection Customer agrees to construct its facilities or
systems in accordance with applicable specifications that meet or
exceed those provided by the National Electrical Safety Code,
National Electrical Code, the Amedcan National Standards Institute,
IEEE, Underwriters'aboratories, and Operating Requirements in
effect at the time of construction and other applicable national and
state codes and standards. The Interconnection Customer agrees
to design, install, maintain, and operate its Generating Facility so as
to reasonably minimize the likelihood of a disturbance adversely
affecting or impairing the System or equipment of the Utility and
any Affected Systems.

1.5.5 Each Party shall operate, maintain, repair, and inspect, and shall be
fully responsible for the facilities that it now or subsequently may
own unless otherwise specified in the Appendices to this
Agreement. Each Party shall be responsible for the safe
installation, maintenance, repair and condition of their respective
lines and appurtenances on their respective sides of the point of
change of ownership. The Utility and the Interconnection Customer,
as appropriate, shall provide Interconnection Facilities that
adequately protect the Utility's System, personnel, and other
persons from damage and injury. The allocation of responsibility for
the design, installation, operation, maintenance and ownership of
Interconnection Facilities shall be delineated in the Appendices to
this Agreement.

1.5.6 The Utility shall coordinate with all Affected Systems to support the
interconnection.

1.5.7 The Interconnection Customer is responsible for reviewing the
NERC registration requirements, registering when applicable and
complying with the applicable Electric Reliability Organization
(ERO) reliability standards.

1.6 Disconnect Switch Re uired

The interconnection Customer shall install a manual load-break
disconnect switch or safety switch as a clear visible indication of switch
position between the Utility System and the Interconnection Customer.
The switch must have padlock provisions for locking in the open position.
The switch must be visible to, and accessible to Utility personnel. The
switch must be in visible sight of where the Utilities'nterconnection
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meet the Interconnection Customer's facilities. T h e  switch must 

be labeled •Generator Disconnect Switch. a The switch may isolate the 
Interconnection Customer and its associated load from the Utility's System 
or disconnect only the Generator from the Utility's System and shall be 
accessible to the Utility at all times. The Utility, in its sole discretion, 
determines if the switch is suitable. 

1. 7 Parallel Operation Obligations 

Once the Generating Facility has been authorized to commence parallel 
operation, the Interconnection Customer shall abide by all rules and 
procedures pertaining to the parallel operation of the Generating Facility in 
the applicable control area, including, but not limited to: 1) any rules and 
procedures concerning the operation of generation set forth in 
Commission-approved tariffs or by the applicable system operator(s) for 
the Utility's System and; 2) the Operating Requirements set forth in 
Appendix 5 of this Agreement. 

1.8 Metering 

The Interconnection Customer shall be responsible for the Utility's 
reasonable and necessary cost for the purchase, installation, operation, 
maintenance, testing, repair, and replacement of metering and data 
acquisition equipment specified in Appendices 2 and 3 of this Agreement. 
The Interconnection Customer's metering (and data acquisition, as 
required) equipment shall conform to applicable industry rules and 
Operating Requirements. 

1.9 Reactive Power 

1 .9.1 The Interconnection Customer shall design its Generating Facility 
to maintain a composite power delivery at continuous rated power 
output at the Point of Interconnection at a power factor within the 
range of 0.95 leading to 0.95 lagging, unless the Utility has 
established different requirements that apply to all similarly situated 
generators in the control area on a comparable basis. The 
requirements of this paragraph shall not apply to wind generators. 

1.9.2 The Utility is required to pay the Interconnection Customer for 
reactive power that the Interconnection Customer provides or 
absorbs from the Generating Facility when the Utility requests the 
Interconnection Customer to operate its Generating Facility outside 
the range specified in Article 1.8.1 or the range established by the 
Utility that applies to all similarly situated generators in the control 
area. In addition, if the Utility pays its own or affiliated generators 
for reactive power service within the specified range, it must also 
pay the Interconnection Customer. 
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facilities meet the Interconnection Customer's facilities. The switch must
be labeled "Generator Oisconnect Switch.." The switch may isolate the
Interconnection Customer and its associated load from the Utility's System
or disconnect only the Generator from the Utility's System and shall be
accessible to the Utility at all times. The Utility, in its sole discretion,
determines if the switch is suitable.

1.7 Parallel 0 eration Obli ations

Once the Generating Facility has been authorized to commence parallel
operation, the Interconnection Customer shall abide by all rules and
procedures pertaining to the parallel operation of the Generating Facility in
the applicable control area, including, but not limited to: 1) any rules and
procedures concerning the operation of generation set forth in
Commission-approved tariffs or by the applicable system operator(s) for
the Utility's System and; 2) the Operating Requirements set forth in
Appendix 5 of this Agreement.

1.8 ~Meterin

The Interconnection Customer shall be responsible for the Utility's
reasonable and necessary cost for the purchase, installation, operation,
maintenance, testing, repair, and replacement of metering and data
acquisition equipment specified in Appendices 2 and 3 of this Agreement.
The Interconnection Customer's metering (and data acquisition, as
required) equipment shall conform to applicable industry rules and
Operating Requirements.

1.9 Reactive Power

1.9.1 The Interconnection Customer shall design its Generating Facility
to maintain a composite power delivery at continuous rated power
output at the Point of Interconnection at a power factor withst the
range of 0.95 leading to 0.95 lagging, unless the Utility has
established different requirements that apply to all similarly situated
generators in the control area on a comparable basis. The
requirements of this paragraph shall not apply to wind generators.

1.9.2 The Utility is required to pay the Interconnection Customer for
reactive power that the Interconnection Customer provides or
absorbs from the Generating Facility when the Utility requests the
Interconnection Customer to operate its Generating Facility outside
the range specified in Article 1.8.1 or the range established by the
Utility that applies to all similarly situated generators in the control
area. In addition, if the Utility pays its own or affiliated generators
for reactive power service within the specified range, it must also
pay the Interconnection Customer.
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shall be in accordance with the Utility's applicable rate 

schedule then in effect unless the provision of such service(s) is 

subject to a regional transmission organization o r  independent 

system operator FERG-approved rate schedule. To the extent that 

no rate schedule i s  in effect at the time the Interconnection Customer 

is required to provide o r  absorb reactive power under this 

Agreement , the Parties agree t o  expeditiously file such rate schedule 

and agree to support any request for waiver of any prior notice 

requirement in order t o  compensate the Interconnection Customer 

from the time service commenced . 

1 . 1 O Capitalized Terms 

Capitalized t e r m s  used herein shall have the meanings specified in the 

Glossary o f  Terms in Attachment 1 of the South Carolina Generator 

Interconnection Procedures o r  t h e  body o f  this Agreement. 

Article 2. 

I n s p e c t i o n ,  T e s t i n g ,  A u t h o r i z a t i o n ,  a n d  R i g h t  o f  A c c e s s  

2.1 Equioment T e s t i n g  and Inspection 

2.1 .1 The Interconnection Customer shall t e s t  and inspect its Generating 

Facility and Interconnection Facilities prior t o  interconnection. The 

Interconnection Customer shall notify the Utility o f  such activities no 

fewer than ten (10) Business Days (or a s  may be agreed t o  by t h e  

Parties) p r i o r  to such testing and inspection. Testing and inspection 

shall o c c u r  on a Business Day, unless otherwise agreed t o  by the 

Parties. T h e  Utility may, a t  the Interconnection Customer's 

expense, send qualified personnel t o  the Generating Facility site t o  

inspect t h e  interconnection and observe the testing. T h e  

Interconnection Customer shall provide the Utility a written t e s t  

report when such testing and inspection is completed. 

2.1.2 The Utility shall provide the Interconnect i on C u s t o m e r  written 

acknowledgment that it has received the Interconnection 

C u s t o m e r ' s  written t e s t  report . Such written acknowledgment shall 

not be deemed to be o r  construed as any representation, 

assurance, guarantee, o r  warranty by the Utility of the safety, 

durability, suitability, or reliability of the Generating Facility o r  any 

associated control, protective , and safety devices owned o r  

controlled b y  the Interconnection Customer o r  the quality of power 

produced by t h e  Generating Facility. If determined necessary by the 

Utility f o r  safe and reliable operation of the Interconnection Facilities 

and/or Generating Facility, the Utility may also initiate its own 

inspection and testing activities at the Interconnection Customer's 
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1.9.3 Payments shall be in accordance with the Utility's applicable rate
schedule then in effect unless the provision of such service(s) is
subject to a regional transmission organization or independent
system operator FERC-approved rate schedule. To the extent that
no rate schedule is in effect at the time the Interconnection Customer
is required to provide or absorb reactive power under this
Agreement, the Parties agree to expeditiously file such rate schedule
and agree to support any request for waiver of any pdior notice
requirement in order to compensate the Interconnection Customer
from the time service commenced.

1.10

Capitalized terms used herein shall have the meanings specified in the
Glossary of Terms in Attachment 1 of the South Carolina Generator
Interconnection Procedures or the body of this Agreement.

Article 2. Inspection, Testing, Authorization, and Right of Access

2.1 E ui mentTestin and lns ection

2.1.1 The Interconnection Customer shall test and inspect its Generating
Facility and Interconnection Facilities prior to interconnection. The
Interconnection Customer shall notify the Utility of such activities no
fewer than ten (10) Business Days (or as may be agreed to by the
Parties) prior to such testing and inspection. Testing and inspection
shall occur on a Business Day, unless otherwise agreed to by the
Parties. The Utility may, at the Interconnection Customer'
expense, send qualified personnel to the Generating Facility site to
inspect the interconnection and observe the testing. The
Interconnection Customer shall provide the Utility a written test
report when such testing and inspection is completed.

2.1.2 The Utility shall provide the Interconnection Customer written
acknowledgment that it has received the Interconnection
Customer's written test report. Such written acknowledgment shall
not be deemed to be or construed as any representation,
assurance, guarantee, or warranty by the Utility of the safety,
durability, suitability, or reliability of the Generating Facility or any
associated control, protective, and safety devices owned or
controlled by the Interconnection Customer or the quality of power
produced by the Generating Facility. If determined necessary by the
Utility for safe and reliable operation of the Interconnection Facilities
and/or Generating Facility, the Utility may also initiate its own
inspection and testing activities at the Interconnection Customer'
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parallel operation of the Generating 

Facility. 

2.2 Authorization Required Prior t o  Parallel Operation 

2.2.1 The Utility shall use Reasonable Efforts t o  list applicable parallel 

operation requirements in Appendix 5 of this Agreement. 

Additionally, the Utility shall notify the Interconnection Customer of 

any changes t o  these requirements as soon as they are known . 

The Utility shall make Reasonable Efforts t o  cooperate with the 

Interconnection Customer in meeting requirements necessary f o r  

the Interconnection Customer t o  commence parallel operations by 

the in-service date. 

2.2.2 The Interconnection Customer shall n o t  operate its Generating 

Facility in parallel with the Utility's System without p r i o r  written 

authorization of the Utility. The Utility will provide such authorization 

once the Utility receives notification that t h e  Interconnection 

Customer has complied with all applicable parallel operation 

requirements, including b u t  n o t  limited t o  additional Operating 

Requirements presented in Appendix 5 o f  this Agreement. Such 

authorization shall not be unreasonably withheld, conditioned, o r  

delayed. 

2.3 Right of Access 

2.3.1 Upon reasonable notice, the Utility may send a qualified person to 

the premises o f  the Interconnection C u s t o m e r  a t  o r  immediately 

before the time the Generating Facility first produces energy t o  

inspect the interconnection, and observe the commissioning of the 

Generating Facility (including any required testing), startup, and 

operation for a period of up to three (3) Business Days a f t e r  initial 

start-up of the unit. In addition, the Interconnection Customer shall 

notify the Utility at least five (5) Business Days p r i o r  t o  conducting 

any on-site verification testing of the Generating Facility. 

2.3.2 Following the initial inspection process described above, at 

reasonable hours, and upon reasonable notice, or a t  any t i m e  

without notice in the event of an emergency o r  hazardous condition, 

the Utility shall have access to the Interconnection Customer's 

premises f o r  any reasonable purpose in connection with the 

performance o f  the obligations imposed on i t  by this Agreement o r  i f  

necessary t o  meet its legal obligation to provide service to its 

customers. 
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expense prior to authorizing parallel operation of the Generating
Facility.

2.2 Authorization Re uired Prior to Parallel 0 eration

2.2.1 The Utility shall use Reasonable Efforts to list applicable parallel
operation requirements in Appendix 5 of this Agreement.
Additionally, the Utility shall notify the Interconnection Customer of
any changes to these requirements as soon as they are known.
The Utility shall make Reasonable Efforts to cooperate with the
Interconnection Customer in meeting requirements necessary for
the Interconnection Customer to commence parallel operations by
the in-service date.

2.2.2 The Interconnection Customer shall not operate its Generating
Facility in parallel with the Utility's System without prior wditten
authorization of the Utility. The Utility will provide such authorization
once the Utility receives notification that the Interconnection
Customer has complied with all applicable parailel operation
requirements, including but not limited to additional Operating
Requirements presented in Appendix 5 of this Agreement. Such
authorization shall not be unreasonably withheld, conditioned, or
delayed.

2.3 t~iht ct Access

2.3.1 Upon reasonable notice, the Utility may send a qualified person to
the premises of the Interconnection Customer at or immediately
before the time the Generating Facility first produces energy to
inspect the interconnection, and observe the commissioning of the
Generating Facility (including any required testing), startup, and
operation for a period of up to three (3) Business Days after initial
start-up of the unit. In addition, the Interconnection Customer shall
notify the Utility at least five (5) Business Days prior to conducting
any on-site verification testing of the Generating Facility.

2.3.2 Following the initial inspection process described above, at
reasonable hours, and upon reasonable notice, or at any time
without notice in the event of an emergency or hazardous condition,
the Utility shall have access to the Interconnection Customer'
premises for any reasonable purpose in connection with the
performance of the obligations imposed on it by this Agreement or if

necessary to meet its legal obligation to provide service to its
customers.
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shall be responsible f o r  i t s  own costs associated with 

following t h i s  Article. 

Article 3. Effective Date, Term, Termination, and Disconnection 

3. 1 Effective Date 

This Agreement shall become effective upon execution by the Parties. 

3.2 Term of Agreement 

This Agreement shall become effective on the Effective Date and shall 
remain in effect for a period of ten (10) years from the Effective Date or 
such other tonger period as the Interconnection Customer may request 
and shall be automatically renewed for each successive one-year period 
thereafter, unless terminated earlier in accordance with Article 3.3 of this 
Agreement. 

3.3 Termination 

No termination shall become effective until the Parties have complied with 
all Applicable Laws and Regulations applicable to such termination. 

3.3.1 The Interconnection Customer may terminate this Agreement at 
any time by giving the Utility 20 Business Days written notice and 
physically and permanently disconnecting the Generating Facility 
from the Utility's System. 

3.3.2 The Utility may terminate this Agreement for failure to comply with 
the requirements of Article 7.1.2 or Article 7.1.3. 

3.3.3 Either Party may terminate this Agreement after Default pursuant to 
Article 7.6. 

3.3.4 Upon termination of this Agreement, the Generating Facility will be 
disconnected from the Utility's System. All costs required to 
effectuate such disconnection shall be borne by the terminating 
Party, unless such termination resulted from the non-terminating 
Party's Default of this Agreement or such non-terminating Party 
otherwise is responsible for these costs under this Agreement. 

3.3.5 The termination of this Agreement shall not relieve either Party of 
its liabilities and obligations, owed or continuing at the time of the 
termination, including any remaining term requirements for payment 
of Charges that are billed under a monthly payment option as 
prescribed in Article 6. 
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2.3.3 Each Party shall be responsible for its own costs associated with
following this Article.

Article 3. Effective Date, Term, Termination, and Disconnection

3.1 Effective Date

This Agreement shall become effective upon execution by the Parties.

3.2 Term of A reement

This Agreement shall become effective on the Effective Date and shall
remain in effect for a period of ten (10) years from the Effective Date or
such other tonger period as the Interconnection Customer may request
and shall be automatically renewed for each successive one-year period
thereafter, unless terminated earlier in accordance with Article 3.3 of this
Agreement.

3.3 Termination

No termination shall become effective until the Parties have complied with
all Applicable Laws and Regulations applicable to such termination.

3.3.1 The Interconnection Customer may terminate this Agreement at
any time by giving the Utility 20 Business Days written notice and
physically and permanently disconnecting the Generating Facility
from the Utility's System.

3.3.2 The Utility may terminate this Agreement for failure to comply with
the requirements of Article 7.1.2 or Article 7.1.3.

3.3.3 Either Parly may terminate this Agreement after Default pursuant to
Article 7.6.

3.3.4 Upon termination of this Agreement, the Generating Facility will be
disconnected from the Utility's System. All costs required to
effectuate such disconnection shall be borne by the terminating
Party, unless such termination resulted from the non-terminating
Party's Default of this Agreement or such non-terminating Party
otherwise is responsible for these costs under this Agreement.

3.3.5 The termination of this Agreement shall not relieve either Party of
its liabilities and obligations, owed or continuing at the time of the
termination, induding any remaining term requirements for payment
of Charges that are billed under a monthly payment option as
prescribed in Article 6.
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article shall survive termination o r  expiration 

of t h i s  Agreement. 

3.4 Temporary Disconnection 

Temporary disconnection shall continue only f o r  so long as reasonably 

necessary u n d e r  Good Utility Practice . 

3 . 4 . 1 Isolating o r  Disconnecting the Generating Facility 

The Utility may i s o l a t e  the Interconnection Customer ' s premises 

a n d / o r  Generating Facility from the Utility

1s System when necessary 
in order to construct. install, repair, replace, remove, investigate or 
inspect any of the Utility's equipment or part of Utility's System; or if 
the Utility determines that isolation of the Interconnection 
Customer's premises and/or Generating Facility from the Utility's 
System is necessary because of emergencies, forced outages, 
force majeure or compliance with prudent electrical practices. 
Whenever feasible, the Utility shall give the Interconnection 
Customer reasonable notice of the isolation of the Interconnection 
Customer's premises and/or Generating Facility from the Utility's 
System. 

Notwithstanding any other provision of this Agreement, if at any 
time the Utility determines that the continued operation of the 
Generating Facility may endanger either (1) the Utility1s personnel 
or other persons or property or (2) the integrity or safety of the 
Utility's System, or otherwise cause unacceptable power quality 
problems for other electric consumers, the Utility shall have the 
right to isolate the Interconnection Customer's premises and/or 
Generating Facility from the Utility's System. 

3.4.2 Emergency Conditions 

Under Emergency Conditions, the Utility may immediately suspend 
interconnection service and temporarily disconnect the Generating 
Facility. The Utility shall notify the Interconnection Customer 
promptly when it becomes aware of an Emergency Condition that 
may reasonably be expected to affect the Interconnection 
Customer's operation of the Generating Facility. The 
Interconnection Customer shall notify the Utility promptly when it 
becomes aware of an Emergency Condition that may reasonably 
be expected to affect the Utility's System or any Affected Systems. 
To the extent information is known, the notification shall describe 
the Emergency Condition, the extent of the damage or deficiency, 
the expected effect on the operation of both Parties' facilities and 
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3.3.6 The provisions of this article shall survive termination or expiration
of this Agreement.

3.4 Tem ora Disconnection

Temporary disconnection shall continue only for so long as reasonably
necessary under Good Utility Practice.

3.4.1 Isolatin or Disconnectin the Generatin Facilit

The Utility may isolate the Interconnection Customer's premises
and/or Generating Facility from the Utility's System when necessary
in order to construct, install, repair, replace, remove, investigate or
inspect any of the Utility's equipment or part of Utility's System; or if
the Utility determines that isolation of the Interconnection
Customer's premises and/or Generating Facility from the Utility's
System is necessary because of emergencies, forced outages,
force majeure or compliance with prudent electrical practices.
Whenever feasible, the Utility shall give the Interconnection
Customer reasonable notice of the isolation of the Interconnection
Customer's premises and/or Generating Facility from the Utility's
System.

Notwithstanding any other provision of this Agreement, if at any
time the Utility determines that the continued operation of the
Generating Facility may endanger either (1) the Utility's personnel
or other persons or property or (2) the integrity or safety of the
Utility's System, or otherwise cause unacceptable power quality
problems for other electric consumers, the Utility shall have the
right to isolate the Interconnection Customer's premises and/or
Generating Facility from the Utility's System.

3.4.2 Eme enc Conditions

Under Emergency Conditions, the Utility may immediately suspend
interconnection service and temporarily disconnect the Generating
Facility. The Utility shall notify the interconnection Customer
promptly when it becomes aware of an Emergency Condition that
may reasonably be expected to affect the Interconnection
Customer's operation of the Generating Facility. The
Interconnection Customer shall notify the Utility promptly when it
becomes aware of an Emergency Condition that may reasonably
be expected to affect the Utility's System or any Affected Systems.
To the extent information is known, the notification shall describe
the Emergency Condition, the extent of the damage or deficiency,
the expected effect on the operation of both Parties'acilities and
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Utility may interrupt interconnection service or curtail the output 

o f  the Generating Facility and temporarily disconnect the 

Generating Facility from the Utility's System when necessary for 

routine maintenance, construction, and repairs on the U t i l i t y ' s  

System. The Utility shall make best efforts to provide the 

Interconnection C u s t o m e r  reasonable notice p r i o r  t o  such 

interruption. The Utility shall use Reasonable Efforts t o  coordinate 

such reduction or temporary disconnection with the Interconnection 

Customer. 

3.4.4 Forced Outages 

During any forced outage, the Utility may suspend interconnection 

service t o  effect immediate repairs on the Utility's System . The 

Utility shall use Reasonable Efforts t o  provide the Interconnection 

Customer with p r i o r  notice. If p r i o r  notice i s  not given, the Utility 

shall, upon request, provide the Interconnection Customer written 

documentation after the fact explaining the circumstances of the 

disconnection. 

3.4.5 Adverse Operating Effects 

The Utility shall n o t i f y  the Interconnection C u s t o m e r  as soon as 

practicable if, based on Good Utility Practice, operation of the 

Generating Facility may cause disruption or deterioration of service 

to other customers served from the same e l e c t r i c  system, o r  i f  

operating the Generating Facility could cause damage t o  the 

Utility's System o r  Affected Systems. Supporting documentation 

used t o  reach the decision t o  disconnect shall be provided t o  the 

Interconnection Customer upon request. If, a f t e r  notice, the 

Interconnection Customer fails t o  remedy the adverse operating 

effect within a reasonable time, the Utility m a y  disconnect the 

Generating Facility. T h e  Utility shall make best efforts t o  provide t h e  

Interconnection Customer reasonable notice o f  such disconnection, 

unless the provisions of Article 3.4.1 apply. 

3.4.6 Failure to Maintain Compliance with Operating Requirements 

The Utility may disconnect from the Utility's System any Generating 

Facility determined to be malfunctioning, or not in compliance with 

this Standard or Operating Requirements. The Interconnection 
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operations, its anticipated duration, and the necessary corrective
action.

3.4.3 Routine Maintenance Construction and Re air

The Utility may interrupt interconnection service or curtail the output
of the Generating Facility and temporarily disconnect the
Generating Facility from the Utility's System when necessary for
routine maintenance, construction, and repairs on the Utility's
System. The Utility shall make best efforts to provide the
Interconnection Customer reasonable notice prior to such
interruption. The Utility shall use Reasonable Efforts to coordinate
such reduction or temporary disconnection with the Interconnection
Customer.

3.4.4 ~Forced Outa ee

During any forced outage, the Utility may suspend interconnection
service to effect immediate repairs on the Utility's System. The
Utility shall use Reasonable Efforts to provide the Interconnection
Customer with prior notice. It prior notice is not given, the Utility
shall, upon request, provide the Interconnection Customer written
documentation after the fact explaining the circumstances of the
disconnection.

3.4.5 Adverse 0 eratin Effects

The Utility shall notify the Interconnection Customer as soon as
practicable if, based on Good Utility Practice, operation of the
Generating Facility may cause disruption or deterioration of service
to other customers served from the same electric system, or if

operating the Generating Facility could cause damage to the
Utility's System or Affected Systems. Supporting documentation
used to reach the decision to disconnect shall be provided to the
Interconnection Customer upon request. If, after notice, the
Interconnection Customer fails to remedy the adverse operating
effect within a reasonable time, the Utility may disconnect the
Generating Facility. The Utility shall make best efforts to provide the
Interconnection Customer reasonable notice of such disconnection,
unless the provisions of Article 3.4.1 apply.

3.4.6 Failure to Maintain Com liance with 0 eratin Re uirements

The Utility may disconnect from the Utility's System any Generating
Facility determined to be malfunctioning, or not in compliance with
this Standard or Operating Requirements. The Interconnection
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compliance with t h i s  Agreement o r  

Operating Requirements before the Generating Facility will be 

reconnected. 

3.4.7 Modification of the Generating Facility 

T h e  Interconnection C u s t o m e r  m u s t  receive written authorization 

from the Utility before making a n y  Material Modification o r  a n y  other 

change t o  the Generating Facility t h a t  m a y  have a material impact 

on the safety o r  reliability of the U t i l i t y ' s  System. Such authorization 

shall n o t  be unreasonably withheld. Modifications shall be done in 

accordance with Good Utility Practice. I f  the Interconnection 

C u s t o m e r  m a k e s  such modification w i t h o u t  the Utility's p r i o r  written 

authorization, the l a t t e r  shall have the right t o  temporarily 

d i s c o n n e c t  the Generating Facility. 

3 . 4 . 8 Reconnection 

Article 4. 

The Parties shall cooperate with each o t h e r  to restore the 

Generating Facility, Interconnection Facilities, and the Utility's 

System to t h e i r  normal operating state as soon as reasonably 

practicable f o l l o w i n g  a t e m p o r a r y  o r  emergency disconnection. 

C o s t  R e s p o n s i b i l i t y  f o r  I n t e r c o n n e c t i o n  F a c i l i t i e s  a n d  

D i s t r i b u t i o n  U p g r a d e s  

4.1 Interconnection Facilities 

4.1.1 T h e  Interconnection C u s t o m e r  shall pay for the c o s t  o f  the 

Interconnection Facilities itemized in Appendix 2 of t h i s  Agreement. 

T h e  Utility shall provide a b e s t  estimate cost, including overheads, 

f o r  t h e  purchase and construction of i t s  Interconnection Facilities 

and provide a d e t a i l e d  itemization o f  such costs. Costs associated 

with Interconnection Facilities m a y  be shared with o t h e r  entities t h a t  

m a y  b e n e f i t  from such facilities by agreement of the Interconnection 

Customer, such o t h e r  entities, and t h e  Utility. 

4.1.2 The Interconnection Customer shall be responsible f o r  its share of all 

reasonable expenses, including overheads, associated with 

(1) owning, operating, maintaining, repairing, and replacing its own 

Interconnection Facilities, and (2) operating, maintaining, repairing, 

and replacing the Utility's Interconnection Facilities. 
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Customer must provide proof of compliance with this Agreement or
Operating Requirements before the Generating Facility will be
reconnected.

3.4.7 Modification of the Generatin Facili

The Interconnection Customer must receive written authorization
from the Utility before making any Material Modification or any other
change to the Generating Facility that may have a material impact
on the safety or reliability of the Utility's System. Such authorization
shall not be unreasonably withheld. Modifications shall be done in
accordance with Good Utility Practice. If the Interconnection
Customer makes such modification without the Utility's prior written
authorization, the latter shall have the right to temporarily
disconnect the Generating Facility.

3.4.8 Reconnection

The Parties shall cooperate with each other to restore the
Generating Facility, Interconnection Facilities, and the Utility's
System to their normal operating state as soon as reasonably
practicable following a temporary or emergency disconnection.

Article 4. Cost Responsibility for Interconnection Facilities and
Distribution Upgrades

4.1 Interconnection Facilities

4.1.1 The Interconnection Customer shall pay for the cost of the
Interconnection Facilities itemized in Appendix 2 of this Agreement.
The Utility shall provide a best estimate cost, including overheads,
for the purchase and construction of its Interconnection Facilities
and provide a detailed itemization of such costs. Costs associated
with Interconnection Facilities may be shared with other entities that
may benefit from such facilities by agreement of the Interconnection
Customer, such other entities, and the Utility.

4.1.2 The Interconnection Customer shall be responsible for its share of all
reasonable expenses, including overheads, associated with
{1) owning, operating, maintaining, repairing, and replacing its own
Interconnection Facilities, and (2) operating, maintaining, repairing,
and replacing the Utility's Interconnection Facilities.

SCGIP Interconnection Agreement 10

hope.adams
Typewritten Text
Order Exhibit 1
Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 92 of 114



Utility shall design, procure, construct, install, and own the Distribution 

Upgrades described in Appendix 6 of this Agreement. The actual cost of 

the Distribution Upgrades, including overheads, on-going operations, 

maintenance, repair, and replaremert, shall be directly assigned to the 
Interconnection Customer. 

Article 5. Cost Responsibility for Network Upgrades 

5.1 Applicability 

No portion of this Article 5 shall apply unless the interconnection of the 
Generating Facility requires Network Upgrades. 

5.2 Network Upgrades 

The Utility shall design, procure, construct, install, and own the Network 
Upgrades described in Appendix 6 of this Agreement. The cost of the 
Network Upgrades, including overheads, on-going operations, 
maintenance, repair, and replarement shall be borne by the Interconnection 
Customer. 

Article 6. Billing, Payment, Milestones, and Financial Security 

6.1 Billing and Payment Procedures and Final Accounting 

The Interconnection Customer shall pay 100% of required Interconnection 
Facilities, and any other charges as required in Appendix 2 pursuant to the 
milestones specified in Appendix 4. The Interconnection Customer shall 
pay 100% of required Upgrades and any other charges as required in 
Appendix 6 pursuant to the milestones specified in Appendix 4. Upon 
receipt of 100% of the foregoing pre-payment charges, the payment is not 
refundable due to cancellation of the Interconnection Request for any 
reason. 

6.1.1 If implemented by the Utility or requested by the Interconnection 
Customer in writing within 15 Business Days of the Utility 
completing the construction and installation of the Utility's 
Interconnection Facilities and/or Upgrades described in the 
Appendices to this Agreement, the Utility shall provide the 
Interconnection Customer a final accounting report within 60 
Business Days addressing any difference between (1) the 
Interconnection Customer's cost responsibility for the actual cost of 
such facilities or Upgrades, and (2) the Interconnection Customer's 
previous aggregate payments to the Utility for such facilities or 
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4.2 Distribution U rades

The Utility shall design, procure, construct, install, and own the Distribution
Upgrades described in Appendix 6 of this Agreement. The actual cost of
the Distribution Upgrades, including overheads, on-going operations,
maintenance, repair, and repkltsvnert, shall be directly assigned to the
Interconnection Customer.

Article 5. Cost Responsibility for Network Upgrades

5.1 ~Aglicabilitif

No portion of this Article 5 shall apply unless the interconnection of the
Generating Facility requires Network Upgrades.

5.2

The Utility shall design, procure, co~ install, and own the Network
Upgrades described in Appendix 6 of this Agreement The cost of the
Network Upgrades, including overheads, on-going operations,
maintenance, repair, and iepktcement shall be borne by the Interconnection
Customer.

Article 6. Billing, Payment, Milestones, and Financial Security

6.1I Billin and Pa ment Procedures and Final Accounti

The Interconnection Customer shall pay 100'/o of required Interconnection
Facilities, and any other charges as required in Appendix 2 pursuant to the
milestones specified in Appendix 4. The Interconnection Customer shall
pay 100/o of required Upgrades and any other charges as required in

Appendix 6 pursuant to the milestones specified in Appendix 4. Upon
receipt of 100'/o of the foregoing pre-payment charges, the payment is not
refundable due to cancellation of the Interconnection Request for any
reason.

6.1.1I If implemented by the UtiTity or requested by the Interconnection
Customer in writing within 15 Business Days of the Utility
completing the construction and installation of the Utility's
Interconnection Facilities and/or Upgrades described in the
Appendices to this Agreement, the Utility shall provide the
Interconnection Customer a final accounting report within 60
Business Days addressing any difference between (1) the
Interconnection Customer's cost responsibility for the actual cost of
such facilities or Upgrades, and (2) the Interconnection Customer'
previous aggregate payments to the Utility for such facilities or
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I f  the Interconnection Customer's cost responsibility 

exceeds its previous aggregate payments, the Utility shall invoice 

the Interconnection Customer f o r  the amount due and the 

Interconnection Customer shall make payment to the Utility within 

20 Business Days . If the Interconnection Customer's previous 

aggregate payments exceed its cost responsibility u n d e r  this 

Agreement, the Utility shall refund to the Interconnection C u s t o m e r  

an amount equal to the difference within 2 0  Business Days of the 

final accounting report . I f  necessary and appropriate a s  a result of 

the final accounting, the Utility may also adjust the monthly charges 

set forth in Appendix 2 o f  the Interconnection Agreement. 

6.1.2 T h e  Utility shall bill the Interconnection Customer f o r  the costs 

associated with operating, maintaining, repairing and replacing the 

Utility's System Upgrades, as set forth in Appendix 6 o f  this 

Agreement. T h e  Utility shall bill the Interconnection C u s t o m e r  f o r  

the costs of commissioning and inspection o f  the Interconnection 

Customer's Interconnection Facilities and for providing the Utility's 

Interconnection Facilities including the costs f o r  on-going 

operations , maintenance, repair and replacement of the Utility's 

Interconnection Facilities u n d e r  a Utility rate schedule, tariff, r i d e r  o r  

service regulation providing f o r  extra facilities or additional f a c i l i t i e s  

charges, as set forth in Appendix 2 o f  this Agreement, such monthly 

charges to continue throughout the entire life of the interconnection. 

6 . 2 Milestones 

T h e  Parties shall agree on milestones f o r  which each Party i s  responsible 

and l i s t  them in Appendix 4 o f  this Agreement. A Party's obligations under 

this provision may be extended b y  agreement, except f o r  timing f o r  

Payment o r  Financial Security-related requirements set forth in the 

milestones, which shall adhere t o  Section 5 . 2 . 4  o f  the Standards. I f  a 

Party anticipates that i t  will be unable t o  meet a milestone f o r  a n y  reason 

o t h e r  than a Force Majeure Event, i t  shall immediately n o t i f y  t h e  o t h e r  

Party of t h e  reason(s) for not meeting the milestone and (1) propose the 

earliest reasonable alternate date by which i t  can attain this and future 

milestones, and (2) request appropriate amendments t o  Appendix 4. T h e  

Party affected by the failure t o  meet a milestone shall not unreasonably 

withhold agreement t o  such an amendment unless (1) i t  will suffer 

significant uncompensated economic o r  operational harm from the delay, 

(2) the delay will materially a f f e c t  the schedule of another Interconnection 

Customer with subordinate Queue Position, (3) attainment o f  the same 

milestone has previously been delayed, o r  (4) i t  has reason t o  believe t h a t  

the delay in meeting the milestone is intentional or unwarranted 

notwithstanding the circumstances explained by the Party proposing the 

amendment. 
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Upgrades. If the Interconnection Customer's cost responsibility
exceeds its previous aggregate payments, the Utility shall invoice
the Interconnection Customer for the amount due and the
Interconnection Customer shall make payment to the Utility within
20 Business Days. If the Interconnection Customer's previous
aggregate payments exceed its cost responsibility under this
Agreement, the Utility shall refund to the Interconnection Customer
an amount equal to the difference within 20 Business Days of the
final accounting report. If necessary and appropriate as a result of
the final accounting, the Utility may also adjust the monthly charges
set forth in Appendix 2 of the Interconnection Agreement.

6.1.2 The Utility shall bill the Interconnection Customer for the costs
associated with operating, maintaining, repairing and replacing the
Utility's System Upgrades, as set forth in Appendix6 of this
Agreement. The Utility shall bill the Interconnection Customer for
the costs of commissioning and inspection of the Interconnection
Customer's Interconnection Facilities and for providing the Utility's
Interconnection Facilities including the costs for on-going
operations, maintenance, repair and replacement of the Utility's
Interconnection Facilities under a Utility rate schedule, tariff, rider or
service regulation providing for extra facilities or additional facilities
charges, as set forth in Appendix 2 of this Agreement, such monthly
charges to continue throughout the entire life of the interconnection.

6.2 Milestones

The Parties shall agree on milestones for which each Party is responsible
and list them in Appendix 4 of this Agreement. A Party's obligations under
this provision may be extended by agreement, except for timing for
Payment or Financial Security-related requirements set forth in the
milestones, which shall adhere to Section 5.2.4 of the Standards. If a
Party anticipates that it will be unable to meet a milestone for any reason
other than a Force Majeure Event, it shall immediately notify the other
Party of the reason(s) for not meeting the milestone and (1) propose the
earliest reasonable alternate date by which it can attain this and future
milestones, and (2) request appropdiate amendments to Appendix 4. The
Party affected by the failure to meet a milestone shall not unreasonably
withhold agreement to such an amendment unless (1) it will suffer
significant uncompensated economic or operational harm from the delay,
(2) the delay will materially affect the schedule of another Interconnection
Customer with subordinate Queue Position, (3) attainment of the same
milestone has previously been delayed, or (4) it has reason to believe that
the delay in meeting the milestone is intentional or unwarranted
notwithstanding the circumstances explained by the Party proposing the
amendment.
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Milestones Appendix 4, the 

Interconnection Customer shall provide the Utility a l e t t e r  of credit or o t h e r  

financial security arrangement t h a t  i s  reasonably acceptable t o  the Utility 

and is consistent with the Uniform Commercial Code of South Carolina. 

Such security f o r  payment shall be in an amount sufficient t o  cover t h e  

costs f o r  constructing, designing, procuring, and installing the applicable 

portion of the Utility's Interconnection Facilities and Upgrades and shall be 

reduced on a dollar-for-dollar basis f o r  payments made to the Utility under 

this Agreement during its term. In addition: 

6.3.1 The guarantee must be made by an entity t h a t  meets the 

creditworthiness requirements of the Utility, and contain terms and 

conditions that guarantee payment of any amount that may be due 

from the Interconnection Customer, up to an agreed-to maximum 

amount. 

6.3.2 The l e t t e r  o f  c r e d i t  m u s t  be issued b y  a financial institution or 

insurer reasonably acceptable t o  the Utility a n d  must specify a 

reasonable expiration date. 

6.3.3 The Utility may waive the security requirements i f  its c r e d i t  policies 

show t h a t  the financial risks involved are de minimus, o r  if the 

U t i l i t y ' s  policies allow the acceptance of an alternative showing o f  

credit-worthiness from the Interconnection Customer. 

Article 7. Assignment, Liability, Indemnity, Force Majeure, Consequential 
Damages, and Default 

7 .1 Assignment 

7.1.1 The Interconnection Customer shall notify the Utility of the pending 
sale of an existing Generation Facility in writing. The 
Interconnection Customer shall provide the Utility with information 
regarding whether the sale is a change of ownership of the 
Generation Facility to a new legal entity, or a change of control of 
the existing legal entity. 

7.1.2 The Interconnection Customer shall promptly notify the Utility of the 
final date of sale and transfer date of ownership in writing. The 
purchaser of the Generation Facility shall confirm to the Utility the 
final date of sale and transfer date of ownership in writing 

7 .1 .3 This Agreement shall not survive the transfer of ownership of the 
Generating Facility to a new legal entity owner. The new owner 
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6.3 Financial Securit Arran ements

Pursuant to the Interconnection Agreement Milestones Appendix 4, the
Interconnection Customer shall provide the Utility a letter of credit or other
financial security arrangement that is reasonably acceptable to the Utility
and is consistent with the Uniform Commercial Code of South Carolina.
Such security for payment shall be in an amount sufficient to cover the
costs for constructing, designing, procuring, and installing the applicable
portion of the Utility's Interconnection Facilities and Upgrades and shall be
reduced on a dollar-for-dollar basis for payments made to the Utility under
this Agreement during its term. In addition:

6.3.1 The guarantee must be made by an entity that meets the
creditworthiness requirements of the Utility, and contain terms and
conditions that guarantee payment of any amount that may be due
from the Interconnection Customer, up to an agreed-to maximum
amount.

6.3.2 The letter of credit must be issued by a financial institution or
insurer reasonably acceptable to the Utility and must specify a
reasonable expiration date.

6.3.3 The Utility may waive the security requirements if its credit policies
show that the financial risks involved are de minimus, or if the
Utility's policies allow the acceptance of an alternative showing of
credit-worthiness from the Interconnection Customer.

Article 7. Assignment, Liability, Indemnity, Force Majeure, Consequential
Damages, and Default

7.t ~Assi nment

7.1.1 The Interconnection Customer shall notify the Utility of the pending
sale of an existing Generation Facility in writing. The
Interconnection Customer shall provide the Utility with information
regarding whether the sale is a change of ownership of the
Generation Facility to a new legal entity, or a change of control of
the existing legal entity.

7.1.2 The Interconnection Customer shall promptly notify the Utility of the
final date of sale and transfer date of ownership in writing. The
purchaser of the Generation Facility shall confirm to the Utility the
final date of sale and transfer date of ownership in writing

7.1.3 This Agreement shall not survive the transfer of ownership of the
Generating Facility to a new legal entity owner. The new owner
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complete a n e w  Interconnection Request and submit i t  to the 

Utility within 20 Business Days of the t r a n s f e r  of ownership o r  the 

Utility's Interconnection Facilities shall be removed o r  disabled and 

the Generating Facility disconnected f r o m  the U t i l i t y ' s  System. T h e  

Utility shall n o t  s t u d y  o r  i n s p e c t  the Generating Facility unless the 

n e w  owner's Interconnection Request indicates that a Material 

Modification h a s  occurred o r  i s  proposed. 

7.1.4 T h i s  Agreement shall survive a change of control o f  the Generating 

Facility' legal e n t i t y  owner. where only the c o n t a c t  information in the 

Interconnection Agreement must be modified. The n e w  o w n e r  must 

complete a n e w  Interconnection Request and submit i t  t o  the Utility 

within 2 0  Business Days o f  the change of control a n d  provide the 

new c o n t a c t  information . T h e  Utility s h a l l  n o t  s t u d y  o r  inspect the 

Generating Facility unless the n e w  o w n e r ' s  Interconnection 

Request indicates t h a t  a Material Modification has occurred o r  is 

proposed. 

7. 1 .5 The Interconnection C u s t o m e r  shall have the right t o  assign t h i s  

Agreement. without the consent o f  the Utility, f o r  c o l l a t e r a l  security 

purposes t o  aid in providing financing f o r  the Generating Facility, 

provided that the Interconnection C u s t o m e r  will promptly n o t i f y  the 

Utility of a n y  such assignment. Assignment shall n o t  relieve a Party 

of i t s  obligations, n o r  shall a Party's obligations be enlarged, in 

whole o r  in part, by reason thereof. 

7.1.6 Any attempted assignment that violates this article is void and 

ineffective. 

7 . 2 Limitation of Liability 

Each P a r t y ' s  liability t o  the o t h e r  Party f o r  any loss, cost, claim, injury, 

liability, o r  expense, including reasonable attorney's fees, relating t o  o r  

arising f r o m  a n y  a c t  o r  omission in i t s  performance o f  this Agreement, 

shall be limited t o  the amount o f  d i r e c t  damage actually incurred. In no 

event s h a l l  e i t h e r  Party be liable t o  the o t h e r  Party f o r  any indirect, special, 

incidental, consequential, o r  punitive damages of any kind, except as 

authorized b y  t h i s  Agreement. 

7 . 3  Indemnity 

7.3.1 T h i s  provision protects each Party from liability incurred t o  third 

parties as a result of carrying o u t  the provisions of this Agreement. 

Liability u n d e r  t h i s  provision is e x e m p t  from the general l i m i t a t i o n s  

on l i a b i l i t y  found in Article 7.2. 
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must complete a new Interconnection Request and submit it to the
Utility within 20 Business Days of the transfer of ownership or the
Utility's Interconnection Facilities shall be removed or disabled and
the Generating Facility disconnected from the Utility's System. The
Utility shall not study or inspect the Generating Facility unless the
new owner's Interconnection Request indicates that a Material
Modification has occurred or is proposed.

7.1.4 This Agreement shall survive a change of control of the Generating
Facility'egal entity owner, where only the contact information in the
Interconnection Agreement must be modified. The new owner must
complete a new Interconnection Request and submit it to the Utility
within 20 Business Days of the change of control and provide the
new contact information. The Utility shall not study or inspect the
Generating Facility unless the new owner's Interconnection
Request indicates that a Material Modification has occurred or is
proposed.

7.1.5 The Interconnection Customer shall have the right to assign this
Agreement, without the consent of the Utility, for collateral security
purposes to aid in providing financing for the Generating Facility,
provided that the Interconnection Customer will promptly notify the
Utility of any such assignment. Assignment shall not relieve a Party
of its obligations, nor shall a Party's obligations be enlarged, in
whole or in part, by reason thereof.

7.1.6 Any attempted assignment that violates this article is void and
ineffective.

Each Party's liability to the other Party for any loss, cost, claim, injury,
liability, or expense, including reasonable attorney's fees, relating to or
arising from any act or omission in its performance of this Agreement,
shall be limited to the amount of direct damage actually incurred. In no
event shall either Party be liable to the other Party for any indirect, special,
incidental, consequential, or punitive damages of any kind, except as
authorized by this Agreement.

7.3 Inde~nini

7.3.1 This provision protects each Party from liability incurred to third
parties as a result of carrying out the provisions of this Agreement.
Liability under this provision is exempt from the general limitations
on liability found in Article 7.2.
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Parties shall a t  all times indemnify , defend, and save the o t h e r  

Party harmless from, any and all damages, losses, claims , 

including claims and actions relating to injury t o  o r  death of any 

person or damage to property, demand, suits, recoveries, c o s t s  and 

expenses, court costs, attorney fees, and all other obligations by o r  

to third parties, arising o u t  of or resulting from the o t h e r  Party's 

action o r  inaction o f  its obligations under this Agreement on behalf 

of the indemnifying Party, except in cases of gross negligence o r  

intentional wrongdoing by the indemnified Party. 

7 . 3 . 3 If an indemnified Party is entitled t o  indemnification under this 

Article a s  a result of a claim b y  a third party , and the indemnifying 

Party fails, after notice and reasonable opportunity to proceed 

under this Article, t o  assume the defense of such claim, such 

indemnified Party may at the expense o f  the indemnifying Party 

contest , settle o r  consent to the entry o f  any j u d g m e n t  with respect 

to, o r  pay in full, such claim. 

7 . 3 . 4  I f  an indemnifying Party is obligated t o  indemnify and hold a n y  

indemnified Party harmless u n d e r  this Article, the a m o u n t  owing t o  

the indemnified Party shall be the amount o f  such i ndemnified 

Party's actual loss, net o f  any insurance o r  o t h e r  recovery . 

7.3.5 Promptly a f t e r  receipt by an indemnified Party o f  any claim o r  notice 

of the commencement of any action o r  administrative or legal 

proceeding or investigation as t o  which the indemnity provided for 

in this Article may apply, the indemnified Party shall n o t i f y  the 

indemnifying Party of such fact. Any failure o f  o r  d e l a y  in such 

notification shall not affect a Party's indemnification obligation 

unless such failure o r  delay i s  materially prejudicial to the 

indemnifying Party. 

7.4 Consequential Damages 

O t h e r  than as expressly provided f o r  in this Agreement, neither Party shall 

be liable under any provision of this Agreement f o r  a n y  losses, damages, 

costs o r  expenses f o r  any special, indirect, incidental, consequential, o r  

punitive damages, including b u t  not limited t o  loss o f  p r o f i t  o r  revenue, 

loss of the use of equipment, cost of capital, cost of temporary equipment 

o r  services, whether based in whole o r  in part in contract, in tort, including 

negligence, strict liability, o r  a n y  o t h e r  theory of liability; provided, 

however, t h a t  damages f o r  which a Party may be liable t o  the other Party 

under another agreement will not be considered t o  be special, indirect, 

incidental , o r  consequential damages hereunder. 

S C G I P  I n t e r c o n n e c t i o n  A g r e e m e n t  15 

ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
110

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 97 of 114

7.3.2 The Parties shall at all times indemnify, defend, and save the other
Party harmless from, any and all damages, losses, claims,
including claims and actions relating to injury to or death of any
person or damage to property, demand, suits, recoveries, costs and
expenses, court costs, attorney fees, and all other obligations by or
to third parties, arising out of or resulting from the other Party'
action or inaction of its obligations under this Agreement on behalf
of the indemnifying Party, except in cases of gross negligence or
intentional wrongdoing by the indemnified Party.

7.3.3 If an indemnified Party is entitled to indemnification under this
Article as a result of a claim by a third party, and the indemnifying
Party fails, after notice and reasonable opportunity to proceed
under this Article, to assume the defense of such claim, such
indemnified Party may at the expense of the indemnifying Party
contest, settle or consent to the entry of any judgment with respect
to, or pay in full, such claim.

7.3.4 If an indemnifying Party is obligated to indemnify and hold any
indemnified Party harmless under this Article, the amount owing to
the indemnified Party shall be the amount of such indemnified
Party's actual loss, net of any insurance or other recovery.

7.3,5 Promptly after receipt by an indemnified Party of any claim or notice
of the commencement of any action or administrative or legal
proceeding or investigation as to which the indemnity provided for
in this Article may apply, the indemnified Party shall notify the
indemnifying Party of such fact. Any failure of or delay in such
notification shall not affect a Party's indemnification obligation
unless such failure or delay is materially prejudicial to the
indemnifying Party.

7.4 Conse uential Dama es

Other than as expressly provided for in this Agreement, neither Party shall
be liabie under any provision of this Agreement for any losses, damages,
costs or expenses for any special, indirect, incidental, consequential, or
punitive damages, including but not limited to loss of profit or revenue,
loss of the use of equipment, cost of capital, cost of temporary equipment
or services, whether based in whole or in part in contract, in tort, including
negligence, strict liability, or any other theory of liability; provided,
however, that damages for which a Party may be liable to the other Party
under another agreement will not be considered to be special, indirect,
incidental, or consequential damages hereunder.
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shall mean any act o f  

God, labor disturbance, act of the public enemy, war, insurrection, 

riot, fire, storm o r  flood, explosion, breakage o r  accident to 

machinery o r  equipment, a n y  o r d e r , regulation o r  restriction 

imposed b y  governmental, military o r  lawfully established civilian 

authorities, o r  any o t h e r  cause beyond a Party's control. A Force 

Majeure Event does not include an act of negligence or intentional 

wrongdoing . 

7 . 5 . 2  I f  a Force Majeure Event prevents a Party from fulfilling any 

obligations under this Agreement, the Party affected by the Force 

Majeure Event (Affected Party) shall promptly notify the o t h e r  Party, 

either in writing o r  via the telephone, o f  the existence o f  the Force 

Majeure Event. T h e  notification m u s t  specify in reasonable detail 

the circumstances of the Force Majeure Event, its expected 

duration, and the steps that the Affected Party i s  taking t o  mitigate 

the effects of t h e  event on its performance. T h e  Affected Party shall 

keep the o t h e r  Party informed on a continuing basis of 

developments relating t o  t h e  Force Majeure Event until the event 

ends. The Affected Party will be entitled t o  suspend o r  modify its 

performance of obligations u n d e r  this Agreement ( o t h e r  than the 

obligation t o  make payments) o n l y  t o  the extent t h a t  the effect of 

the Force Majeure Event cannot be mitigated by t h e  use of 

Reasonable Efforts. T h e  Affected Party will use Reasonable Efforts 

to resume its performance a s  soon a s  possible. 

7.6 Default 

7 .6.1 No Default shall exist where such failure t o  discharge an obligation 

(other than the payment of money o r  provision o f  Financial 

Security) is the result o f  a Force Majeure Event as defined in this 

Agreement o r  the result o f  an act o r  omission o f  the o t h e r  Party. 

Upon a Default, the non-defaulting Party shall give written notice of 

such Default to the defaulting Party. Except as provided in Article 

7 .6.2, the defaulting Party shall have five (5) Business Days from 

receipt of t h e  Default notice within which t o  cure such Default. 

7 . 6 . 2 If a Default i s  not cured as provided in this Article, the 

non-defaulting Party shall have the right t o  terminate this 

Agreement by written notice at any time until cure occurs, and be 

relieved of a n y  f u r t h e r  obligation hereunder and, w h e t h e r  o r  n o t  t h a t  

Party terminates this Agreement, t o  recover from the defaulting 

Party all amounts due hereunder, plus all o t h e r  damages and 
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7.5 ~Force Me'core

7.5.1 As used in this article, a Force Majeure Event shall mean any act of
God, labor disturbance, act of the public enemy, war, insurrection,
riot, fire, storm or flood, explosion, breakage or accident to
machinery or equipment, any order, regulation or restriction
imposed by governmental, military or lawfully established civilian
authorities, or any other cause beyond a Party's control. A Force
Majeure Event does not include an act of negligence or intentional
wrongdoing.

7.5.2 If a Force Majeure Event prevents a Party from fulfilling any
obligations under this Agreement, the Party affected by the Force
Majeure Event (Affected Party) shall promptly notify the other Party,
either in writing or via the telephone, of the existence of the Force
Majeure Event. The notification must specify in reasonable detail
the circumstances of the Force Majeure Event, its expected
duration, and the steps that the Affected Party is taking to mitigate
the effects of the event on its performance. The Affected Party shall
keep the other Party informed on a continuing basis of
developments relating to the Force Majeure Event until the event
ends. The Affected Party will be entitled to suspend or modify its
performance of obligations under this Agreement (other than the
obligation to make payments) only to the extent that the effect of
the Force Majeure Event cannot be mitigated by the use of
Reasonable Efforts. The Affected Party will use Reasonable Efforts
to resume its performance as soon as possible.

7.6 Default

7.6.1 No Default shall exist where such failure to discharge an obiigation
(other than the payment of money or provision of Financial
Security) is the result of a Force Majeure Event as defined in this
Agreement or the result of an act or omission of the other Party.
Upon a Default, the non-defaulting Party shall give written notice of
such Default to the defaulting Party. Except as provided in Article
7.6.2, the defaulting Party shall have five (5) Business Days from
receipt of the Default notice within which to cure such Default.

7.6.2 If a Default is not cured as provided in this Article, the
non-defaulting Party shall have the right to terminate this
Agreement by written notice at any time until cure occurs, and be
relieved of any further obligation hereunder and, whether or not that
Party terminates this Agreement, to recover from the defaulting
Party all amounts due hereunder, plus all other damages and
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will survive termination o f  this Agreement. 

Article 8. I n s u r a n c e  

8 . 1 T h e  Interconnection C u s t o m e r  shall obtain and retain, f o r  as long as the 

Generating Facility i s  interconnected with the Utility's System, liability 

insurance which protects the Interconnection Customer from claims for 

bodily injury a n d / o r  property damage. The amount of such insurance shall 

be sufficient t o  insure against all reasonably foreseeable d i r e c t  liabilities 

given the size and nature of the generating equipment being 

interconnected, the interconnection itself, and the characteristics of the 

system t o  which the interconnection is made . This insurance shall be 

primary f o r  all purposes. T h e  Interconnection Customer shall provide 

certificates evidencing this coverage a s  required by the Utility. Such 

insurance shall be obtained from an insurance provider authorized t o  do 

business in South Carolina. The Utility reserves t h e  right t o  refuse t o  

establish o r  continue the interconnection of the Generating Facility with 

the Utility's System, i f  such insurance is not in effect. 

8.1.1 For an Interconnection Customer t h a t  i s  a residential customer of 

the Utility proposing t o  interconnect a Generating Facility no larger 

than 250 kW, the required coverage shall be a standard 

h o m e o w n e r s  insurance policy with liability coverage in the amount 

of at l e a s t  $100,000 per occurrence. 

8 . 1 . 2 For an Interconnection C u s t o m e r  t h a t  i s  a non-residential customer 

of the Utility proposing to interconnect a Generating Facility no 

l a r g e r  than 250 kW , the required coverage shall be comprehensive 

general l i a b i l i t y  insurance with coverage in the amount of a t  least 

$300,000 p e r  occurrence. 

8.1.3 F o r  an Interconnection C u s t o m e r  t h a t  is a non-residential c u s t o m e r  

of the Utility proposing t o  interconnect a Generating Facility g r e a t e r  

than 250 kW, the required coverage shall be comprehensive 

general liability insurance with coverage in the a m o u n t  o f  a t  l e a s t  

$1,000,000 p e r  occurrence. 

8.1.4 An Interconnection Customer of sufficient credit-worthiness may 

propose t o  provide this insurance via a self-insurance program if it 

has a self-insurance program established in accordance with 

commercially acceptable risk management practices, and such a 

proposal shall n o t  be unreasonably rejected . 

8.2 T h e  Utility agrees t o  maintain general liability insurance or self-insurance 

consistent with the Utility's commercial practice. Such insurance o r  self-
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remedies to which it is entitled at law or in equity. The provisions of
this article will survive termination of this Agreement.

Article 8. Insurance

8.1 The Interconnection Customer shall obtain and retain, for as long as the
Generating Facility is interconnected with the Utility's System, liability
insurance which protects the Interconnection Customer from claims for
bodily injury and/or property damage. The amount of such insurance shall
be sufficient to insure against all reasonably foreseeable direct liabilities
given the size and nature of the generating equipment being
interconnected, the interconnection itself, and the characteristics of the
system to which the interconnection is made. This insurance shall be
primary for all purposes. The Interconnection Customer shall provide
certificates evidencing this coverage as required by the Utility. Such
insurance shall be obtained from an insurance provider authorized to do
business in South Carolina. The Utility reserves the right to refuse to
establish or continue the interconnection of the Generating Facility with
the Utility's System, if such insurance is not in effect.

8.1.1 For an Interconnection Customer that is a residential customer of
the Utility proposing to interconnect a Generating Facility no larger
than 250 kW, the required coverage shall be a standard
homeowner's insurance policy with liability coverage in the amount
of at least $100,000 per occurrence.

8.1.2 For an Interconnection Customer that is a non-residential customer
of the Utility proposing to interconnect a Generating Facility no
larger than 250 kW, the required coverage shall be comprehensive
general liability insurance with coverage in the amount of at least
$300,000 per occurrence.

8.1.3 For an Interconnection Customer that is a non-residential customer
of the Utility proposing to interconnect a Generating Facility greater
than 250 kW, the required coverage shall be comprehensive
general liability insurance with coverage in the amount of at least
$1,000,000 per occurrence.

8,1.4 An Interconnection Customer of sufficient credit-worthiness may
propose to provide this insurance via a self-insurance program if it

has a self-insurance program established in accordance with
commercially acceptable risk management practices, and such a
proposal shall not be unreasonably rejected.

8.2 The Utility agrees to maintain general iiability insurance or self-insurance
consistent with the Utility's commercial practice. Such insurance or self-
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shall not exclude coverage f o r  the Utility's liabilities undertaken 

pursuant to this Agreement. 

8 . 3 The Parties further agree t o  notify each other whenever an accident o r  

incident occurs resulting in any injuries o r  damages that are included 

within the scope of coverage o f  such insurance, whether o r  n o t  such 

coverage is sought. 

Article 9 . Confidentiality 

9.1 Confidential Information shall mean any confidential and/or proprietary 
information provided by one Party to the other Party that is clearly marked 
or otherwise designated "Confidential." For purposes of this Agreement all 
design, operating specifications, and metering data provided by the 
Interconnection Customer shall be deemed Confidential Information 
regardless of whether it is clearly marked or otherwise designated as 
such. 

9.2 Confidential Information does not include information previously in the 
public domain, required to be publicly submitted or divulged by 
Governmental Authorities (after notice to the other Party and after 
exhausting any opportunity to oppose such publication or release), or 
necessary to be divulged in an action to enforce this Agreement. Each 
Party receiving Confidential Information shall hold such information in 
confidence and shall not disclose it to any third party nor to the public 
without the prior written authorization from the Party providing that 
information, except to fulfill obligations under this Agreement, or to fulfill 
legal or regulatory requirements. 

9.1 .1 Each Party shall employ at least the same standard of care to 
protect Confidential Information obtained from the other Party as it 
employs to protect its own Confidential Information. 

9.1 .2 Each Party is entitled to equitable relief, by injunction or otherwise, 
to enforce its rights under this provision to prevent the release of 
Confidential Information without bond or proof of damages, and 
may seek other remedies available at law or in equity for breach of 
this provision. 

9.1 .3 All information pertaining to a project will be provided to the new 
owner in the case of a change of control of the existing legal entity 
or a change of ownership to a new legal entity. 

9.3 If information is requested by the Commission from one of the Parties that 
is otherwise required to be maintained in confidence pursuant to this 
Agreement, the Party shall provide the requested information to the 
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insurance shall not exclude coverage for the Utility's liabilities undertaken
pursuant to this Agreement.

8.3 The Parties further agree to notify each other whenever an accident or
incident occurs resulting in any injuriies or damages that are included
within the scope of coverage of such insurance, whether or not such
coverage is sought.

Article 9. Confidentiality

Confidential Information shall mean any confidential and/or proprietary
information provided by one Party to the other Party that is clearly marked
or otherwise designated "Confidential." For purposes of this Agreement all
design, operating specifications, and metering data provided by the
Interconnection Customer shall be deemed Confidential Information
regardless of whether it is clearly marked or otherwise designated as
such.

9.2 Confidential Information does not include information previously in the
public domain, required to be publicly submitted or divulged by
Governmental Authorities (after notice to the other Party and after
exhausting any opportunity to oppose such publication or release), or
necessary to be divulged in an action to enforce this Agreement. Each
Party receiving Confidential Information shall hold such information in
confidence and shall not disclose it to any third party nor to the public
without the prior written authorization from the Party providing that
information, except to fulfill obligations under this Agreement, or to fulfill
legal or regulatory requirements.

9.1I.1 Each Party shall employ at least the same standard of care to
protect Confidential Information obtained firom the other Party as it
employs to protect its own Confidential Information.

9.1I.2 Each Party is entitled to equitable relief, by injunction or otherwise,
to enforce its rights under this provision to prevent the release of
Confidential Information without bond or proof of damages, and
may seek other remedies available at law or in equity for breach of
this provision.

9.1I.3 All information pertaining to a project will be provided to the new
owner in the case of a change of control of the existing legal entity
or a change of ownership to a new legal enfity.

9.3 If information is requested by the Commission from one of the Parties that
is otherwise required to be maintained in confidence pursuant to this
Agreement, the Party shall provide the requested information to the
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In 

providing the information to the Commission, the Party m a y  request that 

the information be treated as confidential and non-public in accordance 

with South Carolina l a w  and t h a t  the information be withheld from public 

disclosure. 

Article 10. Disputes 

10.1 The Parties agree to attempt to resolve all disputes arising out of the 
interconnection process according to the provisions of this Article. 

10.2 In the event of a dispute, either Party shall provide the other Party with a 
written notice of dispute. Such notice shall describe in detail the nature of 
the dispute. 

10.3 If the dispute has not been resolved within 20 Business Days after receipt 
of the notice, either Party may contact the Office of Regulatory Staff for 
assistance in informally resolving the dispute. If the Parties are unable to 
informally resolve the dispute, either Party may then file a formal 
complaint with the Commission. 

10.4 Each Party agrees to conduct all negotiations in good faith. 

Article 11. Taxes 

11.1 The Parties agree to follow all applicable tax laws and regulations, 
consistent with South Carolina and federal policy and revenue 
requirements. 

11.2 Each Party shall cooperate with the other to maintain the other Party's tax 
status. Nothing in this Agreement is intended to adversely affect the 
Utility's tax exempt status with respect to the issuance of bonds including, 
but not limited to, local furnishing bonds. 

Article 12. Miscellaneous 

12.1 Governing Law. Regulatory Authority. and Rules 

The validity, interpretation and enforcement of this Agreement and each of 
its provisions shall be governed by the laws of the State of South Carolina, 
without regard to its conflicts of law principles. This Agreement is subject 
to all Applicable Laws and Regulations. Each Party expressly reserves the 
right to seek changes in, appeal, or otherwise contest any laws, orders, or 
regulations of a Governmental Authority. 
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Commission within the time provided for in the request for information. In
providing the information to the Commission, the Party may request that
the information be treated as confidential and non-public in accordance
with South Carolina law and that the information be withheld from public
disclosure.

Article 10. Disputes

10.1 The Parties agree to attempt to resolve all disputes arising out of the
interconnection process according to the provisions of this Article.

10.2 In the event of a dispute, either Party shall provide the other Party with a
written notice of dispute. Such notice shall describe in detail the nature of
the dispute.

10.3 If the dispute has not been resolved within 20 Business Days after receipt
of the notice, either Party may contact the Office of Regulatory Staff for
assistance in informally resolving the dispute. If the Parties are unable to
informally resolve the dispute, either Party may then file a formal
complaint with the Commission.

10.4 Each Party agrees to conduct all negotiations in good faith.

Article 11. Taxes

11.1 The Parties agree to follow all applicable tax laws and regulations,
consistent with South Carolina and federal policy and revenue
requirements.

11.2 Each Party shall cooperate with the other to maintain the other Party's tax
status. Nothing in this Agreement is intended to adversely affect the
Utility's tax exempt status with respect to the issuance of bonds including,
but not limited to, local furnishing bonds.

Article 12. Miscellaneous

12.1 Govemin Law Re ulato Autho and Rules

The validity, interpretation and enforcement of this Agreement and each of
its provisions shall be governed by the laws of the State of South Carolina,
without regard to its conflicts of law principles. This Agreement is subject
to all Applicable Laws and Regulations. Each Party expressly reserves the
right to seek changes in, appeal, or otherwise contest any laws, orders, or
regulations of a Governmental Authority.
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duly 

executed by both Parties, o r  under Article 12.12 o f  this Agreement. 

12.3 No Third-Party Beneficiaries 

This Agreement is not intended t o  and does not create rights, remedies, or 

benefits of any character whatsoever in favor o f  a n y  persons, 

corporations, associations, o r  entities other than the Parties, and the 

obligations herein assumed are solely f o r  the use and benefit o f  the 

Parties, t h e i r  successors in interest and where permitted, t h e i r  assigns. 

12.4 Waiver 

12.4.1 The failure o f  a Party to this Agreement to insist, on any occasion, 

upon strict performance o f  any provision o f  this Agreement will not 

be considered a waiver of any obligation, right, o r  d u t y  of, o r  

imposed upon, such Party. 

12.4.2 Any waiver at any time by either Party of its rights with respect t o  

this Agreement shall n o t  be deemed a continuing waiver o r  a 

waiver with respect t o  any other failure t o  comply with any other 

obligation, right, duty o f  this Agreement. Termination o r  default of 

this Agreement f o r  any reason by Interconnection Customer shall 

not constitute a waiver of the Interconnection Customer's legal 

rights to obtain an interconnection from the Utility. Any waiver of 

this Agreement shall, i f  requested, be provided in writing. 

12.5 Entire Agreement 

This Agreement, including all Appendices, constitutes the entire 

agreement between the Parties with reference t o  the subject matter 

hereof, and supersedes all prior and contemporaneous understandings o r  

agreements, oral o r  written, between the Parties with respect t o  the 

subject matter o f  this Agreement. There are no other agreements, 

representations, warranties, o r  covenants which constitute a n y  part o f  the 

consideration for, o r  any condition to, either Party's compliance with its 

obligations under this Agreement. 

12.6 Multiple Counterparts 

This Agreement may be executed in two o r  more counterparts, each o f  

which i s  deemed an original b u t  all constitute one and the same 

instrument. 
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12.2 Amendment

The Parties may amend this Agreement by a written instrument duly
executed by both Parties, or under Article 12.12 of this Agreement.

12.3 No Third-Part Beneficiaries

This Agreement is not intended to and does not create rights, remedies, or
benefits of any character whatsoever in favor of any persons,
corporations, associations, or entities other than the Parties, and the
obligations herein assumed are solely for the use and benefit of the
Parties, their successors in interest and where permitted, their assigns.

12.4 Waiver

12.4.1 The failure of a Party to this Agreement to insist, on any occasion,
upon strict performance of any provision of this Agreement will not
be considered a waiver of any obligation, right, or duty of, or
imposed upon, such Party.

12.4.2 Any waiver at any time by either Party of its rights with respect to
this Agreement shall not be deemed a continuing waiver or a
waiver with respect to any other failure to comply with any other
obligation, right, duty of this Agreement. Termination or default of
this Agreement for any reason by Interconnection Customer shall
not constitute a waiver of the Interconnection Customer's legal
riights to obtain an interconnection from the Utility. Any waiver of
this Agreement shall, if requested, be provided in writing.

12.5

This Agreement, including all Appendices, constitutes the entire
agreement between the Parties with reference to the subject matter
hereof, and supersedes all prior and contemporaneous understandings or
agreements, oral or written, between the Parties with respect to the
subject matter of this Agreement. There are no other agreements,
representations, warranties, or covenants which constitute any part of the
consideration for, or any condition to, either Party's compliance with its
obligations under this Agreement.

12.6 Multi le Counter arts

This Agreement may be executed in two or more counterparts, each of
which is deemed an original but all constitute one and the same
instrument.
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shall not b e  interpreted o r  c o n s t r u e d  t o  c r e a t e  an 

association, j o i n t  venture, a g e n c y  relationship, o r  p a r t n e r s h i p  between the 

Parties o r  to impose any partnership obligation o r  partnership l i a b i l i t y  upon 

e i t h e r  P a r t y . N e i t h e r  P a r t y  shall have a n y  right, p o w e r  o r  a u t h o r i t y  t o  enter 

i n t o  any a g r e e m e n t  o r  undertaking for, o r  act on b e h a l f  of, o r  to a c t  as o r  

b e  an a g e n t  o r  representative of, o r  to o t h e r w i s e  bind, the o t h e r  Party. 

1 2 . 8 S e v e r a b i l i t y  

If any provision o r  portion of this Agreement shall f o r  any reason be held o r  

adjudged t o  b e  invalid o r  illegal o r  unenforceable b y  any court o f  competent 

jurisdiction o r  o t h e r  Governmental Authority, (1) such portion o r  provision 

shall be deemed separate and independent, (2) the Parties shall negotiate 

in good faith to restore i n s o f a r  as practicable t h e  benefits t o  each Party t h a t  

were affected b y  such ruling, and (3) t h e  remainder o f  this Agreement shall 

remain in full force and effect. 

1 2 . 9 Security A r r a n g e m e n t s  

Infrastructure security of e l e c t r i c  system e q u i p m e n t  and operations and 

control hardware and software i s  essential t o  ensure d a y - t o - d a y  reliability 

and operational security. All U t i l i t i e s  are e x p e c t e d  t o  m e e t  basic s t a n d a r d s  

f o r  electric system infrastructure and operational security, including 

physical, o p e r a t i o n a l ,  a n d  c y b e r - s e c u r i t y  practices. 

12.1 O Environmental Releases 

Each P a r t y  shall n o t i f y  the o t h e r  Party, f i r s t  o r a l l y  and then in writing, o f  

t h e  release o f  any h a z a r d o u s  substances, any a s b e s t o s  o r  l e a d  

a b a t e m e n t  activities, o r  a n y  type o f  remediation a c t i v i t i e s  related t o  the 

G e n e r a t i n g  F a c i l i t y  o r  t h e  Interconnection Facilities, each o f  which m a y  

reasonably be expected t o  a f f e c t  the o t h e r  Party. T h e  n o t i f y i n g  P a r t y  shall 

(1) provide the notice as soon as practicable, provided such Party makes 

a g o o d  faith e f f o r t  t o  provide t h e  n o t i c e  no l a t e r  than 2 4  h o u r s  a f t e r  such 

P a r t y  becomes aware o f  t h e  o c c u r r e n c e ,  and (2) p r o m p t l y  furnish t o  t h e  

o t h e r  Party copies o f  a n y  p u b l i c l y  a v a i l a b l e  reports f i l e d  with a n y  

Governmental A u t h o r i t i e s  a d d r e s s i n g  such events . 

12 . 11 S u b c o n t r a c t o r s  

Nothing in t h i s  A g r e e m e n t  shall p r e v e n t  a Party from utilizing t h e  services 

o f  a n y  s u b c o n t r a c t o r  as it d e e m s  a p p r o p r i a t e  t o  perform i t s  obligations 

under t h i s  Agreement; provided, however, t h a t  each Party shall require its 

subcontractors t o  comply with all a p p l i c a b l e  t e r m s  and conditions o f  t h i s  
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r2.7 ~Ne Paltnershi

This Agreement shall not be interpreted or construed to create an
association, joint venture, agency relationship, or partnership between the
Parties or to impose any partnership obligation or partnership liability upon
either Party. Neither Party shall have any right, power or authority to enter
into any agreement or undertaking for, or act on behalf of, or to act as or
be an agent or representative of, or to otherwise bind, the other Party.

r2.8 Severabilite

If any provision or portion of this Agreement shall for any reason be held or
adjudged to be invalid or illegal or unenforceable by any court of competent
jurisdiction or other Governmental Authority, (1) such portion or provision
shall be deemed separate and independent, (2) the Parties shall negotiate
in good faith to restore insofar as practicable the benefits to each Party that
were affected by such ruling, and (3) the remainder of this Agreement shall
remain in full force and effect.

12.9

Infrastructure security of electric system equipment and operations and
control hardware and software is essential to ensure day-to-day reliability
and operational security. All Utilities are expected to meet basic standards
for electric system infrastructure and operational security, including
physical, operational, and cyber-secudty practices.

12.10 Environmental Releases

Each Party shall notify the other Party, first orally and then in writing, of
the release of any hazardous substances, any asbestos or lead
abatement activities, or any type of remediation activities related to the
Generating Facility or the Interconnection Facilities, each of which may
reasonably be expected to affect the other Party. The notifying Party shall
(1) provide the notice as soon as practicable, provided such Party makes
a good faith effort to provide the notice no later than 24 hours after such
Party becomes aware of the occurrence, and (2) promptly furnish to the
other Party copies of any publicly available reports filed with any
Governmental Authorities addressing such events.

12.11 Subcontractors

Nothing in this Agreement shall prevent a Party from utilizing the services
of any subcontractor as it deems appropriate to perform its obligations
under this Agreement; provided, however, that each Party shall require its
subcontractors to comply with all applicable terms and conditions of this
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shall remain 

primarily liable to the o t h e r  Party f o r  the performance of such 

subcontractor. 

12.11.1 The creation o f  any subcontract relationship shall not relieve the 

hiring Party of any of its obligations under this Agreement. The 

hiring Party shall b e  fully responsible t o  the o t h e r  Party f o r  the 

acts o r  omissions of any s u b c o n t r a c t o r  the hiring Party hires as 

if no subcontract had been made; provided, however, t h a t  in no 

event shall the Utility be liable f o r  the actions o r  inactions of the 

Interconnection Customer o r  its subcontractors with respect t o  

obligations of the Interconnection C u s t o m e r  under this 

Agreement. Any applicable obligation imposed by this 

Agreement upon t h e  hiring Party shall be equally binding upon, 

and shall be construed as having application to, any 

subcontractor o f  such Party. 

12.11.2 T h e  obligations u n d e r  this article will n o t  be limited in any way 

by any limitation of subcontractor's insurance. 

12.12 Reservation o f  Rights 

The Utility shall h a v e  the right to make a unilateral filing with the 

Commission to modify this Agreement with respect to a n y  rates, terms and 

conditions, charges, o r  classifications of service, and the Interconnection 

C u s t o m e r  shall have t h e  right t o  make a unilateral filing with the 

Commission to m o d i f y  this Agreement; provided t h a t  each Party shall 

have the right t o  p r o t e s t  any such filing by the o t h e r  Party and to 

participate f u l l y  in a n y  proceeding before the Commission in which such 

modifications may be considered . Nothing in this Agreement shall limit the 

rights o f  the Parties except t o  the e x t e n t  that the Parties otherwise agree 

as provided herein. 

Article 13. Notices 

13.1 General 

Unless otherwise provided in this Agreement, any written notice, demand, 
or request required or authorized in connection with this Agreement 
(Notice) shall be deemed properly given if delivered in person, delivered 
by recognized national courier service, sent by first class mail, postage 
prepaid, or sent electronically to the person specified below: 
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Agreement in providing such services and each Party shall remain
primarily liable to the other Party for the performance of such
subcontractor.

12.11.1 The creation of any subcontract relationship shall not relieve the
hiring Party of any of its obligations under this Agreement. The
hiring Party shall be fully responsible to the other Party for the
acts or omissions of any subcontractor the hiring Party hires as
if no subcontract had been made; provided, however, that in no
event shall the Utility be liable for the actions or inactions of the
Interconnection Customer or its subcontractors with respect to
obligations of the Interconnection Customer under this
Agreement. Any applicable obligation imposed by this
Agreement upon the hiring Party shall be equally binding upon,
and shall be construed as having application to, any
subcontractor of such Party.

12.11.2 The obligations under this article will not be limited in any way
by any limitation of subcontractor's insurance.

12.12 Reservation of Ri hts

The Utility shall have the right to make a unilateral filing with the
Commission to modify this Agreement with respect to any rates, terms and
conditions, charges, or classifications of service, and the Interconnection
Customer shall have 1he riight to make a unilateral filing with the
Commission to modify this Agreement; provided that each Party shall
have the right to protest any such filing by the other Party and to
participate fully in any proceeding before the Commission in which such
modifications may be considered. Nothing in this Agreement shall limit the
rights of the Parties except to the extent that the Parties otherwise agree
as provided herein.

Article 13. Notices

13.1 General

Unless otherwise provided in this Agreement, any written notice, demand,
or request required or authorized in connection with this Agreement
(Notice) shall be deemed properly given if delivered in person, delivered
by recognized national courier service, sent by first class mail, postage
prepaid, or sent electronically to the person specified below:
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to the Interconnection Customer: 

Interconnection Customer: 

Attention: 

---------------------~ 

Address: 

City: ----------­ State: Zip: 

E-Mail Address:--------------------

Phone: _________ _ 

If to the Utility: 

Utility: 

Attention: 
---------------------~ 

Address: 

City:---------­ State: Zip: __ _ 

E-Mail Address:-------------------

Phone: __________ _ Fax: ----------
13.2 Billing and Payment 

Billings and payments shall be sent to the addresses set out below: 

If to the Interconnection Customer: 

Interconnection Customer: 

Attention: 
---------------------~ 

Address: 

City:----------­ State: Zip: __ _ 

E-Mail Address:--------------------
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If to the Interconnection Customer:

Interconnection Customer:

Attention:

Address:

Zip:

If to the Utility:

Utility:

Attention:

Address:

State:

13.2

Billings and payments shall be sent to the addresses set out befcrsr.

lf to the Interconnection Customer.

Interconnection Customer.

Attention:

Address:

5=Mail bddfef

State:
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to the Utility: 

Utility: 

Attention: - - - - - - - - - - - - - - - - - - - - - -

Address: 

Cify: - - - - - - - - - - -

State: 

Zip: _ _  _ 

E-Mail A d d r e s s : - - - - - - - - - - - - - - - - - - - -

13.3 Alternative Forms of Notice 

Any notice or request required o r  permitted to be given by either Party to 

the other and not required by this Agreement to be given in writing may be 

so given by telephone, facsimile o r  e-mail to the telephone numbers and 

e-mail addresses set out below: 

If to the Interconnection Customer: 

Interconnection Customer: 

Attention: - - - - - - - - - - - - - - - - - - - - - -

Address: 

Cify: - - - - - - - - - -

State: 

Zip: _ _  _ 

Phone: _ _ _ _ _ _ _ _ _ _  _ 

Fax: ----------
E-Mail Address: --------------------

If to the Utility: 

Utilify: 

Attention:----------------------

Address: 

Cify: ----------- State: Zip: 

Phone: ----------- Fax: ----------
E-Mail Address:--------------------
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If to the Utility:

Utility:

Attention:

Address:

City: State: Zip:

E-Mail Address:

'I 3.3 Alternative Forms of Notice

Any notice or request required or permitted to be given by either Party to
the other and not required by this Agreement to be given in writing may be
so given by telephone, facsimile or e-mail to the telephone numbers and
e-mail addresses set out below:

If to the Interconnection Customer:

Interconnection Customer:

Attention:

Address:

City: State: Zip:

Phone:

Q=MIII ANFÃ%:

Fax:

If to the Utility:

Utilify:

Address:

State: Zip:

Phone:

5=Mail Mm
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also designate operating representatives to conduct the 

c o m m u n i c a t i o n s  which m a y  be necessary o r  c o n v e n i e n t  for the 

administration of this Agreement. T h i s  person will also serve as the point 

of c o n t a c t  with respect to operations and maintenance of the Party's 

facilities. 

Interconnection C u s t o m e r ' s  Operating Representative: 

Interconnection Customer: 

Attention: - - - - - - - - - - - - - - - - - - - - - - - -

Address: 

City: _ _ _ _ _ _ _ _ _ _ _  _ 

State: Zip: 

Phone: _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _  _ 

F a x :  ----------
E-Mail Address: ___________________ _ 

Utility's Operating Representative: 

Utility: 

Attention: -----------------------

Address: 

City:---------- State: Zip: ___ _ 

Phone: ____________________ _ Fax: -----------

E-Mail Address: --------------------
13.5 Changes to the Notice Information 

Either Party may change this information by giving five Business Days 
written notice prior to the effective date of the change. 
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13.4 Desi nated 0 eratin Re resentative

The Parties may also designate operating representatives to conduct the
communications which may be necessary or convenient for the
administration of this Agreement. This person will also serve as the point
of contact with respect to operations and maintenance of the Party'
facilities.

Interconnection Customer's Operating Representative:

Interconnection Customer:

Attention:

Address:

City: State: ZIP:

Phone:

5=Mail Addfewa::

Fax:

Utility's Operating Representative:

Utility:

Attention:

Address:

State:

E-Mail Address:

13.5 Chan es to the Notice Information

Either Party may change this information by giving five Business Days
written notice prior to the effective date of the change.
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WHEREOF, the Parties have caused this Agreement to be executed b y  

their respective duly authorized representatives. 

F o r  the Utility 

Name: _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _  _ 

Print N a m e : - - - - - - - - - - - - - - - - -

Title: 

Date: - - - - - - - - -

For the Interconnection Customer 

Name: _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _ _  _ 

Print N a m e : - - - - - - - - - - - - - - - - -

Title: 

Date: 

SCGIP Interconnection Agreement 26 

ELEC
TR

O
N
IC
ALLY

FILED
-2021

January
6
4:12

PM
-SC

PSC
-D

ocket#
2020-279-E

-Page
121

of132
Order Exhibit 1

Docket No. 2015-362-E
Order No. 2016-191
April 26, 2016
Page 108 of 114

IN WITNESS WHEREOF, the Parties have caused this Agreement to be executed by
their respective duly authorized representatives.

~Fer the Uelit

Name:

Print Name:

Title:

Date:

For the Interconnection Customer

Name:

Print Name:

Title:

Date:
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Interconnection Agreement 
Appendix 1 

See Glossary of Terms, Attachment 1 to the South Carolina Generator Interconnection 
Procedures. 
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Glossary of Terms

Interconnection Agreement
Appendix 1

See Glossary of Terms, Attachment 1 to the South Carolina Generator Interconnection
Procedures.
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F a c i l i t y ,  

I n t e r c o n n e c t i o n  F a c i l i t i e s ,  a n d  M e t e r i n g  E q u i p m e n t  

Equipment, including the Generating Facility, Interconnection Facilities, and metering 

equipment s h a l l  be itemized and identified as being owned by the Interconnection 

Customer, o r  the Utility. T h e  Utility will provide a b e s t  estimate itemized cost, including 

overheads, o f  i t s  Interconnection Facilities and metering equipment, and a b e s t  estimate 

itemized cost of the annual operation and maintenance expenses associated with its 

Interconnection Facilities and metering equipment. 

Charges f o r  the Interconnection Facilities will begin on the In-Service Date specified in 

the Milestones in Appendix 4, regardless o f  w h e t h e r  the Generating Facility is 

interconnected o r  generating . I f  required, the l e t t e r  of C r e d i t  m a y  be drawn upon t o  p a y  

f o r  the Interconnection Facilities charges . 
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Interconnection Agreement
Appendix 2

Description and Costs of the Generating Facility,
Interconnection Facilities, and Metering Equipment

Equipment, including the Generating Facility, Interconnection Facilities, and metering
equipment shall be itemized and identified as being owned by the Interconnection
Customer, or the Utility. The Utility will provide a best estimate itemized cost, including
overheads, of its Interconnection Facilities and metering equipment, and a best estimate
itemized cost of the annual operation and maintenance expenses associated with its
Interconnection Facilities and metering equipment.

Charges for the Interconnection Facilities will begin on the In-Service Date specified in
the Milestones in Appendix 4, regardless of whether the Generating Facility is
interconnected or generating. If required, the Letter of Credit may be drawn upon to pay
for the Interconnection Facilities charges.
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One--line D i a g r a m  D e p i c t i n g  t h e  G e n e r a t i n g  F a c i l i t y ,  

I n t e r c o n n e c t i o n  F a c i l i t i e s ,  M e t e r i n g  E q u i p m e n t ,  a n d  U p g r a d e s  

T h i s  a g r e e m e n t  will i n c o r p o r a t e  b y  r e f e r e n c e  t h e  o n e - l i n e  d i a g r a m  s u b m i t t e d  b y  t h e  

C u s t o m e r  o n  , d a t e d  , w i t h  f i l e  

n a m e  " " a s  p a r t  o f  the I n t e r c o n n e c t i o n  R e q u e s t ,  o r  a s  

s u b s e q u e n t l y  u p d a t e d  a n d  p r o v i d e d  t o  t h e  C o m p a n y .  
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Interconnection Agreement
Appendix 3

One-line Diagram Depicting the Generating Facility,
Interconnection Facilities, Metering Equipment, and Upgrades

This agreement will incorporate by reference the one-line diagram submitted by the
Customer on , dated , with file
name" "as part of the interconnection Request, or as
subsequently updated and provided to the Company.
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U p g r a d e  I n - S e r v i c e  D a t e :  - - - - - - - - - -

Interconnection Agreement 

Appendix 4 

R e q u e s t e d  I n t e r c o n n e c t i o n  F a c i l i t i e s  I n - S e r v i c e  D a t e  - - - - - - - - -

C r i t i c a l  m i l e s t o n e s  a n d  r e s p o n s i b i l i t y  a s  a g r e e d  t o  b y  t h e  P a r t i e s :  

T h e  b u i l d - o u t  s c h e d u l e  d o e s  n o t  i n c l u d e  c o n t i n g e n c i e s  f o r  d e p l o y m e n t  o f  U t i l i t y  

p e r s o n n e l  t o  a s s i s t  i n  o u t a g e  r e s t o r a t i o n  e f f o r t s  on t h e  UtilitY-s s y s t e m  o r  t h e  s y s t e m s  o f  

o t h e r  u t i l i t i e s  w i t h  w h o m  t h e  U t i l i t y  h a s  a m u t u a l  a s s i s t a n c e  a g r e e m e n t .  C o n s e q u e n t l y ,  

t h e  R e q u e s t e d  I n - S e r v i c e  D a t e  m a y  b e  d e l a y e d  t o  t h e  e x t e n t  o u t a g e  r e s t o r a t i o n  w o r k  

i n t e r r u p t s  t h e  d e s i g n ,  p r o c u r e m e n t  a n d  c o n s t r u c t i o n  o f  t h e  r e q u e s t e d  f a c i l i t i e s .  

M i l e s t o n e  

C o m p l e t i o n  D a t e  R e s p o n s i b l e  P a r t y  

( 1 )  

( 2 )  

(4) 

(5) 

(6) 

(7) 

(8) 

(9) 

(10) 

Agreed to by: 

For the Utility Date ____ _ 

Print Name: -----------------

For the Interconnection Customer Date ____ _ 

Print Name:------------------
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Milestones

Interconnection Agreement
Appendix 4

Requested Upgrade In-Service Date:

Requested Interconnection Facilities In-Service Date

Critical milestones and responsibility as agreed to by the Parties:

The build-outschedule does not include contingencies for deployment of Utility
personnel to assist in outage restoration efforts on the Utility's system or the systems of
other utilities with whom the Utility has a mutual assistance agreement. Consequently,
the Requested In-Service Date may be delayed to the extent outage restoration work
interrupts the design, procurement and construction of the requested facilities.

Agreed to by:

For the Utility

Print Nftnte::

For the Interconnection Customer
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A d d i t i o n a l  O p e r a t i n g  R e q u i r e m e n t s  f o r  t h e  U t i l i t y ' s  

S y s t e m  a n d  A f f e c t e d  S y s t e m s  N e e d e d  t o  S u p p o r t  

t h e  I n t e r c o n n e c t i o n  C u s t o m e r ' s  N e e d s  

The Utility shall a l s o  provide requirements t h a t  m u s t  be met by t h e  Interconnection 

Customer prior to initiating parallel operation with the Utility's System. The 

Interconnection C u s t o m e r  shall maintain compliance with all applicable Operating 

Requirements during parallel operation with the Utility's System. 
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Interconnection Agreement
Appendix 5

Additional Operating Requirements for the Utility's
System and Affected Systems Needed to Support

the Interconnection Customer's Needs

The Utility shall also provide requirements that must be met by the Interconnection
Customer prior to initiating parallel operation with the Utility's System. The
Interconnection Customer shall maintain compliance with all applicable Operating
Requirements during parallel operation with the Utility's System.
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D e s c r i p t i o n  o f  i t s  U p g r a d e s  

a n d  B e s t  E s t i m a t e  o f  U p g r a d e  C o s t s  

Interconnection Agreement 

Appendix 6 

T h e  U t i l i t y  s h a l l  d e s c r i b e  U p g r a d e s  a n d  p r o v i d e  a n  i t e m i z e d  b e s t  e s t i m a t e  o f  t h e  cost. 

i n c l u d i n g  o v e r h e a d s .  o f  t h e  U p g r a d e s  a n d  a n n u a l  o p e r a t i o n  a n d  m a i n t e n a n c e  e x p e n s e s  

a s s o c i a t e d  w i t h  such U p g r a d e s .  T h e  U t i l i t y  s h a l l  f u n c t i o n a l i z e  U p g r a d e  c o s t s  a n d  a n n u a l  

e x p e n s e s  a s  e i t h e r  t r a n s m i s s i o n  o r  d i s t r i b u t i o n  r e l a t e d .  
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Interconnection Agreement
Appendix 6

Utility's Description of its Upgrades
and Best Estimate of Upgrade Costs

The Utility shall describe Upgrades and provide an itemized best estimate of the cost,
including overheads, of the Upgrades and annual operation and maintenance expenses
associated with such Upgrades. The Utility shall functionalize Upgrade costs and annual
expenses as either transmission or distribution related.
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JOHN W. FLIER
SENIOR OIREcros

ENERGY REGULATION

February 26, 2016

A L ONI

Jocelyn G. Boyd, Esquire
ChiefClerk and Administrator
Public Service Commission of South Carolina
101 Executive Center Drive
Columbia, South Camlina 29210

RE: Joint Application of Duke Energy Carolinas, LLC, Duke Energy Pmgress, LLC and
South Carolina Electric & Gas Company for Approval of the Revised South Carolina
Interconnection Standard
Docket No. 201S-362-E

Dear Ms. Boyd:

Over the past few months, the Office of Regulatory Staff ("ORS") has worked diligently with
Duke Energy Carolinas, LLC ("DEC"), Duke Energy Progress, LLC ("DEP"), South Carolina
Electric & Gas Company ("SCE&G") and numerous stakeholders, including the Electric
Cooperatives of South Camlina, Inc., Central Electric Power Cooperative, Inc., South Carolina
Solar Business Alliance, The Alliance for Solar Choice, Southern Alliance for Clean Energy,
Coastal Conservation League, numerous solar developers, and the Interstate Renewabie Energy
Council regarding the proposed South Carolina Generator Interconnection Procedures
("SCGIP") filed with the Public Service Commission of South Camlina ("Commission") on
October 9, 2015.

The proposed SCGIP provides uniform interconnection standards for projects sized up to 80
megawatts, at which point the Federal Energy Regulatory Commission has jurisdiction. The
proposed SCGIP allows for expedited treatment for smaller projects and clarifies the study
process for larger projects that are not eligible for the expedited, fast-track option. ORS supports
the proposed SCGIP as RIed and believes it furthers the goals of Act 236 and allows for safe snd
reliable interconnection ofdistributed energy resources in South Carolina.

(Continued...)
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Jocelyn G. Boyd, Esquire
February 26, 2016
Page 2 of2

ORS is aware that DEC and DEP have experienced a backlog in processing interconnection
requests in North and South Carolina. In an effort to mitigate and resolve any backlogs in South
Carolina, ORS recommends, in part, that DEC and DEP institute an Interdependent Pmject
Review Process ("Interdependency Process") for projects in their South Carolina queues. ORS
has worked with DEC, DEP and various stakeholders to draft an Interdependency Process and
recommends that the Commission appmve the attached Interdependency Process (Attachment A)
to apply to pmjects in the DEC and DEP South Carolina interconnection queues.

Additionally, ORS recommends that DEC and DEP reduce the System Impact Study completion
timeframe, as set forth in Paragraph 17.0 of the System Impact Study Agreement (Attachment g
to the proposed SCGIP), for projects with distribution system impacts by 10%. These two
recommendations are designed to reduce the backlog in DEC and DEP's South Carolina
interconnection queues and should only apply to DEC and DEP. ORS will continue to monitor
the status of SCEEcG's interconnection queue and make recommendations to the Commission if
any changes become necessary.

ORS appreciates the patience of the Commission as this involved numerous stakeholders and
varying viewpoints working together to modify the current interconnection process. ORS is also
grateful for the ongoing collaborative spirit of the stakeholders as we continue to improve the
opportunities for distributed energy resources in South Carolina

Thank you for the opportunity to provide comments in this matter.

Sincerely,

John W. Flitter

JWF/swh

Enclosure

cc: All Parties ofRecord
Jeffrey M. Nelson, Chief Counsel and Director of Legal Services, ORS
Andrew M. Bateman, Counsel, ORS
Dr. James Spearman, Executive Assistant, PSCSC
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ATPACHMENT A
Mcmersadum of Undcrstsndtng Bctwcca Duke Eacrgy Carcttass, LLC, Duke Energy Progress, LLC, South

Cs rotten Oflice of ErgWatery Staff snd South Caretles Setsr Buctaccs Atttsacc
Docket No. 2015-362-E

I d n n C lln Can

I. For purposes of this section of the Agreement:

"Interdependent Customer" (or "pmject") shall mean an Interconnection Customer (or project)
whose Upgrade or Intereannection Facilities requimnents are impacted by another Generating Facility, as
determined by the Utility.

"Project A" shall mean sn Interconnection Customer that has s lower Queue Number than
Interdependent Project B.

"Project B" shall mean an Interconnection Customer that hss a higher Queue Number than
Interdependent Project A.

"Utility" shall mean Duke Energy Carolinas, LLC or Duke Energy Pmgress, LLC, whichever
entity owns, controls and operates the System to which the Interconnection Customer is seeking to
connect its Generating Facility.

Ali other degned tenne included within this Agreement shall have the same meaning as set forth
in tbe Glossary of the proposed Revised South Camlina Interconnection Standanl ("the Standard"), ss
filed in Docket No. 2015-362-E on October 9, 20 I 5.

2. All references to Sections included herein refer to the relevant Sections of the Standard.

3. Upon an Interconnection Customer's submission of a Section I.3 Interconnection Request for the
Section 3 Fast Track Process or Section 4 Study Process, the Utility shall mview the Interconnection
Request and make a preliminary determination whether any known buerdependency exists between the
Interconnection Customer's pmposed Generating Facility and any other Interconnection Customer with a
lower Queue Number and notify the Interconnection Customer of the preliminary determination of
whether Interdependency would be created by the Generating Facility within 10 business days. Any
preliminary determination by the Utility that the Generating Facility does not create an Interdependency
will result in the Interconnection Request being preliminarily designated as a project A and the Utility
shall proceed immediately to either the Section 3 Fast Track Process or the Section 4 Study proces, as
applicable. A Generating Facility designated and reviewed for system impacts as a Project A may still be
determined to create an Interdepeadency and may be designated by the Utility as an Interdependent
Project during the Section 4.3 System Impact Study Pmcess. Once the System Impact Study report is
issued by the Utility designated s Generating Facility ss a project A for purposes of the Section 4.4
Facilities Study, the Interconnection Request shall retain this designation without change.

4. If the Utility determines that that the Interconnection Customer's pmposed Generating Facility is
Interdependent with one (I) other Interconnection Request with a lower Queue Number, the Utility shall
notify the Interconnection Customer at the Section 4.2 Scoping Meeting that the Interconnection Request
is designated as a Project B.
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ATTACIIMENT A
Memorandum of Uaderstaading Betweea Duke Energy Carettaas, LLC, Doke Eaergy Progress, LLC, South

Carolina OfDce of Regulatory Staff aad South Carolina Solar Business Atgsnce
Docket No. 201M62-E

a. Following the Section 4.2 Scoping Meeting and execution of the System hnpact Study
Agreement, the Project B shall proceed to the Section 4.3 System Impact Study process, Pmject B shall
receive a System Impact Study report that assumes the Interdependent project A Interconnect Request
with the lower Queue Number completes construction and Intetconnecdon and another System Impact
Study report that assumes the Interdependent pmject A Interconnect Request with the lower Queue
Number is not constructed and is withdrawn.

b. The Utility shall not proceed to a pmject B Facilities Study until aRer the project 8
Interconnection Customer returns a signed Facilities Study Agreement to the Utility and the Utility has
issued the Section 4.4.4 Facilities Study report for the Intenlependent Project A. The Project B
Interconnection Customer shall then have the option of whether to proceed with a Facility Study, or wait
until the Interdependent Pmject A executes a Final Interconnection Agreement and makes payment for
any required Upgrade, Intinconnection Facilities, and other charges under Section 5.2. If the Project B
Interconnection Customer with a signed Facilities Study Agreement proceeds prior to Interdependent
Project A committing to Section 5 constmction, the Project B's Facility Study shall assume that the
interdependent project A Interconnection Request with the lower Queue Number completes construction
and interconnection. If project A is later cancelled prior to the pmject A Interconnection Customer
making payment for the required Upgrade, the Utility will revise the Project B Facility Study at Pmject B
Interconnection Customer's expense. If Project B Interconnection Customer chooses to wait to request the
Project B Facility Study, Pmject 8 is not required to adhere to tbe timeline in Section 4.4. I until Project
A has signed an Interconnection Agreement and paid the payment charge specified in Section 5.2.4 of the
Standard or withdrawn.

5. If the Utility determines that that the Interconnection Customer's proposed Generating Facility is
Interdependent with more than one (I) other Interconnection Request with lower Queue Numbers, the
Utility shell make a preliminary determination and notify the Interconnection Customer within IO
business days, or at the Section 4.2 Scoping Meeting, whichever occurs sooner, describing generally the
number and type of lnterdependencies of Interconnection Requests with lower Queue Numbers.

a. The Utility shall not study a project if it is interdependent with more than one project,
each of which has a lower Queue Number. The utility will study a pmject when interdepeadency with
only one lower Queue Number project exists. The mnova) of interdependency with multiple projects may
be the resuit of I) upgrades to the Utility System which eliminate the cause of the interdependency, 2)
withdrawal of interdependent pmject(s) with lower Queue Numbers, or 3) a lower Queue Number project
signing an Interconnection Agreement and making payments required in Section 52.4.

b. Within tive (5) Business Days of an Interconnection Request becoming a Project B
Interconnection Request that is Interdependent with only one (I) other Interconnection Request with a
lower Queue Number, the Uhliry shall schedule the Sectiou 4.2 Scoping Meeting and provide the new
project B an executable System Impact Study Agreement. Upon being designated by the Utility as a
Project B the Interconnection Customer's Queue Number will be used to determine tbe order in which the
Interconnection Request is studied under section 4.3 relative to all other Interconnection Requests.
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ATTACHMENT A
Memorandum of Understondtng Between Duke Energy Corollaos, LLC, Duke Energy Progress, LI.C, South

Carolina ONce of Regulatory Staff aed South Carogns Solar Business Alliance
Docket No. 30tg-362-E

6. Nothing in this Agreement affects an Interconnection Customer's Queue Number assigned before
the effective dato of the StandartL Interconnection Requests which have recmved a System Impact Study
report as of the effective date of the Standard that did not identify any interdependency with another
project shall be deemed a project A. Any Interconnection Requests for which the Utility has not
completed the System Impact Study and issued s System hnpact Study report to the Interconnection
Customer as of the effective date of the Standard shall be reviewed for Interdependency pursuant to the
tenne of this Agreement.
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